- = e

EXISTING
18" RCP SD

I

\
EXISTING SBWRD
MH#2—-4—-29-4
RIM=8334.47
F/L IN=8325.05
F/L 0UT=8324.84

Q/%

K

\ \
)
NOTES:
1. PROVIDE 6" MINUS RIP-RAP 12" MIN. SURROUNDING
STORM DRAIN INLET GRATES IN LANDSCAPE AREAS.

2. PROVIDE EXTERIOR CONCRETE COLLARS ON PIPE/BOX
CONNECTIONS & INTERIOR SMOOTH GROUT FINISH.

3. MAINTAIN 5FT MINIMUM BURY ON ALL SEWER LATERALS
& 6FT MINIMUM BURY ON ALL SEWER MAINLINES.
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AutoCAD SHX Text
INSTALL 2' SQUARE SD BOX W/ OPEN-SLOTTED GRATE, CONNECT INTO EXISITNG STORM DRAIN OUTLET FOR LUCKY JACK SKI RUN, CONTRACTOR TO CONFIRM LOCATION OF EXISTING SD RIM=8365.0' F/L=8356.41

AutoCAD SHX Text
INSTALL 2' SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8377.75' F/L=8373.75'

AutoCAD SHX Text
REMOVE EXISTING SD SD INLET BOX, & SD PIPE UNDERNEATH PROPOSED TOWER LOCATION EXTG F/L=8322.4'

AutoCAD SHX Text
INSTALL 4' SQUARE SD BOX W/ 2' OPEN-SLOTTED GRATE, CONNECT TO EXISTING STORM DRAIN PIPE, CONTRACTOR TO CONFIRM DEPTH OF EXISTING PIPE RIM=8336.28' F/L=~8322.0'

AutoCAD SHX Text
INSTALL 344LF 12" CPP STORM DRAIN. S =8.5% MIN=8.5% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 65LF 12" CPP STORM DRAIN. S =2.0% MIN=2.0% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 130LF 12" CPP STORM DRAIN. S =1.0% MIN=1.0% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 56LF 12" CPP STORM DRAIN. S =1.0% MIN=1.0% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 56LF 12" CPP STORM DRAIN. S =1.0% MIN=1.0% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 118LF 12" CPP STORM DRAIN. S =2.4% MIN=2.4% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 26.68LF Z886 ZURN DRAIN RIM=8360.14' CONNECT OUTLET OF 6" CPP INTO 12" CPP PIPE WITH INSERTA-TEE

AutoCAD SHX Text
INSTALL 26.68LF Z886 ZURN DRAIN RIM=8348.06'

AutoCAD SHX Text
INSTALL 26.68LF Z886 ZURN DRAIN RIM=8337.50'

AutoCAD SHX Text
INSTALL 12" SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8342.5' F/L=8338.5'

AutoCAD SHX Text
INSTALL 12" SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8344.0' F/L=8340.0'

AutoCAD SHX Text
INSTALL 12" SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8348.06' F/L=8344.06'

AutoCAD SHX Text
INSTALL 12" SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8360.14' F/L=8356.14'

AutoCAD SHX Text
INSTALL 12" SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8337.50' F/L=8333.50'

AutoCAD SHX Text
INSTALL 20LF Z886 ZURN DRAIN @ GARAGE CONNECTION, CONNECT TO PARKING GARAGE SD SYSTEM RIM=8345.0'

AutoCAD SHX Text
INSTALL 20LF Z886 ZURN DRAIN @ GARAGE CONNECTION, CONNECT TO PARKING GARAGE SD SYSTEM RIM=8333.0'

AutoCAD SHX Text
INSTALL 148LF 12" CPP STORM DRAIN. S =8.2% MIN=8.2% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 89LF 12" CPP STORM DRAIN. S =4.6% MIN=4.6% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 34LF 12" CPP STORM DRAIN. S =4.5% MIN=4.5% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 81LF 12" CPP STORM DRAIN. S =6.2% MIN=6.2% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 53LF 12" CPP STORM DRAIN. S =6.2% MIN=6.2% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 2' SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8361.03' F/L=8357.03'

AutoCAD SHX Text
INSTALL 35LF 12" CPP STORM DRAIN. S =2.6% MIN=2.6% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 12" STORM DRAIN INLET RIM=8390.0 F/L=8387.0

AutoCAD SHX Text
INSTALL 12" STORM DRAIN INLET RIM=8389.75 F/L=8386.40

AutoCAD SHX Text
INSTALL 30LF 12" CPP STORM DRAIN S=2.0%

AutoCAD SHX Text
UTILIZE ABANDONED BIKE TRAIL AS DRAINAGE SWALE FOR SURFACE RUN OFF

AutoCAD SHX Text
UTILIZE ABANDONED BIKE TRAIL AS DRAINAGE SWALE FOR SURFACE RUN OFF

AutoCAD SHX Text
INSTALL 32LF RIPRAP LINED SWALE, CONNECT ABANDONED BIKE RUN SWALE TO STORM DRAIN,  WIDTH=3'

AutoCAD SHX Text
INSTALL 95LF 12" CPP STORM DRAIN S=13.3%

AutoCAD SHX Text
INSTALL 100LF RIPRAP LINED SWALE, CONNECT ABANDONED BIKE RUN SWALE TO STORM DRAIN,  WIDTH=3'

AutoCAD SHX Text
INSTALL NEW PRV VAULT W/ SURGE PROTECTION  P(HIGH)=280 PSI P(LOW)=60 PSI ELEV FG=8430 ELEV F/L WTR=8424.8

AutoCAD SHX Text
CONNECT PRV VAULT TO EXISTING BUTTERFLY VALVE

AutoCAD SHX Text
INSTALL 414LF 8" PVC C900 WATERLINE W/ 8" GATE VALVE, (4) 22.5° BENDS, & (1) 11.25° BENDS (7' MIN BURY.)

AutoCAD SHX Text
INSTALL 148LF 10" HDPE SDR-11 WATERLINE W/ 10" GATE VALVE, INSTALL PIPE ANCHORS PER PCMC DETAILS  100' RADIUS MIN. (7' MIN BURY.)

AutoCAD SHX Text
INSTALL 10"X6" TEE & 10"X8" REDUCER ON PVC SIDE CONNECTION

AutoCAD SHX Text
INSTALL GREASE INTERCEPTOR W/ SAMPLING MANHOLE

AutoCAD SHX Text
INSTALL 2' SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8374.0' F/L=8370.0'

AutoCAD SHX Text
INSTALL 32LF 12" CPP STORM DRAIN. S =40.3% MIN=40.3% MAINTAIN 36" MIN. BURY

AutoCAD SHX Text
INSTALL 12" SQUARE SD BOX W/ OPEN-SLOTTED GRATE RIM=8344.0' F/L=8341.0'

AutoCAD SHX Text
INSTALL 40LF 8" CPP STORM DRAIN. S =2.5%MIN=2.5%

AutoCAD SHX Text
INSTALL 55LF 8" CPP STORM DRAIN FOR OVERFLOW OF FP WATER STORAGE VAULT F/L OUT=8342' S =1.8%MIN=1.8%

AutoCAD SHX Text
EXISTING 18" STORM DRAIN CULVERT S=14.0%

AutoCAD SHX Text
F/L @ SS MAIN=8325.60'

AutoCAD SHX Text
SS LATERAL F/L @ BLDG=8333.0'

AutoCAD SHX Text
INSTALL POWER TRANSFORMER BOX FOR TOWER C, REFER TO ELECTRICAL PLANS FOR DETAILS


