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NOTES:

1. 
ROOM FOR FUTURE BOILER FOR RADIANT HYDRONIC SNOW

MELT 
SYSTEM TO BE DESIGN BUILD BY OTHERS

2. 
BOILER ROOM TO BE HEATED FOR FREEZE PROTECTION & 
SPRINKLER SYSTEM.

3. 
ACCESS DOORS TO BOILER ROOM AT MEP ROOF TO BE 
VENTILATED, TYP.


