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DRAWING INDEX

SHEET NUMBER SHEET NAMES

IFC Set

1

IFC Set

2

IFC Set

3

ASI 001

07/19/24

ASI 002

07/26/24

ASI 003

08/23/24

ASI 004

08/16/24

ASI-003.1

10/18/24

A6.2.Q RCP - TOWER AB - UNIT Q •

A6.2.R RCP - TOWER C - UNIT R •

A7.1A.10 VERTICAL CIRCULATION - STAIR S01A - ENLARGED PLANS •

A7.1A.11 VERTICAL CIRCULATION - STAIR S01A - ENLARGED SECTIONS •

A7.1A.12 VERTICAL CIRCULATION - STAIR S01B - ENLARGED PLANS •

A7.1A.13 VERTICAL CIRCULATION - STAIR S01B - ENLARGED SECTIONS •

A7.1A.20 VERTICAL CIRCULATION - STAIR S02A - ENLARGED PLANS •

A7.1A.21 VERTICAL CIRCULATION - STAIR S02A - ENLARGED SECTIONS •

A7.1A.22 VERTICAL CIRCULATION - STAIR S02B - ENLARGED PLANS •

A7.1A.23 VERTICAL CIRCULATION - STAIR S02B - ENLARGED SECTIONS •

A7.1B.30 VERTICAL CIRCULATION - STAIR S03A - ENLARGED PLANS •

A7.1B.31 VERTICAL CIRCULATION - STAIR S03A - ENLARGED SECTIONS •

A7.1B.32 VERTICAL CIRCULATION - STAIR S03B - ENLARGED PLANS •

A7.1B.33 VERTICAL CIRCULATION - STAIR S03B - ENLARGED SECTIONS •

A7.1B.40 VERTICAL CIRCULATION - STAIR S04A - ENLARGED PLANS •

A7.1B.41 VERTICAL CIRCULATION - STAIR S04A - ENLARGED SECTIONS •

A7.1B.42 VERTICAL CIRCULATION - STAIR S04B - ENLARGED PLANS •

A7.1B.43 VERTICAL CIRCULATION - STAIR S04B - ENLARGED SECTIONS •

A7.1B.80 VERTICAL CIRCULATION - RAMP R1 - ENLARGED PLAN & SECTION •

A7.1C.50 VERTICAL CIRCULATION - STAIR 05 - ENLARGED PLANS •

A7.1C.51 VERTICAL CIRCULATION - STAIR 05 - ENLARGED SECTIONS •

A7.1C.60 VERTICAL CIRCULATION - STAIR 06 - ENLARGED PLANS •

A7.1C.61 VERTICAL CIRCULATION - STAIR 06 - ENLARGED SECTIONS •

A7.1C.73 VERTICAL CIRCULATION - STAIR 13 - ENLARGED ELEVATIONS &
SECTIONS

•

A7.2A.1 VERTICAL TRANSPORTATION - ELEVATORS T1 & T2 - ENLARGED PLAN &
SECTIONS

•

A7.2A.5 VERTICAL TRANSPORTATION - ELEVATORS S1 & LS - ENLARGED PLANS &
SECTIONS

•

A7.2B.1 VERTICAL TRANSPORTATION - ELEVATOR T3 - ENLARGED PLANS &
SECTIONS

•

A7.2B.3 VERTICAL TRANSPORTATION - ELEVATOR T4 - ENLARGED PLANS &
SECTIONS

•

A7.2C.1 VERTICAL TRANSPORTATION - ELEVATOR T5 •

A7.30 EGRESS STAIR DETAILS •

A7.31 DECORATIVE STAIR C LOBBY - ENLARGED PLANS & SECTIONS •

A7.32 DECORATIVE STAIR S11 & S12 - ENLARGED PLANS & SECTIONS •

A7.33 DECORATIVE STAIR DETAILS •

A8.00 EXTERIOR DETAILS - FOUNDATION & AT-GRADE SLABS •

A8.01 EXTERIOR DETAILS - BELOW GRADE •

A8.02 EXTERIOR DETAILS - AT GRADE WALLS • • •

A8.10 EXTERIOR DETAILS - CONCRETE BASE •

A8.11 EXTERIOR DETAILS - WALL TRANSITIONS •

A8.20 EXTERIOR DETAILS - CURTAIN WALL DETAILS • •

A8.21 EXTERIOR DETAILS - WINDOW DETAILS •

A8.22 EXTERIOR DETAILS - WINDOW DETAILS •

A8.23 EXTERIOR DETAILS - DOOR DETAILS •

A8.30 EXTERIOR DETAILS - DECKS, METAL •

A8.40 EXTERIOR DETAILS - SUN SHADES •

A8.50 EXTERIOR DETAILS - RAILINGS •

A8.70 EXTERIOR DETAILS - PENETRATION DETAILS •

A8.80 EXTERIOR DETAILS - EXPANSION JOINTS • •

A8.90 EXTERIOR DETAILS - ROOF DETAILS • •

A8.91 EXTERIOR DETAILS - ROOF DETAILS •

A8.92 EXTERIOR DETAILS - ROOF DETAILS •

A8.93 EXTERIOR DETAILS -  ROOF & CANOPIES DETAILS •

A8.94 EXTERIOR DETAILS -  OUTDOOR FIREPLACE •

A9.00 INTERIOR DETAILS - WALL TRANSITIONS •

A9.10 INTERIOR DETAILS - FLOOR TRANSITION •

A9.11 INTERIOR DETAILS - WALL BASE •

A9.20 INTERIOR DETAILS - TYPICAL DOORS •

A9.21 INTERIOR DETAILS - UNIT DOORS •

A9.31 INTERIOR DETAILS - CEILINGS •

A9.34 INTERIOR DETAILS - CEILINGS AMENITY • •

A9.50 INTERIOR DETAILS - UNIT KITCHEN CASEWORK •

A9.51 INTERIOR DETAILS - UNIT BATHROOM CASEWORK • •

A9.53 INTERIOR DETAILS - AMENITIES • •

A9.54 INTERIOR DETAILS - BANQUETTES • •

A9.55 INTERIOR DETAILS - UNIT SHOWERS •

A9.60 INTERIOR DETAILS - UNIT FIREPLACES •

A9.61 INTERIOR DETAILS - AMENITY FIREPLACES •

A9.62 INTERIOR DETAILS - APRES SKI FIREPLACE •

A9.63 INTERIOR DETAILS - BOWLING ALLEY/ SKI LOUNGE •
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SHEET NUMBER SHEET NAMES

IFC Set

1

IFC Set

2

IFC Set

3

ASI 001

07/19/24

ASI 002

07/26/24

ASI 003

08/23/24

ASI 004

08/16/24

ASI-003.1

10/18/24

A2.4.M UNIT PLAN - TOWER C - UNIT M •

A2.4.N UNIT PLAN - TOWER C - UNIT N •

A2.4.O UNIT PLAN - TOWER C - UNIT O • •

A2.4.P UNIT PLAN - TOWER AB-UNIT P & Q •

A2.4.R UNIT PLAN - TOWER C - UNIT R •

A2.5A.01a FINISH PLAN - TOWER A - LVL B - AREA A • •

A2.5A.01b FINISH PLAN - TOWER A - LVL B - AREA B • •

A2.5A.11a FINISH PLAN - TOWER A - LVL L1 - AREA A •

A2.5A.11b FINISH PLAN - TOWER A - LVL L1 - AREA B •

A2.5A.21 FINISH PLAN - TOWER A - CORE 1 •

A2.5A.22 FINISH PLAN - TOWER A - CORE 2 •

A2.5AB.1c FINISH PLAN - TOWER AB - LVL 1 - AREA C •

A2.5B.01 FINISH PLAN - TOWER B - LVL B •

A2.5B.03d FINISH PLAN - TOWER B - LVL P1 - AREA D •

A2.5B.11d FINISH PLAN - TOWER B - LVL 1 - AREA D • •

A2.5B.11e FINISH PLAN - TOWER B - LVL 1 - AREA E • •

A2.5B.23 FINISH PLAN - TOWER B - CORE 3 •

A2.5B.24 FINISH PLAN - TOWER B - CORE 4 •

A2.5BC.1f FINISH PLAN - TOWER BC CONNECTOR - AREA F •

A2.5C.01 FINISH PLAN - TOWER C - LVL P1 •

A2.5C.11 FINISH PLAN - TOWER C - LVL L1 •

A2.5C.12 FINISH PLAN - TOWER C -  CORES •

A2.6.A FINISH PLAN - TOWER AB - UNIT A •

A2.6.B FINISH PLAN - TOWER AB - UNIT B •

A2.6.C FINISH PLAN - TOWER AB - UNIT C •

A2.6.D FINISH PLAN - TOWER AB - UNIT D •

A2.6.E FINISH PLAN - TOWER AB - UNIT E •

A2.6.F FINISH PLAN - TOWER AB - UNIT F •

A2.6.G FINISH PLAN - TOWER AB - UNIT G •

A2.6.H FINISH PLAN - TOWER AB - UNIT H •

A2.6.I FINISH PLAN - TOWER AB - UNIT I •

A2.6.J FINISH PLAN - TOWER AB - UNIT J •

A2.6.K FINISH PLAN - TOWER AB - UNIT K •

A2.6.L FINISH PLAN - TOWER C - UNIT L •

A2.6.M FINISH PLAN - TOWER C - UNIT M •

A2.6.N FINISH PLAN - TOWER C - UNIT N •

A2.6.O FINISH PLAN - TOWER C - UNIT O •

A2.6.P FINISH PLAN - TOWER AB - UNIT P •

A2.6.Q FINISH PLAN - TOWER AB - UNIT Q •

A2.6.R FINISH PLAN - TOWER C - UNIT R •

A3.A1 ELEVATION - TOWER A - NORTH •

A3.A2 ELEVATION - TOWER A - EAST - WEST •

A3.A3 ELEVATION - TOWER A - SOUTH •

A3.A4 ELEVATION - TOWER A - PARTIAL ELEVATIONS •

A3.AB1 ELEVATION - TOWER AB LOBBY •

A3.B1 ELEVATION - TOWER B - NORTH - SOUTH •

A3.B2 ELEVATION - TOWER B - EAST •

A3.B3 ELEVATION - TOWER B - WEST •

A3.B4 ELEVATION - TOWER B - PARTIAL ELEVATIONS •

A3.C1 ELEVATION - TOWER C - NORTH & SOUTH •

A3.C2 ELEVATION - TOWER C - EAST & WEST •

A3.C3 ELEVATION - TOWER C - PARTIAL ELEVATIONS •

A4.1A.1 BUILDING SECTION - TOWER A - LONGITUDINAL • •

A4.1A.2 BUILDING SECTION - TOWER A - CROSS •

A4.1B.1 BUILDING SECTION - TOWER B - LONGITUDINAL • •

A4.1B.2 BUILDING SECTION - TOWER B - CROSS •

A4.1C.1 BUILDING SECTION - TOWER C - LONGITUDINAL & CROSS •

A4.2A.1 WALL SECTIONS - TOWER A •

A4.2AB.1 WALL SECTIONS - TOWER AB - LOBBY •

A4.2B.1 WALL SECTIONS - TOWER B •

A4.2C.1 WALL SECTIONS - TOWER C •

A4.2C.2 WALL SECTIONS - TOWER C •

A4.3A.1 ENLARGED SECTIONS - TOWER A •

A4.3B.1 ENLARGED SECTIONS - TOWER B • •

A4.3BC.1 ENLARGED SECTIONS - BC CONNECTOR • •

A4.3C.1 ENLARGED SECTIONS - TOWER C •

A4.3C.2 ENLARGED SECTIONS - TOWER C ROOF •

A4.4A.1 TOWER A - ENLARGED PLAN & SECTION AT ROOF •

A4.4C.1 TOWER C - ENLARGED PLAN & SECTION - TOWER C ROOF •

A5.1A.01 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.02 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.03 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.18 INTERIOR ELEVATIONS - EMPLOYEE AREAS •

A5.1A.19 INTERIOR ELEVATIONS - BOWLING BATHROOMS •

A5.1A.20 INTERIOR ELEVATIONS - TOWER A - BOWLING ALLEY & BAR • •

A5.1A.21 INTERIOR ELEVATIONS - TOWER A  - BOWLING ALLEY • •

A5.1A.22 INTERIOR ELEVATIONS - TOWER A - BOWLING GAME LOUNGE • •

A5.1A.23 INTERIOR ELEVATIONS - TOWER A - BOWLING ARCADE • •

A5.1A.24 INTERIOR ELEVATIONS - TOWER A - YOGA ROOM • •

A5.1A.25 INTERIOR ELEVATIONS - TOWER A - FITNESS CENTER • •

A5.1A.26 INTERIOR ELEVATIONS - TOWER A - WOMEN'S FITNESS LOCKER ROOM • •

A5.1A.27 INTERIOR ELEVATIONS - TOWER A - MEN'S FITNESS LOCKER ROOM • •

A5.1A.28 INTERIOR ELEVATION - TOWER A GUEST TOILETS • •

A5.1AB.1 INTERIOR ELEVATIONS - TOWER AB - ENTRY LOBBY •

A5.1AB.2 INTERIOR ELEVATIONS - TOWER AB - LOBBY CONCIERGE & RECEPTION • •

A5.1B.01 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER • •

A5.1B.02 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER, OFFICES • •

A5.1B.25 INTERIOR ELEVATIONS - TOWER B- APRES SKI • •

A5.1B.26 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.27 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.28 INTERIOR ELEVATIONS - TOWER A - CHILDREN'S ROOM •

A5.1B.30 INTERIOR ELEVATIONS - TOWER B - APRES SKI BAR • •

A5.1B.33 INTERIOR ELEVATIONS - TOWER B - SKI VALET • •

A5.1B.34 INTERIOR ELEVATIONS - TOWER B - SKI VALET BOH, HOA KITCHEN •

A5.1B.35 INTERIOR ELEVATIONS - TOWER B - SKI LOCKERS •

A5.1B.36 INTERIOR ELEVATIONS - TOWER B - GUEST TOILETS •

A5.1C.01 INTERIOR ELEVATIONS - TOWER C - ENTRY LOBBY •

A5.1C.02 INTERIOR ELEVATIONS - TOWER C - VESTIBULE •

A5.1C.03 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.04 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.05 INTERIOR ELEVATIONS - TOWER C - OWNERS LOUNGE • •

A5.1C.06 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 1 •

A5.1C.07 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 2 •

A5.1C.08 INTERIOR ELEVATIONS - TOWER C - TOILET 1 •

A5.2.A INTERIOR ELEVATIONS - UNIT A - KITCHEN - LIVING •

A5.2.B INTERIOR ELEVATIONS - UNIT B - KITCHEN - LIVING •

A5.2.C INTERIOR ELEVATIONS - UNIT C - KITCHEN - LIVING •

A5.2.D INTERIOR ELEVATIONS - UNIT D - KITCHEN - LIVING •

A5.2.E INTERIOR ELEVATIONS - UNIT E - KITCHEN - LIVING •

A5.2.F INTERIOR ELEVATIONS - UNIT F - KITCHEN - LIVING •

A5.2.G INTERIOR ELEVATIONS - UNIT G - KITCHEN - LIVING •

A5.2.H1 INTERIOR ELEVATIONS - UNIT H - KITCHEN - LIVING •

A5.2.H2 INTERIOR ELEVATION - UNIT H •

A5.2.I1 INTERIOR ELEVATIONS - UNIT I - KITCHEN - LIVING •

A5.2.I2 INTERIOR ELEVATIONS - UNIT I •

A5.2.J1 INTERIOR ELEVATIONS - UNIT J - KITCHEN - LIVING •

A5.2.J2 INTERIOR ELEVATIONS - UNIT J •

A5.2.K1 INTERIOR ELEVATIONS - UNIT K - KITCHEN - LIVING •

A5.2.K2 INTERIOR ELEVATIONS - UNIT K •

A5.2.L INTERIOR ELEVATIONS - UNIT L - KITCHEN - LIVING •

A5.2.M INTERIOR ELEVATIONS - UNIT M - KITCHEN - LIVING •

A5.2.N INTERIOR ELEVATIONS - UNIT N - KITCHEN - LIVING •

A5.2.O1 INTERIOR ELEVATIONS -  UNIT O - KITCHEN - LIVING •

A5.2.O2 INTERIOR ELEVATIONS -  UNIT O • •

A5.2.O3 INTERIOR ELEVATIONS -  UNIT O - INTERIOR ELEVATIONS •

A5.2.P INTERIOR ELEVATIONS - UNIT P •

A5.2.Q INTERIOR ELEVATIONS - UNIT Q •

A5.2.R INTERIOR ELEVATIONS - UNIT R •

A5.3.10 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.11 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.12 INTERIOR ELEVATIONS - MASTER BATHROOMS •

A5.3.20 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.21 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.22 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.23 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.24 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.25 INTERIOR ELEVATIONS - BATHROOMS •

A5.3.30 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.31 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.32 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.33 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.34 INTERIOR ELEVATIONS - TYPE A ACCESSIBLE BATHROOM • •

A5.3.40 INTERIOR ELEVATIONS - POWDER ROOMS • •

A5.3.41 INTERIOR ELEVATIONS - ANSI POWDER • •

A5.5.1 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A5.5.2 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A6.1A.01a RCP - TOWER A - LVL B - AREA A • • •

A6.1A.01b RCP - TOWER A - LVL B - AREA B • • •

A6.1A.02a RCP - TOWER A - LVL P2 - AREA A •

A6.1A.02b RCP - TOWER A - LVL P2 - AREA B •

A6.1A.11a RCP - TOWER A - LVL 1 - AREA A • •

A6.1A.11b RCP - TOWER A - LVL 1 - AREA B • •

A6.1A.21 RCP - TOWER A - CORE 1 •

A6.1A.22 RCP - TOWER A - CORE 2 •

A6.1AB.1c RCP - LOBBY - AREA C •

A6.1AB.2c RCP - LOBBY - AREA C •

A6.1B.01 RCP - TOWER B - LVL B •

A6.1B.02d RCP - TOWER B - LVL P2 - AREA D •

A6.1B.02e RCP - TOWER B - LVL P2 - AREA E •

A6.1B.03d RCP - TOWER B - LVL P1 - AREA D •

A6.1B.03e RCP - TOWER B - LVL P1 - AREA E •

A6.1B.11d RCP - TOWER B - LVL 1 - AREA D • •

A6.1B.11e RCP - TOWER B - LVL 1 - AREA E • •

A6.1B.23 RCP - TOWER B - CORE 3 •

A6.1B.24 RCP - TOWER B - CORE 4 •

A6.1BC.1f RCP - TOWER BC CONNECTOR - AREA F • •

A6.1C.01 RCP - TOWER C - LVL P1 • •

A6.1C.11 RCP - TOWER C - LVL 1 •

A6.1C.12 RCP - TOWER C - CORES •

A6.2.A RCP - TOWER AB - UNIT A •

A6.2.B RCP - TOWER AB - UNIT B •

A6.2.C RCP - TOWER AB - UNIT C •

A6.2.D RCP - TOWER AB - UNIT D •

A6.2.E RCP - TOWER AB - UNIT E •

A6.2.F RCP - TOWER AB - UNIT F •

A6.2.G RCP - TOWER AB - UNIT G •

A6.2.H RCP - TOWER AB - UNIT H •

A6.2.I RCP - TOWER AB - UNIT I •

A6.2.J RCP - TOWER AB - UNIT J •

A6.2.K RCP - TOWER AB - UNIT K •

A6.2.L RCP - TOWER C - UNIT L •

A6.2.M RCP - TOWER C - UNIT M •

A6.2.N RCP - TOWER C - UNIT N •

A6.2.O RCP - TOWER C - UNIT O • • •

A6.2.P RCP - TOWER AB - UNIT P •
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07/19/24

ASI 002

07/26/24
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08/23/24

ASI 004

08/16/24
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10/18/24

S2.C.13.R TOWER C LEVEL 3 REINFORCING PLAN •

S2.C.14 TOWER C LEVEL 4 FRAMING PLAN • • •

S2.C.14.R TOWER C LEVEL 4 REINFORCING PLAN •

S2.C.15 TOWER C LEVEL 5 FRAMING PLAN • • •

S2.C.15.R TOWER C LEVEL 5 REINFORCING PLAN •

S2.C.16 TOWER C LEVEL 6 FRAMING PLAN • • •

S2.C.16.R TOWER C LEVEL 6 REINFORCING PLAN •

S2.C.17 TOWER C LEVEL 7 FRAMING PLAN • • •

S2.C.17.R TOWER C LEVEL 7 REINFORCING PLAN •

S2.C.18 TOWER C LEVEL 8 FRAMING PLAN • •

S2.C.18.R TOWER C LEVEL 8 REINFORCING PLAN •

S2.C.19 TOWER C ROOF LEVEL FRAMING PLAN • • •

S2.C.20 TOWER C EMBEDDED HSS ROOF FRAMING PLAN •

S2.C.50 TOWER C PARTIAL PLANS •

S3.30 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.31 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.32 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.33 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.35 TOWER A & B BASEMENT WALL SECTIONS •

S3.40 TOWER C BASEMENT WALL ELEVATIONS • •

S3.45 TOWER C BASEMENT WALL SECTIONS •

S3.A1 TOWER A WEST CORE WALL ELEVATIONS •

S3.A2 TOWER A EAST CORE WALL ELEVATIONS •

S3.A10 TOWER A WEST CORE WALL SECTIONS •

S3.A11 TOWER A WEST CORE WALL SECTIONS •

S3.A20 TOWER A EAST CORE WALL SECTIONS •

S3.A21 TOWER A EAST CORE WALL SECTIONS •

S3.B1 TOWER B NORTH CORE WALL ELEVATIONS •

S3.B2 TOWER B SOUTH CORE WALL ELEVATIONS •

S3.B10 TOWER B NORTH CORE WALL SECTIONS •

S3.B11 TOWER B NORTH CORE WALL SECTIONS •

S3.B20 TOWER B SOUTH CORE WALL SECTIONS •

S3.B21 TOWER B SOUTH CORE WALL SECTIONS •

S3.C1 TOWER C SHEAR WALL ELEVATIONS •

S3.C2 TOWER C SHEAR WALL ELEVATIONS •

S3.C10 TOWER C SHEAR WALL SECTIONS •

S3.C20 TOWER C SHEAR WALL SECTIONS •

S4.00 COLUMN SCHEDULES • •

S4.01 TYPICAL CONCRETE COLUMN DETAILS •

S4.02 TYPICAL CONCRETE DETAILS •

S4.03 TYPICAL CONCRETE BEAM DETAILS AND SCHEDULE • • •

S4.04 TYPICAL MILD SLAB DETAILS •

S4.05 TYPICAL POST-TENSIONED SLAB DETAILS •

S4.06 TYPICAL STUD RAIL DETAILS AND SCHEDULE •

S4.07 TYPICAL OPENINGS AND EMBEDMENTS IN CONCRETE •

S4.08 TYPICAL SHEAR WALL DETAILS •

S4.09 TYPICAL COUPLING BEAM DETAILS AND SCHEDULES •

S4.11 TYPICAL STEEL DETAILS • • •

S4.12 TYPICAL STEEL DETAILS • •

S4.13 TYPICAL STEEL BEAM CONNECTIONS TO CONCRETE •

S4.14 TYPICAL STEEL DECK DETAILS •

S4.15 TYPICAL STEEL DECK DETAILS •

S4.16 TYPICAL STEEL DETAILS •

S4.21 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.22 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.A.10 TYPICAL A STEEL COLUMN SCHEDULE • •

S4.B.10 TYPICAL B STEEL COLUMN SCHEDULE • •

S4.C.10 TYPICAL C STEEL COLUMN SCHEDULE •

S5.01 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.02 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.05 TOWER C CONCRETE SECTIONS AND DETAILS • •
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A8.30 EXTERIOR DETAILS - DECKS, METAL •

A8.40 EXTERIOR DETAILS - SUN SHADES •

A8.50 EXTERIOR DETAILS - RAILINGS •

A8.70 EXTERIOR DETAILS - PENETRATION DETAILS •

A8.80 EXTERIOR DETAILS - EXPANSION JOINTS • •

A8.90 EXTERIOR DETAILS - ROOF DETAILS • •

A8.91 EXTERIOR DETAILS - ROOF DETAILS •

A8.92 EXTERIOR DETAILS - ROOF DETAILS •

A8.93 EXTERIOR DETAILS -  ROOF & CANOPIES DETAILS •

A8.94 EXTERIOR DETAILS -  OUTDOOR FIREPLACE •

A9.00 INTERIOR DETAILS - WALL TRANSITIONS •

A9.10 INTERIOR DETAILS - FLOOR TRANSITION •

A9.11 INTERIOR DETAILS - WALL BASE •

A9.20 INTERIOR DETAILS - TYPICAL DOORS •

A9.21 INTERIOR DETAILS - UNIT DOORS •

A9.31 INTERIOR DETAILS - CEILINGS •

A9.34 INTERIOR DETAILS - CEILINGS AMENITY • •

A9.50 INTERIOR DETAILS - UNIT KITCHEN CASEWORK •

A9.51 INTERIOR DETAILS - UNIT BATHROOM CASEWORK • •

A9.53 INTERIOR DETAILS - AMENITIES • •

A9.54 INTERIOR DETAILS - BANQUETTES • •

A9.55 INTERIOR DETAILS - UNIT SHOWERS •

A9.60 INTERIOR DETAILS - UNIT FIREPLACES •

A9.61 INTERIOR DETAILS - AMENITY FIREPLACES •

A9.62 INTERIOR DETAILS - APRES SKI FIREPLACE •

A9.63 INTERIOR DETAILS - BOWLING ALLEY/ SKI LOUNGE •
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A2.4.M UNIT PLAN - TOWER C - UNIT M •

A2.4.N UNIT PLAN - TOWER C - UNIT N •

A2.4.O UNIT PLAN - TOWER C - UNIT O • •

A2.4.P UNIT PLAN - TOWER AB-UNIT P & Q •

A2.4.R UNIT PLAN - TOWER C - UNIT R •

A2.5A.01a FINISH PLAN - TOWER A - LVL B - AREA A • •

A2.5A.01b FINISH PLAN - TOWER A - LVL B - AREA B • •

A2.5A.11a FINISH PLAN - TOWER A - LVL L1 - AREA A •

A2.5A.11b FINISH PLAN - TOWER A - LVL L1 - AREA B •

A2.5A.21 FINISH PLAN - TOWER A - CORE 1 •

A2.5A.22 FINISH PLAN - TOWER A - CORE 2 •

A2.5AB.1c FINISH PLAN - TOWER AB - LVL 1 - AREA C •

A2.5B.01 FINISH PLAN - TOWER B - LVL B •

A2.5B.03d FINISH PLAN - TOWER B - LVL P1 - AREA D •

A2.5B.11d FINISH PLAN - TOWER B - LVL 1 - AREA D • •

A2.5B.11e FINISH PLAN - TOWER B - LVL 1 - AREA E • •

A2.5B.23 FINISH PLAN - TOWER B - CORE 3 •

A2.5B.24 FINISH PLAN - TOWER B - CORE 4 •

A2.5BC.1f FINISH PLAN - TOWER BC CONNECTOR - AREA F •

A2.5C.01 FINISH PLAN - TOWER C - LVL P1 •

A2.5C.11 FINISH PLAN - TOWER C - LVL L1 •

A2.5C.12 FINISH PLAN - TOWER C -  CORES •

A2.6.A FINISH PLAN - TOWER AB - UNIT A •

A2.6.B FINISH PLAN - TOWER AB - UNIT B •

A2.6.C FINISH PLAN - TOWER AB - UNIT C •

A2.6.D FINISH PLAN - TOWER AB - UNIT D •

A2.6.E FINISH PLAN - TOWER AB - UNIT E •

A2.6.F FINISH PLAN - TOWER AB - UNIT F •

A2.6.G FINISH PLAN - TOWER AB - UNIT G •

A2.6.H FINISH PLAN - TOWER AB - UNIT H •

A2.6.I FINISH PLAN - TOWER AB - UNIT I •

A2.6.J FINISH PLAN - TOWER AB - UNIT J •

A2.6.K FINISH PLAN - TOWER AB - UNIT K •

A2.6.L FINISH PLAN - TOWER C - UNIT L •

A2.6.M FINISH PLAN - TOWER C - UNIT M •

A2.6.N FINISH PLAN - TOWER C - UNIT N •

A2.6.O FINISH PLAN - TOWER C - UNIT O •

A2.6.P FINISH PLAN - TOWER AB - UNIT P •

A2.6.Q FINISH PLAN - TOWER AB - UNIT Q •

A2.6.R FINISH PLAN - TOWER C - UNIT R •

A3.A1 ELEVATION - TOWER A - NORTH •

A3.A2 ELEVATION - TOWER A - EAST - WEST •

A3.A3 ELEVATION - TOWER A - SOUTH •

A3.A4 ELEVATION - TOWER A - PARTIAL ELEVATIONS •

A3.AB1 ELEVATION - TOWER AB LOBBY •

A3.B1 ELEVATION - TOWER B - NORTH - SOUTH •

A3.B2 ELEVATION - TOWER B - EAST •

A3.B3 ELEVATION - TOWER B - WEST •

A3.B4 ELEVATION - TOWER B - PARTIAL ELEVATIONS •

A3.C1 ELEVATION - TOWER C - NORTH & SOUTH •

A3.C2 ELEVATION - TOWER C - EAST & WEST •

A3.C3 ELEVATION - TOWER C - PARTIAL ELEVATIONS •

A4.1A.1 BUILDING SECTION - TOWER A - LONGITUDINAL • •

A4.1A.2 BUILDING SECTION - TOWER A - CROSS •

A4.1B.1 BUILDING SECTION - TOWER B - LONGITUDINAL • •

A4.1B.2 BUILDING SECTION - TOWER B - CROSS •

A4.1C.1 BUILDING SECTION - TOWER C - LONGITUDINAL & CROSS •

A4.2A.1 WALL SECTIONS - TOWER A •

A4.2AB.1 WALL SECTIONS - TOWER AB - LOBBY •

A4.2B.1 WALL SECTIONS - TOWER B •

A4.2C.1 WALL SECTIONS - TOWER C •

A4.2C.2 WALL SECTIONS - TOWER C •

A4.3A.1 ENLARGED SECTIONS - TOWER A •

A4.3B.1 ENLARGED SECTIONS - TOWER B • •

A4.3BC.1 ENLARGED SECTIONS - BC CONNECTOR • •

A4.3C.1 ENLARGED SECTIONS - TOWER C •

A4.3C.2 ENLARGED SECTIONS - TOWER C ROOF •

A4.4A.1 TOWER A - ENLARGED PLAN & SECTION AT ROOF •

A4.4C.1 TOWER C - ENLARGED PLAN & SECTION - TOWER C ROOF •

A5.1A.01 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.02 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.03 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.18 INTERIOR ELEVATIONS - EMPLOYEE AREAS •

A5.1A.19 INTERIOR ELEVATIONS - BOWLING BATHROOMS •

A5.1A.20 INTERIOR ELEVATIONS - TOWER A - BOWLING ALLEY & BAR • •

A5.1A.21 INTERIOR ELEVATIONS - TOWER A  - BOWLING ALLEY • •

A5.1A.22 INTERIOR ELEVATIONS - TOWER A - BOWLING GAME LOUNGE • •

A5.1A.23 INTERIOR ELEVATIONS - TOWER A - BOWLING ARCADE • •

A5.1A.24 INTERIOR ELEVATIONS - TOWER A - YOGA ROOM • •

A5.1A.25 INTERIOR ELEVATIONS - TOWER A - FITNESS CENTER • •

A5.1A.26 INTERIOR ELEVATIONS - TOWER A - WOMEN'S FITNESS LOCKER ROOM • •

A5.1A.27 INTERIOR ELEVATIONS - TOWER A - MEN'S FITNESS LOCKER ROOM • •

A5.1A.28 INTERIOR ELEVATION - TOWER A GUEST TOILETS • •

A5.1AB.1 INTERIOR ELEVATIONS - TOWER AB - ENTRY LOBBY •

A5.1AB.2 INTERIOR ELEVATIONS - TOWER AB - LOBBY CONCIERGE & RECEPTION • •

A5.1B.01 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER • •

A5.1B.02 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER, OFFICES • •

A5.1B.25 INTERIOR ELEVATIONS - TOWER B- APRES SKI • •

A5.1B.26 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.27 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.28 INTERIOR ELEVATIONS - TOWER A - CHILDREN'S ROOM •

A5.1B.30 INTERIOR ELEVATIONS - TOWER B - APRES SKI BAR • •

A5.1B.33 INTERIOR ELEVATIONS - TOWER B - SKI VALET • •

A5.1B.34 INTERIOR ELEVATIONS - TOWER B - SKI VALET BOH, HOA KITCHEN •

A5.1B.35 INTERIOR ELEVATIONS - TOWER B - SKI LOCKERS •

A5.1B.36 INTERIOR ELEVATIONS - TOWER B - GUEST TOILETS •

A5.1C.01 INTERIOR ELEVATIONS - TOWER C - ENTRY LOBBY •

A5.1C.02 INTERIOR ELEVATIONS - TOWER C - VESTIBULE •

A5.1C.03 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.04 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.05 INTERIOR ELEVATIONS - TOWER C - OWNERS LOUNGE • •

A5.1C.06 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 1 •

A5.1C.07 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 2 •

A5.1C.08 INTERIOR ELEVATIONS - TOWER C - TOILET 1 •

A5.2.A INTERIOR ELEVATIONS - UNIT A - KITCHEN - LIVING •

A5.2.B INTERIOR ELEVATIONS - UNIT B - KITCHEN - LIVING •

A5.2.C INTERIOR ELEVATIONS - UNIT C - KITCHEN - LIVING •

A5.2.D INTERIOR ELEVATIONS - UNIT D - KITCHEN - LIVING •

A5.2.E INTERIOR ELEVATIONS - UNIT E - KITCHEN - LIVING •

A5.2.F INTERIOR ELEVATIONS - UNIT F - KITCHEN - LIVING •

A5.2.G INTERIOR ELEVATIONS - UNIT G - KITCHEN - LIVING •

A5.2.H1 INTERIOR ELEVATIONS - UNIT H - KITCHEN - LIVING •

A5.2.H2 INTERIOR ELEVATION - UNIT H •

A5.2.I1 INTERIOR ELEVATIONS - UNIT I - KITCHEN - LIVING •

A5.2.I2 INTERIOR ELEVATIONS - UNIT I •

A5.2.J1 INTERIOR ELEVATIONS - UNIT J - KITCHEN - LIVING •

A5.2.J2 INTERIOR ELEVATIONS - UNIT J •

A5.2.K1 INTERIOR ELEVATIONS - UNIT K - KITCHEN - LIVING •

A5.2.K2 INTERIOR ELEVATIONS - UNIT K •

A5.2.L INTERIOR ELEVATIONS - UNIT L - KITCHEN - LIVING •

A5.2.M INTERIOR ELEVATIONS - UNIT M - KITCHEN - LIVING •

A5.2.N INTERIOR ELEVATIONS - UNIT N - KITCHEN - LIVING •

A5.2.O1 INTERIOR ELEVATIONS -  UNIT O - KITCHEN - LIVING •

A5.2.O2 INTERIOR ELEVATIONS -  UNIT O • •

A5.2.O3 INTERIOR ELEVATIONS -  UNIT O - INTERIOR ELEVATIONS •

A5.2.P INTERIOR ELEVATIONS - UNIT P •

A5.2.Q INTERIOR ELEVATIONS - UNIT Q •

A5.2.R INTERIOR ELEVATIONS - UNIT R •

A5.3.10 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.11 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.12 INTERIOR ELEVATIONS - MASTER BATHROOMS •

A5.3.20 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.21 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.22 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.23 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.24 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.25 INTERIOR ELEVATIONS - BATHROOMS •

A5.3.30 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.31 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.32 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.33 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.34 INTERIOR ELEVATIONS - TYPE A ACCESSIBLE BATHROOM • •

A5.3.40 INTERIOR ELEVATIONS - POWDER ROOMS • •

A5.3.41 INTERIOR ELEVATIONS - ANSI POWDER • •

A5.5.1 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A5.5.2 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A6.1A.01a RCP - TOWER A - LVL B - AREA A • • •

A6.1A.01b RCP - TOWER A - LVL B - AREA B • • •

A6.1A.02a RCP - TOWER A - LVL P2 - AREA A •

A6.1A.02b RCP - TOWER A - LVL P2 - AREA B •

A6.1A.11a RCP - TOWER A - LVL 1 - AREA A • •

A6.1A.11b RCP - TOWER A - LVL 1 - AREA B • •

A6.1A.21 RCP - TOWER A - CORE 1 •

A6.1A.22 RCP - TOWER A - CORE 2 •

A6.1AB.1c RCP - LOBBY - AREA C •

A6.1AB.2c RCP - LOBBY - AREA C •

A6.1B.01 RCP - TOWER B - LVL B •

A6.1B.02d RCP - TOWER B - LVL P2 - AREA D •

A6.1B.02e RCP - TOWER B - LVL P2 - AREA E •

A6.1B.03d RCP - TOWER B - LVL P1 - AREA D •

A6.1B.03e RCP - TOWER B - LVL P1 - AREA E •

A6.1B.11d RCP - TOWER B - LVL 1 - AREA D • •

A6.1B.11e RCP - TOWER B - LVL 1 - AREA E • •

A6.1B.23 RCP - TOWER B - CORE 3 •

A6.1B.24 RCP - TOWER B - CORE 4 •

A6.1BC.1f RCP - TOWER BC CONNECTOR - AREA F • •

A6.1C.01 RCP - TOWER C - LVL P1 • •

A6.1C.11 RCP - TOWER C - LVL 1 •

A6.1C.12 RCP - TOWER C - CORES •

A6.2.A RCP - TOWER AB - UNIT A •

A6.2.B RCP - TOWER AB - UNIT B •

A6.2.C RCP - TOWER AB - UNIT C •

A6.2.D RCP - TOWER AB - UNIT D •

A6.2.E RCP - TOWER AB - UNIT E •

A6.2.F RCP - TOWER AB - UNIT F •

A6.2.G RCP - TOWER AB - UNIT G •

A6.2.H RCP - TOWER AB - UNIT H •

A6.2.I RCP - TOWER AB - UNIT I •

A6.2.J RCP - TOWER AB - UNIT J •

A6.2.K RCP - TOWER AB - UNIT K •

A6.2.L RCP - TOWER C - UNIT L •

A6.2.M RCP - TOWER C - UNIT M •

A6.2.N RCP - TOWER C - UNIT N •

A6.2.O RCP - TOWER C - UNIT O • • •

A6.2.P RCP - TOWER AB - UNIT P •
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S2.C.13.R TOWER C LEVEL 3 REINFORCING PLAN •

S2.C.14 TOWER C LEVEL 4 FRAMING PLAN • • •

S2.C.14.R TOWER C LEVEL 4 REINFORCING PLAN •

S2.C.15 TOWER C LEVEL 5 FRAMING PLAN • • •

S2.C.15.R TOWER C LEVEL 5 REINFORCING PLAN •

S2.C.16 TOWER C LEVEL 6 FRAMING PLAN • • •

S2.C.16.R TOWER C LEVEL 6 REINFORCING PLAN •

S2.C.17 TOWER C LEVEL 7 FRAMING PLAN • • •

S2.C.17.R TOWER C LEVEL 7 REINFORCING PLAN •

S2.C.18 TOWER C LEVEL 8 FRAMING PLAN • •

S2.C.18.R TOWER C LEVEL 8 REINFORCING PLAN •

S2.C.19 TOWER C ROOF LEVEL FRAMING PLAN • • •

S2.C.20 TOWER C EMBEDDED HSS ROOF FRAMING PLAN •

S2.C.50 TOWER C PARTIAL PLANS •

S3.30 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.31 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.32 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.33 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.35 TOWER A & B BASEMENT WALL SECTIONS •

S3.40 TOWER C BASEMENT WALL ELEVATIONS • •

S3.45 TOWER C BASEMENT WALL SECTIONS •

S3.A1 TOWER A WEST CORE WALL ELEVATIONS •

S3.A2 TOWER A EAST CORE WALL ELEVATIONS •

S3.A10 TOWER A WEST CORE WALL SECTIONS •

S3.A11 TOWER A WEST CORE WALL SECTIONS •

S3.A20 TOWER A EAST CORE WALL SECTIONS •

S3.A21 TOWER A EAST CORE WALL SECTIONS •

S3.B1 TOWER B NORTH CORE WALL ELEVATIONS •

S3.B2 TOWER B SOUTH CORE WALL ELEVATIONS •

S3.B10 TOWER B NORTH CORE WALL SECTIONS •

S3.B11 TOWER B NORTH CORE WALL SECTIONS •

S3.B20 TOWER B SOUTH CORE WALL SECTIONS •

S3.B21 TOWER B SOUTH CORE WALL SECTIONS •

S3.C1 TOWER C SHEAR WALL ELEVATIONS •

S3.C2 TOWER C SHEAR WALL ELEVATIONS •

S3.C10 TOWER C SHEAR WALL SECTIONS •

S3.C20 TOWER C SHEAR WALL SECTIONS •

S4.00 COLUMN SCHEDULES • •

S4.01 TYPICAL CONCRETE COLUMN DETAILS •

S4.02 TYPICAL CONCRETE DETAILS •

S4.03 TYPICAL CONCRETE BEAM DETAILS AND SCHEDULE • • •

S4.04 TYPICAL MILD SLAB DETAILS •

S4.05 TYPICAL POST-TENSIONED SLAB DETAILS •

S4.06 TYPICAL STUD RAIL DETAILS AND SCHEDULE •

S4.07 TYPICAL OPENINGS AND EMBEDMENTS IN CONCRETE •

S4.08 TYPICAL SHEAR WALL DETAILS •

S4.09 TYPICAL COUPLING BEAM DETAILS AND SCHEDULES •

S4.11 TYPICAL STEEL DETAILS • • •

S4.12 TYPICAL STEEL DETAILS • •

S4.13 TYPICAL STEEL BEAM CONNECTIONS TO CONCRETE •

S4.14 TYPICAL STEEL DECK DETAILS •

S4.15 TYPICAL STEEL DECK DETAILS •

S4.16 TYPICAL STEEL DETAILS •

S4.21 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.22 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.A.10 TYPICAL A STEEL COLUMN SCHEDULE • •

S4.B.10 TYPICAL B STEEL COLUMN SCHEDULE • •

S4.C.10 TYPICAL C STEEL COLUMN SCHEDULE •

S5.01 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.02 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.05 TOWER C CONCRETE SECTIONS AND DETAILS • •

S5.06 TOWER C CONCRETE SECTIONS AND DETAILS •

S6.00 TOWER A & B STEEL SECTIONS AND DETAILS •

S6.01 TOWER A & B STEEL SECTIONS AND DETAILS • •

S6.05 TOWER C STEEL SECTIONS AND DETAILS • •

S6.06 TOWER C STEEL SECTIONS AND DETAILS • •

ARCHITECTURAL

A1.00 SITE PLAN •

A1.01 SITE DIAGRAM •

A2.0.01 PLAN - OVERALL - LVL B •

A2.0.02 PLAN - OVERALL - LVL P2 •

A2.0.11 PLAN - OVERALL - LVL 1 •

A2.0.12 PLAN - OVERALL - LVL 2 •

A2.0.13 PLAN - OVERALL - LVL 3 •

A2.0.14 PLAN - OVERALL - LVL 4 •

A2.0.15 PLAN - OVERALL - LVL 5 •

A2.0.16 PLAN - OVERALL - LVL 6 •

A2.0.17 PLAN - OVERALL - ROOF - LVL 6 •

A2.0.18 PLAN - OVERALL - LVL 7 •

A2.0.19 PLAN - OVERALL - LVL 8 •

A2.0.20 PLAN - OVERALL - ROOF - PH •

A2.0.R PLAN - OVERALL - ROOF •

A2.1A.01 CONCRETE PLAN - TOWER A - LVL B • • •

A2.1A.02 CONCRETE PLAN - TOWER A - LVL P2 • •

A2.1A.03 CONCRETE PLAN - TOWER A - LVL P2 SPLIT SLAB • •

A2.1A.11 CONCRETE PLAN - TOWER A - LVL 1 • •

A2.1A.12 CONCRETE PLAN - TOWER A - LVL 2 •

A2.1A.13 CONCRETE PLAN - TOWER A - LVL 3 •

A2.1A.14 CONCRETE PLAN - TOWER A - LVL 4 •

A2.1A.15 CONCRETE PLAN - TOWER A - LVL 5 •

A2.1A.16 CONCRETE PLAN - TOWER A - LVL 6 •

A2.1A.17 CONCRETE PLAN - TOWER A - ROOF •

A2.1AB.0 CONCRETE PLAN - TOWER AB CONNECTOR - LVL 1 & P2 • •

A2.1AB.11 CONCRETE PLAN - TOWER AB CONNECTOR - ROOF •

A2.1B.01 CONCRETE PLAN - TOWER B - LVL B • •

A2.1B.02 CONCRETE PLAN - TOWER B - LVL P2 • •

A2.1B.03 CONCRETE PLAN - TOWER B - LVL P2 SPLIT SLAB • •

A2.1B.04 CONCRETE PLAN - TOWER B - LVL P1 • •

A2.1B.11 CONCRETE PLAN - TOWER B - LVL 1 • •

A2.1B.12 CONCRETE PLAN - TOWER B - LVL 2 •

A2.1B.13 CONCRETE PLAN - TOWER B - LVL 3 •

A2.1B.14 CONCRETE PLAN - TOWER B - LVL 4 •

A2.1B.15 CONCRETE PLAN - TOWER B - LVL 5 •

A2.1B.16 CONCRETE PLAN - TOWER B - LVL 6 •

A2.1B.17 CONCRETE PLAN - TOWER B - LVL 7 •

A2.1B.18 CONCRETE PLAN - TOWER B - ROOF •

A2.1BC.1 CONCRETE PLAN - TOWER BC CONNECTOR - LVL 1 & ROOF • •

A2.1C.01 CONCRETE PLAN - TOWER C - LVL P1 • • •

A2.1C.11 CONCRETE PLAN - TOWER C - LVL 1 • •

A2.1C.12 CONCRETE PLAN - TOWER C - LVL 2 • •

A2.1C.13 CONCRETE PLAN - TOWER C - LVL 3 •

A2.1C.14 CONCRETE PLAN - TOWER C - LVL 4 •

A2.1C.15 CONCRETE PLAN - TOWER C - LVL 5 •

A2.1C.16 CONCRETE PLAN - TOWER C - LVL 6 •

A2.1C.17 CONCRETE PLAN - TOWER C - LVL 7 •

A2.1C.18 CONCRETE PLAN - TOWER C - LVL 8 •

A2.1C.19 CONCRETE PLAN - TOWER C - ROOF •

A2.2.0 PRECAST BALCONY TYPES •

A2.2A.01 PLAN - TOWER A - LVL B • • •

A2.2A.02 PLAN - TOWER A - LVL P2 • •

A2.2A.11 PLAN - TOWER A - LVL 1 •

A2.2A.12 PLAN - TOWER A - LVL 2 •

A2.2A.13 PLAN - TOWER A - LVL 3 •

A2.2A.14 PLAN - TOWER A - LVL 4 •

A2.2A.15 PLAN - TOWER A - LVL 5 •

A2.2A.16 PLAN - TOWER A - LVL 6 •

A2.2A.R PLAN - TOWER A - ROOF •

A2.2AB.11 PLAN - LOBBY •

A2.2B.01 PLAN - TOWER B - LVL B • •

A2.2B.02 PLAN - TOWER B - LVL P2 • •

A2.2B.03 PLAN - TOWER B - LVL P1 •

A2.2B.11 PLAN - TOWER B - LVL 1 • • •

A2.2B.12 PLAN - TOWER B - LVL 2 •

A2.2B.13 PLAN - TOWER B - LVL 3 •

A2.2B.14 PLAN - TOWER B - LVL 4 •

A2.2B.15 PLAN - TOWER B - LVL 5 •

A2.2B.16 PLAN - TOWER B - LVL 6 •

A2.2B.17 PLAN - TOWER B - LVL 7 •

A2.2B.R PLAN - TOWER B - ROOF •

A2.2BC.11 PLAN - TOWER BC CONNECTOR • •

A2.2C.01 PLAN - TOWER C - LVL P1 • •

A2.2C.11 PLAN - TOWER C - LVL 1 • •

A2.2C.12 PLAN - TOWER C - LVL 2 •

A2.2C.13 PLAN - TOWER C - LVL 3 •

A2.2C.14 PLAN - TOWER C - LVL 4 •

A2.2C.15 PLAN - TOWER C - LVL 5 •

A2.2C.16 PLAN - TOWER C - LVL 6 •

A2.2C.17 PLAN - TOWER C - LVL 7 •

A2.2C.19 PLAN - TOWER C - LVL 8 •

A2.2C.R PLAN - TOWER C - ROOF •

A2.3A.01a PLAN - TOWER A - LVL B - AREA A • • •

A2.3A.01b PLAN - TOWER A - LVL B - AREA B • •

A2.3A.02a PLAN - TOWER A - LVL P2 - AREA A • •

A2.3A.02b PLAN - TOWER A - LVL P2 - AREA B •

A2.3A.11a PLAN - TOWER A - LVL 1 - AREA A •

A2.3A.11b PLAN - TOWER A - LVL 1 - AREA B •

A2.3A.21 PLAN - TOWER A - CORE 1 •

A2.3A.22 PLAN - TOWER A - CORE 2 •

A2.3AB.0c PLAN - LOBBY - LVL P2 - AREA C •

A2.3AB.1c PLAN - LOBBY - LVL 1 - AREA C •

A2.3B.01 PLAN - TOWER B - LVL B • •

A2.3B.02d PLAN - TOWER B - LVL P2- AREA D •

A2.3B.02e PLAN - TOWER B - LVL P2- AREA E •

A2.3B.03d PLAN - TOWER B - LVL P1- AREA D •

A2.3B.03e PLAN - TOWER B - LVL P1- AREA E •

A2.3B.11d PLAN - TOWER B - LVL 1- AREA D • •

A2.3B.11e PLAN - TOWER B - LVL 1- AREA E •

A2.3B.23 PLAN - TOWER B - CORE 3 •

A2.3B.24 PLAN - TOWER B - CORE 4 •

A2.3C.02 PLAN - TOWER C - LVL P1 • •

A2.3C.11 PLAN - TOWER C - LVL 1 • •

A2.3C.25 PLAN - TOWER C - CORES •

A2.4.A UNIT PLAN - TOWER AB-UNIT A •

A2.4.B UNIT PLAN - TOWER AB-UNIT B •

A2.4.C UNIT PLAN - TOWER AB-UNIT C •

A2.4.D UNIT PLAN - TOWER AB-UNIT D •

A2.4.E UNIT PLAN - TOWER AB-UNIT E •

A2.4.F UNIT PLAN - TOWER AB-UNIT F •

A2.4.G UNIT PLAN - TOWER AB-UNIT G •

A2.4.H UNIT PLAN - TOWER AB-UNIT H •

A2.4.I UNIT PLAN - TOWER AB-UNIT I •

A2.4.J UNIT PLAN - TOWER AB-UNIT J •

A2.4.K UNIT PLAN - TOWER AB-UNIT K •

A2.4.L UNIT PLAN - TOWER C - UNIT L •

DRAWING INDEX

SHEET NUMBER SHEET NAMES

IFC Set

1

IFC Set

2

IFC Set

3

ASI 001
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ASI 002
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ARCHITECTURAL

A0.00 COVER PAGE • •

A0.01 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • • • •

A0.01.5 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • •

A0.02 GENERAL INFORMATION •

A0.03 ACCESSIBILITY •

A0.04 ACCESSIBILITY NOTES - MOUNTING HEIGHTS - ELEC •

A0.05 ACCESSIBILITY ROUTE AND DOORS •

A0.06 ACCESSIBILITY PUBLIC SPACES •

A0.07 ACCESSIBILITY NOTES & DIAGRAMS - TYPE A UNITS •

A0.08 ACCESSIBILITY NOTES & DIAGRAMS - TYPE B UNITS •

A0.10 ASSEMBLIES - FLOORS, CEILINGS, ROOFS •

A0.11 ASSEMBLIES - EXTERIOR WALLS, INTERIOR PARTITIONS •

A0.20 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.21 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.22 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.23 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.30 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.31 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.32 CODE ANALYSIS - LIFE SAFETY - TOWER A •

A0.33 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.34 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.35 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.36 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.37 CODE ANALYSIS - OCCUPANCY AND PLUMBING FIXTURE CALCS •

A0.60 DOOR AND FRAME TYPES •

A0.61 DOOR SCHEDULE •

A0.70 CURTAIN WALL - AB •

A0.71 CURTAIN WALL - LOBBY •

A0.72 CURTAIN WALL - C •

A0.73 WINDOW TYPES - TYP •

A0.74 WINDOW TYPES - A •

A0.75 WINDOW TYPES - B •

A0.76 WINDOW TYPES - C •

A0.77 LOUVER SCHEDULE •

CIVIL

C.02 OVERALL SITE PLAN •

C.03 OVERALL GRADING PLAN •

C.04 OVERALL UTILITY PLAN •

C.05 DRY UTILITY PLAN •

C.06 OVERALL WATER UTILITY PLAN •

C.07 OVERALL SEWER PLAN •

C.08 FOUNDATION DRAIN PLAN •

C.09 CONDO ROAD PLAN & PROFILE •

C.10 OFF ROAD SEWER PLAN & PROFILE •

C.11 CONDO RETAINING WALL PLAN & PROFILE •

C.12 RETAINING WALL PLAN & PROFILE •

C.13 ADDITIONAL DRIVEWAY GRADING •

C.14 TOWER C GRADING PLAN •

C.15 POOL/PLAZA GRADING & UTILITY PLAN •

C.16 STORM WATER CALCULATIONS •

C.17 CONSTRUCTION MITIGATION PLAN & SWPPP •

C.18 GUARDSMAN ROAD PARKING PLAN •

C.19 DETAILS 1/2 •

C.20 DETAILS 2/2 •

LANDSCAPE

L001 OVERALL MAP •

L002 OVERALL MAP -ZOOM IN •

L003 KEY MAP •

L004 GENERAL NOTES •

L101 LAYOUT & MATERIALS PLAN •

L102 LAYOUT & MATERIALS PLAN •

L103 LAYOUT & MATERIALS PLAN •

L104 LAYOUT & MATERIALS PLAN •

L105 LAYOUT & MATERIALS PLAN •

L106 LAYOUT & MATERIALS PLAN •

L401 SITE DETAILS •

L402 SITE DETAILS •

L403 SITE DETAILS •

L404 SITE DETAILS •

L405 SITE DETAILS •

L406 SITE DETAILS •

L407 SITE DETAILS •

L408 SITE DETAILS •

L409 SITE DETAILS •

L410 SITE DETAILS •

L411 SITE DETAILS •

L412 SITE DETAILS •

L501 PLANTING PLAN •

L502 PLANTING PLAN •

L503 PLANTING PLAN •

L504 BUILDING A ROOF PLANTING PLAN •

L505 BUILDING B ROOF PLANTING PLAN •

L506 LOBBY & BUILDING C ROOF PLANTING PLAN •

L600 PLANTING SPECIFICATIONS •

L601 PLANTING SPECIFICATIONS •

L602 PLANTING DETAILS •

L700 IRRIGATION GENERAL NOTES •

L701 IRRIGATION PLAN •

L702 IRRIGATION PLAN •

L703 IRRIGATION PLAN •

L704 PLANTING PLAN •

L705 BUILDING A ROOF IRRIGATION PLAN •

L706 BUILDING B ROOF IRRIGATION PLAN •

L707 LOBBY & BUILDING C ROOF IRRIGATION PLAN •

L800 IRRIGATION DETAILS •

L801 IRRIGATION DETAILS •

L802 IRRIGATION DETAILS •

STRUCTURAL

S0.00 COVER •

S0.01 ABBREVIATIONS, LEGENDS, AND DRAWING LIST • •

S0.02 REINFORCING DETAILS •

S0.03 GENERAL NOTES •

S0.04 GENERAL NOTES •

S0.05 ISOMETRIC VIEWS •

S0.06 ISOMETRIC VIEWS •

S0.07 ISOMETRIC VIEWS •

S0.08 ISOMETRIC VIEWS •

S1.00 LOAD MAPS •

S1.01 LOAD MAPS •

S1.02 LOAD MAPS •

S1.03 LOAD MAPS •

S1.04 LOAD MAPS •

S1.05 LOAD MAPS •

S1.06 LOAD MAPS •

S1.07 LOAD MAPS •

S1.08 LOAD MAPS •

S1.09 LOAD MAPS •

S2.01 TOWER A & B LEVEL B1 COMPOSITE FRAMING PLAN •

S2.02 TOWER A & B LEVEL P2 COMPOSITE FRAMING PLAN •

S2.11 TOWER A LEVEL 1 & TOWER B LEVEL P1 COMPOSITE FRAMING PLAN •

S2.12 TOWER A LEVEL 2 & TOWER B LEVEL 1 COMPOSITE FRAMING PLAN •

S2.A.01 TOWER A LEVEL B1 FRAMING PLAN • •

S2.A.01.B TOWER A LEVEL B1 LONGITUDINAL REINFORCING PLAN • •

S2.A.01.V TOWER A LEVEL B1 SHEAR REINFORCING PLAN •

S2.A.02 TOWER A LEVEL P2 FRAMING PLAN •

S2.A.02.R TOWER A LEVEL P2 REINFORCING PLAN •

S2.A.11 TOWER A LEVEL 1 FRAMING PLAN • •

S2.A.11.R TOWER A LEVEL 1 REINFORCING PLAN • •

S2.A.12 TOWER A LEVEL 2 FRAMING PLAN • • •

S2.A.12.R TOWER A LEVEL 2 REINFORCING PLAN • •

S2.A.13 TOWER A LEVEL 3 FRAMING PLAN • •

S2.A.13.R TOWER A LEVEL 3 REINFORCING PLAN •

S2.A.14 TOWER A LEVEL 4 FRAMING PLAN • •

S2.A.14.R TOWER A LEVEL 4 REINFORCING PLAN •

S2.A.15 TOWER A LEVEL 5 FRAMING PLAN • •

S2.A.15.R TOWER A LEVEL 5 REINFORCING PLAN •

S2.A.16 TOWER A LEVEL 6 FRAMING PLAN • • •

S2.A.16.R TOWER A LEVEL 6 REINFORCING PLAN •

S2.A.17 TOWER A ROOF FRAMING PLAN • • •

S2.A.18 TOWER A EMBEDDED HSS ROOF FRAMING PLAN •

S2.A.50 TOWER A PARTIAL PLANS • •

S2.AB.01 TOWER A & B PARKING LEVEL 2 FRAMING PLAN •

S2.AB.11 AB CONNECTOR LEVEL 1 FRAMING PLAN •

S2.AB.11.
R

AB CONNECTOR LEVEL 1 REINFORCING PLAN •

S2.AB.12 AB CONNECTOR ROOF LEVEL FRAMING PLAN • •

S2.AB.13 AB CONNECTOR EMBEDDED HSS ROOF FRAMING PLAN • •

S2.B.01 TOWER B LEVEL B1 FRAMING PLAN • •

S2.B.01.B TOWER B LEVEL B1 LONGITUDINAL REINFORCING PLAN • •

S2.B.01.V TOWER B LEVEL B1 SHEAR REINFORCING PLAN • •

S2.B.02 TOWER B LEVEL P2 FRAMING PLAN •

S2.B.02.B TOWER B LEVEL P2 MAT LONGITUDINAL REINFORCING PLAN •

S2.B.02.R TOWER B LEVEL P2 REINFORCING PLAN •

S2.B.02.V TOWER B LEVEL P2 MAT SHEAR REINFORCING PLAN •

S2.B.03 TOWER B LEVEL P1 FRAMING PLAN • •

S2.B.03.R TOWER B LEVEL P1 REINFORCING PLAN •

S2.B.11 TOWER B LEVEL 1 FRAMING PLAN • •

S2.B.11.R TOWER B LEVEL 1 REINFORCING PLAN •

S2.B.12 TOWER B LEVEL 2 FRAMING PLAN • •

S2.B.12.R TOWER B LEVEL 2 REINFORCING PLAN •

S2.B.13 TOWER B LEVEL 3 FRAMING PLAN • •

S2.B.13.R TOWER B LEVEL 3 REINFORCING PLAN •

S2.B.14 TOWER B LEVEL 4 FRAMING PLAN • •

S2.B.14.R TOWER B LEVEL 4 REINFORCING PLAN •

S2.B.15 TOWER B LEVEL 5 FRAMING PLAN • •

S2.B.15.R TOWER B LEVEL 5 REINFORCING PLAN •

S2.B.16 TOWER B LEVEL 6 FRAMING PLAN • •

S2.B.16.R TOWER B LEVEL 6 REINFORCING PLAN •

S2.B.17 TOWER B LEVEL 7 FRAMING PLAN • •

S2.B.17.R TOWER B LEVEL 7 REINFORCING PLAN •

S2.B.18 TOWER B ROOF FRAMING PLAN • •

S2.B.19 TOWER B ROOF EMBEDDED HSS ROOF FRAMING PLAN •

S2.B.50 TOWER B PARTIAL PLANS • •

S2.C.01 TOWER C FOUNDATION LEVEL FRAMING PLAN • •

S2.C.01.B TOWER C FOUNDATION LONGITUDINAL REINFORCING PLAN •

S2.C.01.V TOWER C FOUNDATION SHEAR REINFORCING PLAN •

S2.C.11 TOWER C LEVEL 1 FRAMING PLAN •

S2.C.11.R TOWER C LEVEL 1 REINFORCING PLAN • •

S2.C.12 TOWER C LEVEL 2 FRAMING PLAN • • •

S2.C.12.R TOWER C LEVEL 2 REINFORCING PLAN •

S2.C.13 TOWER C LEVEL 3 FRAMING PLAN • • •
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A6.2.Q RCP - TOWER AB - UNIT Q •

A6.2.R RCP - TOWER C - UNIT R •

A7.1A.10 VERTICAL CIRCULATION - STAIR S01A - ENLARGED PLANS •

A7.1A.11 VERTICAL CIRCULATION - STAIR S01A - ENLARGED SECTIONS •

A7.1A.12 VERTICAL CIRCULATION - STAIR S01B - ENLARGED PLANS •

A7.1A.13 VERTICAL CIRCULATION - STAIR S01B - ENLARGED SECTIONS •

A7.1A.20 VERTICAL CIRCULATION - STAIR S02A - ENLARGED PLANS •

A7.1A.21 VERTICAL CIRCULATION - STAIR S02A - ENLARGED SECTIONS •

A7.1A.22 VERTICAL CIRCULATION - STAIR S02B - ENLARGED PLANS •

A7.1A.23 VERTICAL CIRCULATION - STAIR S02B - ENLARGED SECTIONS •

A7.1B.30 VERTICAL CIRCULATION - STAIR S03A - ENLARGED PLANS •

A7.1B.31 VERTICAL CIRCULATION - STAIR S03A - ENLARGED SECTIONS •

A7.1B.32 VERTICAL CIRCULATION - STAIR S03B - ENLARGED PLANS •

A7.1B.33 VERTICAL CIRCULATION - STAIR S03B - ENLARGED SECTIONS •

A7.1B.40 VERTICAL CIRCULATION - STAIR S04A - ENLARGED PLANS •

A7.1B.41 VERTICAL CIRCULATION - STAIR S04A - ENLARGED SECTIONS •

A7.1B.42 VERTICAL CIRCULATION - STAIR S04B - ENLARGED PLANS •

A7.1B.43 VERTICAL CIRCULATION - STAIR S04B - ENLARGED SECTIONS •

A7.1B.80 VERTICAL CIRCULATION - RAMP R1 - ENLARGED PLAN & SECTION •

A7.1C.50 VERTICAL CIRCULATION - STAIR 05 - ENLARGED PLANS •

A7.1C.51 VERTICAL CIRCULATION - STAIR 05 - ENLARGED SECTIONS •

A7.1C.60 VERTICAL CIRCULATION - STAIR 06 - ENLARGED PLANS •

A7.1C.61 VERTICAL CIRCULATION - STAIR 06 - ENLARGED SECTIONS •

A7.1C.73 VERTICAL CIRCULATION - STAIR 13 - ENLARGED ELEVATIONS &
SECTIONS

•

A7.2A.1 VERTICAL TRANSPORTATION - ELEVATORS T1 & T2 - ENLARGED PLAN &
SECTIONS

•

A7.2A.5 VERTICAL TRANSPORTATION - ELEVATORS S1 & LS - ENLARGED PLANS &
SECTIONS

•

A7.2B.1 VERTICAL TRANSPORTATION - ELEVATOR T3 - ENLARGED PLANS &
SECTIONS

•

A7.2B.3 VERTICAL TRANSPORTATION - ELEVATOR T4 - ENLARGED PLANS &
SECTIONS

•

A7.2C.1 VERTICAL TRANSPORTATION - ELEVATOR T5 •

A7.30 EGRESS STAIR DETAILS •

A7.31 DECORATIVE STAIR C LOBBY - ENLARGED PLANS & SECTIONS •

A7.32 DECORATIVE STAIR S11 & S12 - ENLARGED PLANS & SECTIONS •

A7.33 DECORATIVE STAIR DETAILS •

A8.00 EXTERIOR DETAILS - FOUNDATION & AT-GRADE SLABS •

A8.01 EXTERIOR DETAILS - BELOW GRADE •

A8.02 EXTERIOR DETAILS - AT GRADE WALLS • • •

A8.10 EXTERIOR DETAILS - CONCRETE BASE •

A8.11 EXTERIOR DETAILS - WALL TRANSITIONS •

A8.20 EXTERIOR DETAILS - CURTAIN WALL DETAILS • •

A8.21 EXTERIOR DETAILS - WINDOW DETAILS •

A8.22 EXTERIOR DETAILS - WINDOW DETAILS •

A8.23 EXTERIOR DETAILS - DOOR DETAILS •

A8.30 EXTERIOR DETAILS - DECKS, METAL •

A8.40 EXTERIOR DETAILS - SUN SHADES •

A8.50 EXTERIOR DETAILS - RAILINGS •

A8.70 EXTERIOR DETAILS - PENETRATION DETAILS •

A8.80 EXTERIOR DETAILS - EXPANSION JOINTS • •

A8.90 EXTERIOR DETAILS - ROOF DETAILS • •

A8.91 EXTERIOR DETAILS - ROOF DETAILS •

A8.92 EXTERIOR DETAILS - ROOF DETAILS •

A8.93 EXTERIOR DETAILS -  ROOF & CANOPIES DETAILS •

A8.94 EXTERIOR DETAILS -  OUTDOOR FIREPLACE •

A9.00 INTERIOR DETAILS - WALL TRANSITIONS •

A9.10 INTERIOR DETAILS - FLOOR TRANSITION •

A9.11 INTERIOR DETAILS - WALL BASE •

A9.20 INTERIOR DETAILS - TYPICAL DOORS •

A9.21 INTERIOR DETAILS - UNIT DOORS •

A9.31 INTERIOR DETAILS - CEILINGS •

A9.34 INTERIOR DETAILS - CEILINGS AMENITY • •

A9.50 INTERIOR DETAILS - UNIT KITCHEN CASEWORK •

A9.51 INTERIOR DETAILS - UNIT BATHROOM CASEWORK • •

A9.53 INTERIOR DETAILS - AMENITIES • •

A9.54 INTERIOR DETAILS - BANQUETTES • •

A9.55 INTERIOR DETAILS - UNIT SHOWERS •

A9.60 INTERIOR DETAILS - UNIT FIREPLACES •

A9.61 INTERIOR DETAILS - AMENITY FIREPLACES •

A9.62 INTERIOR DETAILS - APRES SKI FIREPLACE •

A9.63 INTERIOR DETAILS - BOWLING ALLEY/ SKI LOUNGE •
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A2.4.M UNIT PLAN - TOWER C - UNIT M •

A2.4.N UNIT PLAN - TOWER C - UNIT N •

A2.4.O UNIT PLAN - TOWER C - UNIT O • •

A2.4.P UNIT PLAN - TOWER AB-UNIT P & Q •

A2.4.R UNIT PLAN - TOWER C - UNIT R •

A2.5A.01a FINISH PLAN - TOWER A - LVL B - AREA A • •

A2.5A.01b FINISH PLAN - TOWER A - LVL B - AREA B • •

A2.5A.11a FINISH PLAN - TOWER A - LVL L1 - AREA A •

A2.5A.11b FINISH PLAN - TOWER A - LVL L1 - AREA B •

A2.5A.21 FINISH PLAN - TOWER A - CORE 1 •

A2.5A.22 FINISH PLAN - TOWER A - CORE 2 •

A2.5AB.1c FINISH PLAN - TOWER AB - LVL 1 - AREA C •

A2.5B.01 FINISH PLAN - TOWER B - LVL B •

A2.5B.03d FINISH PLAN - TOWER B - LVL P1 - AREA D •

A2.5B.11d FINISH PLAN - TOWER B - LVL 1 - AREA D • •

A2.5B.11e FINISH PLAN - TOWER B - LVL 1 - AREA E • •

A2.5B.23 FINISH PLAN - TOWER B - CORE 3 •

A2.5B.24 FINISH PLAN - TOWER B - CORE 4 •

A2.5BC.1f FINISH PLAN - TOWER BC CONNECTOR - AREA F •

A2.5C.01 FINISH PLAN - TOWER C - LVL P1 •

A2.5C.11 FINISH PLAN - TOWER C - LVL L1 •

A2.5C.12 FINISH PLAN - TOWER C -  CORES •

A2.6.A FINISH PLAN - TOWER AB - UNIT A •

A2.6.B FINISH PLAN - TOWER AB - UNIT B •

A2.6.C FINISH PLAN - TOWER AB - UNIT C •

A2.6.D FINISH PLAN - TOWER AB - UNIT D •

A2.6.E FINISH PLAN - TOWER AB - UNIT E •

A2.6.F FINISH PLAN - TOWER AB - UNIT F •

A2.6.G FINISH PLAN - TOWER AB - UNIT G •

A2.6.H FINISH PLAN - TOWER AB - UNIT H •

A2.6.I FINISH PLAN - TOWER AB - UNIT I •

A2.6.J FINISH PLAN - TOWER AB - UNIT J •

A2.6.K FINISH PLAN - TOWER AB - UNIT K •

A2.6.L FINISH PLAN - TOWER C - UNIT L •

A2.6.M FINISH PLAN - TOWER C - UNIT M •

A2.6.N FINISH PLAN - TOWER C - UNIT N •

A2.6.O FINISH PLAN - TOWER C - UNIT O •

A2.6.P FINISH PLAN - TOWER AB - UNIT P •

A2.6.Q FINISH PLAN - TOWER AB - UNIT Q •

A2.6.R FINISH PLAN - TOWER C - UNIT R •

A3.A1 ELEVATION - TOWER A - NORTH •

A3.A2 ELEVATION - TOWER A - EAST - WEST •

A3.A3 ELEVATION - TOWER A - SOUTH •

A3.A4 ELEVATION - TOWER A - PARTIAL ELEVATIONS •

A3.AB1 ELEVATION - TOWER AB LOBBY •

A3.B1 ELEVATION - TOWER B - NORTH - SOUTH •

A3.B2 ELEVATION - TOWER B - EAST •

A3.B3 ELEVATION - TOWER B - WEST •

A3.B4 ELEVATION - TOWER B - PARTIAL ELEVATIONS •

A3.C1 ELEVATION - TOWER C - NORTH & SOUTH •

A3.C2 ELEVATION - TOWER C - EAST & WEST •

A3.C3 ELEVATION - TOWER C - PARTIAL ELEVATIONS •

A4.1A.1 BUILDING SECTION - TOWER A - LONGITUDINAL • •

A4.1A.2 BUILDING SECTION - TOWER A - CROSS •

A4.1B.1 BUILDING SECTION - TOWER B - LONGITUDINAL • •

A4.1B.2 BUILDING SECTION - TOWER B - CROSS •

A4.1C.1 BUILDING SECTION - TOWER C - LONGITUDINAL & CROSS •

A4.2A.1 WALL SECTIONS - TOWER A •

A4.2AB.1 WALL SECTIONS - TOWER AB - LOBBY •

A4.2B.1 WALL SECTIONS - TOWER B •

A4.2C.1 WALL SECTIONS - TOWER C •

A4.2C.2 WALL SECTIONS - TOWER C •

A4.3A.1 ENLARGED SECTIONS - TOWER A •

A4.3B.1 ENLARGED SECTIONS - TOWER B • •

A4.3BC.1 ENLARGED SECTIONS - BC CONNECTOR • •

A4.3C.1 ENLARGED SECTIONS - TOWER C •

A4.3C.2 ENLARGED SECTIONS - TOWER C ROOF •

A4.4A.1 TOWER A - ENLARGED PLAN & SECTION AT ROOF •

A4.4C.1 TOWER C - ENLARGED PLAN & SECTION - TOWER C ROOF •

A5.1A.01 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.02 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.03 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.18 INTERIOR ELEVATIONS - EMPLOYEE AREAS •

A5.1A.19 INTERIOR ELEVATIONS - BOWLING BATHROOMS •

A5.1A.20 INTERIOR ELEVATIONS - TOWER A - BOWLING ALLEY & BAR • •

A5.1A.21 INTERIOR ELEVATIONS - TOWER A  - BOWLING ALLEY • •

A5.1A.22 INTERIOR ELEVATIONS - TOWER A - BOWLING GAME LOUNGE • •

A5.1A.23 INTERIOR ELEVATIONS - TOWER A - BOWLING ARCADE • •

A5.1A.24 INTERIOR ELEVATIONS - TOWER A - YOGA ROOM • •

A5.1A.25 INTERIOR ELEVATIONS - TOWER A - FITNESS CENTER • •

A5.1A.26 INTERIOR ELEVATIONS - TOWER A - WOMEN'S FITNESS LOCKER ROOM • •

A5.1A.27 INTERIOR ELEVATIONS - TOWER A - MEN'S FITNESS LOCKER ROOM • •

A5.1A.28 INTERIOR ELEVATION - TOWER A GUEST TOILETS • •

A5.1AB.1 INTERIOR ELEVATIONS - TOWER AB - ENTRY LOBBY •

A5.1AB.2 INTERIOR ELEVATIONS - TOWER AB - LOBBY CONCIERGE & RECEPTION • •

A5.1B.01 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER • •

A5.1B.02 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER, OFFICES • •

A5.1B.25 INTERIOR ELEVATIONS - TOWER B- APRES SKI • •

A5.1B.26 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.27 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.28 INTERIOR ELEVATIONS - TOWER A - CHILDREN'S ROOM •

A5.1B.30 INTERIOR ELEVATIONS - TOWER B - APRES SKI BAR • •

A5.1B.33 INTERIOR ELEVATIONS - TOWER B - SKI VALET • •

A5.1B.34 INTERIOR ELEVATIONS - TOWER B - SKI VALET BOH, HOA KITCHEN •

A5.1B.35 INTERIOR ELEVATIONS - TOWER B - SKI LOCKERS •

A5.1B.36 INTERIOR ELEVATIONS - TOWER B - GUEST TOILETS •

A5.1C.01 INTERIOR ELEVATIONS - TOWER C - ENTRY LOBBY •

A5.1C.02 INTERIOR ELEVATIONS - TOWER C - VESTIBULE •

A5.1C.03 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.04 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.05 INTERIOR ELEVATIONS - TOWER C - OWNERS LOUNGE • •

A5.1C.06 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 1 •

A5.1C.07 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 2 •

A5.1C.08 INTERIOR ELEVATIONS - TOWER C - TOILET 1 •

A5.2.A INTERIOR ELEVATIONS - UNIT A - KITCHEN - LIVING •

A5.2.B INTERIOR ELEVATIONS - UNIT B - KITCHEN - LIVING •

A5.2.C INTERIOR ELEVATIONS - UNIT C - KITCHEN - LIVING •

A5.2.D INTERIOR ELEVATIONS - UNIT D - KITCHEN - LIVING •

A5.2.E INTERIOR ELEVATIONS - UNIT E - KITCHEN - LIVING •

A5.2.F INTERIOR ELEVATIONS - UNIT F - KITCHEN - LIVING •

A5.2.G INTERIOR ELEVATIONS - UNIT G - KITCHEN - LIVING •

A5.2.H1 INTERIOR ELEVATIONS - UNIT H - KITCHEN - LIVING •

A5.2.H2 INTERIOR ELEVATION - UNIT H •

A5.2.I1 INTERIOR ELEVATIONS - UNIT I - KITCHEN - LIVING •

A5.2.I2 INTERIOR ELEVATIONS - UNIT I •

A5.2.J1 INTERIOR ELEVATIONS - UNIT J - KITCHEN - LIVING •

A5.2.J2 INTERIOR ELEVATIONS - UNIT J •

A5.2.K1 INTERIOR ELEVATIONS - UNIT K - KITCHEN - LIVING •

A5.2.K2 INTERIOR ELEVATIONS - UNIT K •

A5.2.L INTERIOR ELEVATIONS - UNIT L - KITCHEN - LIVING •

A5.2.M INTERIOR ELEVATIONS - UNIT M - KITCHEN - LIVING •

A5.2.N INTERIOR ELEVATIONS - UNIT N - KITCHEN - LIVING •

A5.2.O1 INTERIOR ELEVATIONS -  UNIT O - KITCHEN - LIVING •

A5.2.O2 INTERIOR ELEVATIONS -  UNIT O • •

A5.2.O3 INTERIOR ELEVATIONS -  UNIT O - INTERIOR ELEVATIONS •

A5.2.P INTERIOR ELEVATIONS - UNIT P •

A5.2.Q INTERIOR ELEVATIONS - UNIT Q •

A5.2.R INTERIOR ELEVATIONS - UNIT R •

A5.3.10 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.11 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.12 INTERIOR ELEVATIONS - MASTER BATHROOMS •

A5.3.20 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.21 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.22 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.23 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.24 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.25 INTERIOR ELEVATIONS - BATHROOMS •

A5.3.30 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.31 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.32 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.33 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.34 INTERIOR ELEVATIONS - TYPE A ACCESSIBLE BATHROOM • •

A5.3.40 INTERIOR ELEVATIONS - POWDER ROOMS • •

A5.3.41 INTERIOR ELEVATIONS - ANSI POWDER • •

A5.5.1 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A5.5.2 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A6.1A.01a RCP - TOWER A - LVL B - AREA A • • •

A6.1A.01b RCP - TOWER A - LVL B - AREA B • • •

A6.1A.02a RCP - TOWER A - LVL P2 - AREA A •

A6.1A.02b RCP - TOWER A - LVL P2 - AREA B •

A6.1A.11a RCP - TOWER A - LVL 1 - AREA A • •

A6.1A.11b RCP - TOWER A - LVL 1 - AREA B • •

A6.1A.21 RCP - TOWER A - CORE 1 •

A6.1A.22 RCP - TOWER A - CORE 2 •

A6.1AB.1c RCP - LOBBY - AREA C •

A6.1AB.2c RCP - LOBBY - AREA C •

A6.1B.01 RCP - TOWER B - LVL B •

A6.1B.02d RCP - TOWER B - LVL P2 - AREA D •

A6.1B.02e RCP - TOWER B - LVL P2 - AREA E •

A6.1B.03d RCP - TOWER B - LVL P1 - AREA D •

A6.1B.03e RCP - TOWER B - LVL P1 - AREA E •

A6.1B.11d RCP - TOWER B - LVL 1 - AREA D • •

A6.1B.11e RCP - TOWER B - LVL 1 - AREA E • •

A6.1B.23 RCP - TOWER B - CORE 3 •

A6.1B.24 RCP - TOWER B - CORE 4 •

A6.1BC.1f RCP - TOWER BC CONNECTOR - AREA F • •

A6.1C.01 RCP - TOWER C - LVL P1 • •

A6.1C.11 RCP - TOWER C - LVL 1 •

A6.1C.12 RCP - TOWER C - CORES •

A6.2.A RCP - TOWER AB - UNIT A •

A6.2.B RCP - TOWER AB - UNIT B •

A6.2.C RCP - TOWER AB - UNIT C •

A6.2.D RCP - TOWER AB - UNIT D •

A6.2.E RCP - TOWER AB - UNIT E •

A6.2.F RCP - TOWER AB - UNIT F •

A6.2.G RCP - TOWER AB - UNIT G •

A6.2.H RCP - TOWER AB - UNIT H •

A6.2.I RCP - TOWER AB - UNIT I •

A6.2.J RCP - TOWER AB - UNIT J •

A6.2.K RCP - TOWER AB - UNIT K •

A6.2.L RCP - TOWER C - UNIT L •

A6.2.M RCP - TOWER C - UNIT M •

A6.2.N RCP - TOWER C - UNIT N •

A6.2.O RCP - TOWER C - UNIT O • • •

A6.2.P RCP - TOWER AB - UNIT P •
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S2.C.13.R TOWER C LEVEL 3 REINFORCING PLAN •

S2.C.14 TOWER C LEVEL 4 FRAMING PLAN • • •

S2.C.14.R TOWER C LEVEL 4 REINFORCING PLAN •

S2.C.15 TOWER C LEVEL 5 FRAMING PLAN • • •

S2.C.15.R TOWER C LEVEL 5 REINFORCING PLAN •

S2.C.16 TOWER C LEVEL 6 FRAMING PLAN • • •

S2.C.16.R TOWER C LEVEL 6 REINFORCING PLAN •

S2.C.17 TOWER C LEVEL 7 FRAMING PLAN • • •

S2.C.17.R TOWER C LEVEL 7 REINFORCING PLAN •

S2.C.18 TOWER C LEVEL 8 FRAMING PLAN • •

S2.C.18.R TOWER C LEVEL 8 REINFORCING PLAN •

S2.C.19 TOWER C ROOF LEVEL FRAMING PLAN • • •

S2.C.20 TOWER C EMBEDDED HSS ROOF FRAMING PLAN •

S2.C.50 TOWER C PARTIAL PLANS •

S3.30 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.31 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.32 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.33 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.35 TOWER A & B BASEMENT WALL SECTIONS •

S3.40 TOWER C BASEMENT WALL ELEVATIONS • •

S3.45 TOWER C BASEMENT WALL SECTIONS •

S3.A1 TOWER A WEST CORE WALL ELEVATIONS •

S3.A2 TOWER A EAST CORE WALL ELEVATIONS •

S3.A10 TOWER A WEST CORE WALL SECTIONS •

S3.A11 TOWER A WEST CORE WALL SECTIONS •

S3.A20 TOWER A EAST CORE WALL SECTIONS •

S3.A21 TOWER A EAST CORE WALL SECTIONS •

S3.B1 TOWER B NORTH CORE WALL ELEVATIONS •

S3.B2 TOWER B SOUTH CORE WALL ELEVATIONS •

S3.B10 TOWER B NORTH CORE WALL SECTIONS •

S3.B11 TOWER B NORTH CORE WALL SECTIONS •

S3.B20 TOWER B SOUTH CORE WALL SECTIONS •

S3.B21 TOWER B SOUTH CORE WALL SECTIONS •

S3.C1 TOWER C SHEAR WALL ELEVATIONS •

S3.C2 TOWER C SHEAR WALL ELEVATIONS •

S3.C10 TOWER C SHEAR WALL SECTIONS •

S3.C20 TOWER C SHEAR WALL SECTIONS •

S4.00 COLUMN SCHEDULES • •

S4.01 TYPICAL CONCRETE COLUMN DETAILS •

S4.02 TYPICAL CONCRETE DETAILS •

S4.03 TYPICAL CONCRETE BEAM DETAILS AND SCHEDULE • • •

S4.04 TYPICAL MILD SLAB DETAILS •

S4.05 TYPICAL POST-TENSIONED SLAB DETAILS •

S4.06 TYPICAL STUD RAIL DETAILS AND SCHEDULE •

S4.07 TYPICAL OPENINGS AND EMBEDMENTS IN CONCRETE •

S4.08 TYPICAL SHEAR WALL DETAILS •

S4.09 TYPICAL COUPLING BEAM DETAILS AND SCHEDULES •

S4.11 TYPICAL STEEL DETAILS • • •

S4.12 TYPICAL STEEL DETAILS • •

S4.13 TYPICAL STEEL BEAM CONNECTIONS TO CONCRETE •

S4.14 TYPICAL STEEL DECK DETAILS •

S4.15 TYPICAL STEEL DECK DETAILS •

S4.16 TYPICAL STEEL DETAILS •

S4.21 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.22 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.A.10 TYPICAL A STEEL COLUMN SCHEDULE • •

S4.B.10 TYPICAL B STEEL COLUMN SCHEDULE • •

S4.C.10 TYPICAL C STEEL COLUMN SCHEDULE •

S5.01 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.02 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.05 TOWER C CONCRETE SECTIONS AND DETAILS • •

S5.06 TOWER C CONCRETE SECTIONS AND DETAILS •

S6.00 TOWER A & B STEEL SECTIONS AND DETAILS •

S6.01 TOWER A & B STEEL SECTIONS AND DETAILS • •

S6.05 TOWER C STEEL SECTIONS AND DETAILS • •

S6.06 TOWER C STEEL SECTIONS AND DETAILS • •

ARCHITECTURAL

A1.00 SITE PLAN •

A1.01 SITE DIAGRAM •

A2.0.01 PLAN - OVERALL - LVL B •

A2.0.02 PLAN - OVERALL - LVL P2 •

A2.0.11 PLAN - OVERALL - LVL 1 •

A2.0.12 PLAN - OVERALL - LVL 2 •

A2.0.13 PLAN - OVERALL - LVL 3 •

A2.0.14 PLAN - OVERALL - LVL 4 •

A2.0.15 PLAN - OVERALL - LVL 5 •

A2.0.16 PLAN - OVERALL - LVL 6 •

A2.0.17 PLAN - OVERALL - ROOF - LVL 6 •

A2.0.18 PLAN - OVERALL - LVL 7 •

A2.0.19 PLAN - OVERALL - LVL 8 •

A2.0.20 PLAN - OVERALL - ROOF - PH •

A2.0.R PLAN - OVERALL - ROOF •

A2.1A.01 CONCRETE PLAN - TOWER A - LVL B • • •

A2.1A.02 CONCRETE PLAN - TOWER A - LVL P2 • •

A2.1A.03 CONCRETE PLAN - TOWER A - LVL P2 SPLIT SLAB • •

A2.1A.11 CONCRETE PLAN - TOWER A - LVL 1 • •

A2.1A.12 CONCRETE PLAN - TOWER A - LVL 2 •

A2.1A.13 CONCRETE PLAN - TOWER A - LVL 3 •

A2.1A.14 CONCRETE PLAN - TOWER A - LVL 4 •

A2.1A.15 CONCRETE PLAN - TOWER A - LVL 5 •

A2.1A.16 CONCRETE PLAN - TOWER A - LVL 6 •

A2.1A.17 CONCRETE PLAN - TOWER A - ROOF •

A2.1AB.0 CONCRETE PLAN - TOWER AB CONNECTOR - LVL 1 & P2 • •

A2.1AB.11 CONCRETE PLAN - TOWER AB CONNECTOR - ROOF •

A2.1B.01 CONCRETE PLAN - TOWER B - LVL B • •

A2.1B.02 CONCRETE PLAN - TOWER B - LVL P2 • •

A2.1B.03 CONCRETE PLAN - TOWER B - LVL P2 SPLIT SLAB • •

A2.1B.04 CONCRETE PLAN - TOWER B - LVL P1 • •

A2.1B.11 CONCRETE PLAN - TOWER B - LVL 1 • •

A2.1B.12 CONCRETE PLAN - TOWER B - LVL 2 •

A2.1B.13 CONCRETE PLAN - TOWER B - LVL 3 •

A2.1B.14 CONCRETE PLAN - TOWER B - LVL 4 •

A2.1B.15 CONCRETE PLAN - TOWER B - LVL 5 •

A2.1B.16 CONCRETE PLAN - TOWER B - LVL 6 •

A2.1B.17 CONCRETE PLAN - TOWER B - LVL 7 •

A2.1B.18 CONCRETE PLAN - TOWER B - ROOF •

A2.1BC.1 CONCRETE PLAN - TOWER BC CONNECTOR - LVL 1 & ROOF • •

A2.1C.01 CONCRETE PLAN - TOWER C - LVL P1 • • •

A2.1C.11 CONCRETE PLAN - TOWER C - LVL 1 • •

A2.1C.12 CONCRETE PLAN - TOWER C - LVL 2 • •

A2.1C.13 CONCRETE PLAN - TOWER C - LVL 3 •

A2.1C.14 CONCRETE PLAN - TOWER C - LVL 4 •

A2.1C.15 CONCRETE PLAN - TOWER C - LVL 5 •

A2.1C.16 CONCRETE PLAN - TOWER C - LVL 6 •

A2.1C.17 CONCRETE PLAN - TOWER C - LVL 7 •

A2.1C.18 CONCRETE PLAN - TOWER C - LVL 8 •

A2.1C.19 CONCRETE PLAN - TOWER C - ROOF •

A2.2.0 PRECAST BALCONY TYPES •

A2.2A.01 PLAN - TOWER A - LVL B • • •

A2.2A.02 PLAN - TOWER A - LVL P2 • •

A2.2A.11 PLAN - TOWER A - LVL 1 •

A2.2A.12 PLAN - TOWER A - LVL 2 •

A2.2A.13 PLAN - TOWER A - LVL 3 •

A2.2A.14 PLAN - TOWER A - LVL 4 •

A2.2A.15 PLAN - TOWER A - LVL 5 •

A2.2A.16 PLAN - TOWER A - LVL 6 •

A2.2A.R PLAN - TOWER A - ROOF •

A2.2AB.11 PLAN - LOBBY •

A2.2B.01 PLAN - TOWER B - LVL B • •

A2.2B.02 PLAN - TOWER B - LVL P2 • •

A2.2B.03 PLAN - TOWER B - LVL P1 •

A2.2B.11 PLAN - TOWER B - LVL 1 • • •

A2.2B.12 PLAN - TOWER B - LVL 2 •

A2.2B.13 PLAN - TOWER B - LVL 3 •

A2.2B.14 PLAN - TOWER B - LVL 4 •

A2.2B.15 PLAN - TOWER B - LVL 5 •

A2.2B.16 PLAN - TOWER B - LVL 6 •

A2.2B.17 PLAN - TOWER B - LVL 7 •

A2.2B.R PLAN - TOWER B - ROOF •

A2.2BC.11 PLAN - TOWER BC CONNECTOR • •

A2.2C.01 PLAN - TOWER C - LVL P1 • •

A2.2C.11 PLAN - TOWER C - LVL 1 • •

A2.2C.12 PLAN - TOWER C - LVL 2 •

A2.2C.13 PLAN - TOWER C - LVL 3 •

A2.2C.14 PLAN - TOWER C - LVL 4 •

A2.2C.15 PLAN - TOWER C - LVL 5 •

A2.2C.16 PLAN - TOWER C - LVL 6 •

A2.2C.17 PLAN - TOWER C - LVL 7 •

A2.2C.19 PLAN - TOWER C - LVL 8 •

A2.2C.R PLAN - TOWER C - ROOF •

A2.3A.01a PLAN - TOWER A - LVL B - AREA A • • •

A2.3A.01b PLAN - TOWER A - LVL B - AREA B • •

A2.3A.02a PLAN - TOWER A - LVL P2 - AREA A • •

A2.3A.02b PLAN - TOWER A - LVL P2 - AREA B •

A2.3A.11a PLAN - TOWER A - LVL 1 - AREA A •

A2.3A.11b PLAN - TOWER A - LVL 1 - AREA B •

A2.3A.21 PLAN - TOWER A - CORE 1 •

A2.3A.22 PLAN - TOWER A - CORE 2 •

A2.3AB.0c PLAN - LOBBY - LVL P2 - AREA C •

A2.3AB.1c PLAN - LOBBY - LVL 1 - AREA C •

A2.3B.01 PLAN - TOWER B - LVL B • •

A2.3B.02d PLAN - TOWER B - LVL P2- AREA D •

A2.3B.02e PLAN - TOWER B - LVL P2- AREA E •

A2.3B.03d PLAN - TOWER B - LVL P1- AREA D •

A2.3B.03e PLAN - TOWER B - LVL P1- AREA E •

A2.3B.11d PLAN - TOWER B - LVL 1- AREA D • •

A2.3B.11e PLAN - TOWER B - LVL 1- AREA E •

A2.3B.23 PLAN - TOWER B - CORE 3 •

A2.3B.24 PLAN - TOWER B - CORE 4 •

A2.3C.02 PLAN - TOWER C - LVL P1 • •

A2.3C.11 PLAN - TOWER C - LVL 1 • •

A2.3C.25 PLAN - TOWER C - CORES •

A2.4.A UNIT PLAN - TOWER AB-UNIT A •

A2.4.B UNIT PLAN - TOWER AB-UNIT B •

A2.4.C UNIT PLAN - TOWER AB-UNIT C •

A2.4.D UNIT PLAN - TOWER AB-UNIT D •

A2.4.E UNIT PLAN - TOWER AB-UNIT E •

A2.4.F UNIT PLAN - TOWER AB-UNIT F •

A2.4.G UNIT PLAN - TOWER AB-UNIT G •

A2.4.H UNIT PLAN - TOWER AB-UNIT H •

A2.4.I UNIT PLAN - TOWER AB-UNIT I •

A2.4.J UNIT PLAN - TOWER AB-UNIT J •

A2.4.K UNIT PLAN - TOWER AB-UNIT K •

A2.4.L UNIT PLAN - TOWER C - UNIT L •
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ARCHITECTURAL

A0.00 COVER PAGE • •

A0.01 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • • • •

A0.01.5 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • •

A0.02 GENERAL INFORMATION •

A0.03 ACCESSIBILITY •

A0.04 ACCESSIBILITY NOTES - MOUNTING HEIGHTS - ELEC •

A0.05 ACCESSIBILITY ROUTE AND DOORS •

A0.06 ACCESSIBILITY PUBLIC SPACES •

A0.07 ACCESSIBILITY NOTES & DIAGRAMS - TYPE A UNITS •

A0.08 ACCESSIBILITY NOTES & DIAGRAMS - TYPE B UNITS •

A0.10 ASSEMBLIES - FLOORS, CEILINGS, ROOFS •

A0.11 ASSEMBLIES - EXTERIOR WALLS, INTERIOR PARTITIONS •

A0.20 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.21 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.22 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.23 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.30 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.31 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.32 CODE ANALYSIS - LIFE SAFETY - TOWER A •

A0.33 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.34 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.35 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.36 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.37 CODE ANALYSIS - OCCUPANCY AND PLUMBING FIXTURE CALCS •

A0.60 DOOR AND FRAME TYPES •

A0.61 DOOR SCHEDULE •

A0.70 CURTAIN WALL - AB •

A0.71 CURTAIN WALL - LOBBY •

A0.72 CURTAIN WALL - C •
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A2.5C.12 FINISH PLAN - TOWER C -  CORES •

A2.6.A FINISH PLAN - TOWER AB - UNIT A •

A2.6.B FINISH PLAN - TOWER AB - UNIT B •

A2.6.C FINISH PLAN - TOWER AB - UNIT C •

A2.6.D FINISH PLAN - TOWER AB - UNIT D •

A2.6.E FINISH PLAN - TOWER AB - UNIT E •

A2.6.F FINISH PLAN - TOWER AB - UNIT F •
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A2.6.H FINISH PLAN - TOWER AB - UNIT H •

A2.6.I FINISH PLAN - TOWER AB - UNIT I •
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A2.6.K FINISH PLAN - TOWER AB - UNIT K •

A2.6.L FINISH PLAN - TOWER C - UNIT L •

A2.6.M FINISH PLAN - TOWER C - UNIT M •

A2.6.N FINISH PLAN - TOWER C - UNIT N •

A2.6.O FINISH PLAN - TOWER C - UNIT O •

A2.6.P FINISH PLAN - TOWER AB - UNIT P •

A2.6.Q FINISH PLAN - TOWER AB - UNIT Q •

A2.6.R FINISH PLAN - TOWER C - UNIT R •

A3.A1 ELEVATION - TOWER A - NORTH •

A3.A2 ELEVATION - TOWER A - EAST - WEST •

A3.A3 ELEVATION - TOWER A - SOUTH •

A3.A4 ELEVATION - TOWER A - PARTIAL ELEVATIONS •

A3.AB1 ELEVATION - TOWER AB LOBBY •

A3.B1 ELEVATION - TOWER B - NORTH - SOUTH •

A3.B2 ELEVATION - TOWER B - EAST •

A3.B3 ELEVATION - TOWER B - WEST •

A3.B4 ELEVATION - TOWER B - PARTIAL ELEVATIONS •

A3.C1 ELEVATION - TOWER C - NORTH & SOUTH •

A3.C2 ELEVATION - TOWER C - EAST & WEST •

A3.C3 ELEVATION - TOWER C - PARTIAL ELEVATIONS •

A4.1A.1 BUILDING SECTION - TOWER A - LONGITUDINAL • •

A4.1A.2 BUILDING SECTION - TOWER A - CROSS •

A4.1B.1 BUILDING SECTION - TOWER B - LONGITUDINAL • •

A4.1B.2 BUILDING SECTION - TOWER B - CROSS •

A4.1C.1 BUILDING SECTION - TOWER C - LONGITUDINAL & CROSS •

A4.2A.1 WALL SECTIONS - TOWER A •

A4.2AB.1 WALL SECTIONS - TOWER AB - LOBBY •

A4.2B.1 WALL SECTIONS - TOWER B •

A4.2C.1 WALL SECTIONS - TOWER C •

A4.2C.2 WALL SECTIONS - TOWER C •

A4.3A.1 ENLARGED SECTIONS - TOWER A •

A4.3B.1 ENLARGED SECTIONS - TOWER B • •

A4.3BC.1 ENLARGED SECTIONS - BC CONNECTOR • •

A4.3C.1 ENLARGED SECTIONS - TOWER C •

A4.3C.2 ENLARGED SECTIONS - TOWER C ROOF •

A4.4A.1 TOWER A - ENLARGED PLAN & SECTION AT ROOF •

A4.4C.1 TOWER C - ENLARGED PLAN & SECTION - TOWER C ROOF •

A5.1A.01 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.02 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.03 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.18 INTERIOR ELEVATIONS - EMPLOYEE AREAS •

A5.1A.19 INTERIOR ELEVATIONS - BOWLING BATHROOMS •

A5.1A.20 INTERIOR ELEVATIONS - TOWER A - BOWLING ALLEY & BAR • •

A5.1A.21 INTERIOR ELEVATIONS - TOWER A  - BOWLING ALLEY • •

A5.1A.22 INTERIOR ELEVATIONS - TOWER A - BOWLING GAME LOUNGE • •

A5.1A.23 INTERIOR ELEVATIONS - TOWER A - BOWLING ARCADE • •

A5.1A.24 INTERIOR ELEVATIONS - TOWER A - YOGA ROOM • •

A5.1A.25 INTERIOR ELEVATIONS - TOWER A - FITNESS CENTER • •

A5.1A.26 INTERIOR ELEVATIONS - TOWER A - WOMEN'S FITNESS LOCKER ROOM • •

A5.1A.27 INTERIOR ELEVATIONS - TOWER A - MEN'S FITNESS LOCKER ROOM • •

A5.1A.28 INTERIOR ELEVATION - TOWER A GUEST TOILETS • •

A5.1AB.1 INTERIOR ELEVATIONS - TOWER AB - ENTRY LOBBY •

A5.1AB.2 INTERIOR ELEVATIONS - TOWER AB - LOBBY CONCIERGE & RECEPTION • •

A5.1B.01 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER • •

A5.1B.02 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER, OFFICES • •

A5.1B.25 INTERIOR ELEVATIONS - TOWER B- APRES SKI • •

A5.1B.26 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.27 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.28 INTERIOR ELEVATIONS - TOWER A - CHILDREN'S ROOM •

A5.1B.30 INTERIOR ELEVATIONS - TOWER B - APRES SKI BAR • •

A5.1B.33 INTERIOR ELEVATIONS - TOWER B - SKI VALET • •

A5.1B.34 INTERIOR ELEVATIONS - TOWER B - SKI VALET BOH, HOA KITCHEN •

A5.1B.35 INTERIOR ELEVATIONS - TOWER B - SKI LOCKERS •

A5.1B.36 INTERIOR ELEVATIONS - TOWER B - GUEST TOILETS •

A5.1C.01 INTERIOR ELEVATIONS - TOWER C - ENTRY LOBBY •

A5.1C.02 INTERIOR ELEVATIONS - TOWER C - VESTIBULE •

A5.1C.03 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.04 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.05 INTERIOR ELEVATIONS - TOWER C - OWNERS LOUNGE • •

A5.1C.06 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 1 •

A5.1C.07 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 2 •

A5.1C.08 INTERIOR ELEVATIONS - TOWER C - TOILET 1 •

A5.2.A INTERIOR ELEVATIONS - UNIT A - KITCHEN - LIVING •

A5.2.B INTERIOR ELEVATIONS - UNIT B - KITCHEN - LIVING •

A5.2.C INTERIOR ELEVATIONS - UNIT C - KITCHEN - LIVING •

A5.2.D INTERIOR ELEVATIONS - UNIT D - KITCHEN - LIVING •

A5.2.E INTERIOR ELEVATIONS - UNIT E - KITCHEN - LIVING •

A5.2.F INTERIOR ELEVATIONS - UNIT F - KITCHEN - LIVING •

A5.2.G INTERIOR ELEVATIONS - UNIT G - KITCHEN - LIVING •

A5.2.H1 INTERIOR ELEVATIONS - UNIT H - KITCHEN - LIVING •

A5.2.H2 INTERIOR ELEVATION - UNIT H •

A5.2.I1 INTERIOR ELEVATIONS - UNIT I - KITCHEN - LIVING •

A5.2.I2 INTERIOR ELEVATIONS - UNIT I •

A5.2.J1 INTERIOR ELEVATIONS - UNIT J - KITCHEN - LIVING •

A5.2.J2 INTERIOR ELEVATIONS - UNIT J •

A5.2.K1 INTERIOR ELEVATIONS - UNIT K - KITCHEN - LIVING •

A5.2.K2 INTERIOR ELEVATIONS - UNIT K •

A5.2.L INTERIOR ELEVATIONS - UNIT L - KITCHEN - LIVING •

A5.2.M INTERIOR ELEVATIONS - UNIT M - KITCHEN - LIVING •

A5.2.N INTERIOR ELEVATIONS - UNIT N - KITCHEN - LIVING •

A5.2.O1 INTERIOR ELEVATIONS -  UNIT O - KITCHEN - LIVING •

A5.2.O2 INTERIOR ELEVATIONS -  UNIT O • •

A5.2.O3 INTERIOR ELEVATIONS -  UNIT O - INTERIOR ELEVATIONS •

A5.2.P INTERIOR ELEVATIONS - UNIT P •

A5.2.Q INTERIOR ELEVATIONS - UNIT Q •

A5.2.R INTERIOR ELEVATIONS - UNIT R •

A5.3.10 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.11 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.12 INTERIOR ELEVATIONS - MASTER BATHROOMS •

A5.3.20 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.21 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.22 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.23 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.24 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.25 INTERIOR ELEVATIONS - BATHROOMS •

A5.3.30 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.31 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.32 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.33 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.34 INTERIOR ELEVATIONS - TYPE A ACCESSIBLE BATHROOM • •

A5.3.40 INTERIOR ELEVATIONS - POWDER ROOMS • •

A5.3.41 INTERIOR ELEVATIONS - ANSI POWDER • •

A5.5.1 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A5.5.2 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A6.1A.01a RCP - TOWER A - LVL B - AREA A • • •

A6.1A.01b RCP - TOWER A - LVL B - AREA B • • •

A6.1A.02a RCP - TOWER A - LVL P2 - AREA A •

A6.1A.02b RCP - TOWER A - LVL P2 - AREA B •

A6.1A.11a RCP - TOWER A - LVL 1 - AREA A • •

A6.1A.11b RCP - TOWER A - LVL 1 - AREA B • •

A6.1A.21 RCP - TOWER A - CORE 1 •

A6.1A.22 RCP - TOWER A - CORE 2 •

A6.1AB.1c RCP - LOBBY - AREA C •

A6.1AB.2c RCP - LOBBY - AREA C •

A6.1B.01 RCP - TOWER B - LVL B •

A6.1B.02d RCP - TOWER B - LVL P2 - AREA D •

A6.1B.02e RCP - TOWER B - LVL P2 - AREA E •

A6.1B.03d RCP - TOWER B - LVL P1 - AREA D •

A6.1B.03e RCP - TOWER B - LVL P1 - AREA E •

A6.1B.11d RCP - TOWER B - LVL 1 - AREA D • •

A6.1B.11e RCP - TOWER B - LVL 1 - AREA E • •

A6.1B.23 RCP - TOWER B - CORE 3 •

A6.1B.24 RCP - TOWER B - CORE 4 •

A6.1BC.1f RCP - TOWER BC CONNECTOR - AREA F • •

A6.1C.01 RCP - TOWER C - LVL P1 • •

A6.1C.11 RCP - TOWER C - LVL 1 •

A6.1C.12 RCP - TOWER C - CORES •

A6.2.A RCP - TOWER AB - UNIT A •

A6.2.B RCP - TOWER AB - UNIT B •

A6.2.C RCP - TOWER AB - UNIT C •

A6.2.D RCP - TOWER AB - UNIT D •

A6.2.E RCP - TOWER AB - UNIT E •

A6.2.F RCP - TOWER AB - UNIT F •

A6.2.G RCP - TOWER AB - UNIT G •

A6.2.H RCP - TOWER AB - UNIT H •

A6.2.I RCP - TOWER AB - UNIT I •

A6.2.J RCP - TOWER AB - UNIT J •

A6.2.K RCP - TOWER AB - UNIT K •

A6.2.L RCP - TOWER C - UNIT L •

A6.2.M RCP - TOWER C - UNIT M •

A6.2.N RCP - TOWER C - UNIT N •

A6.2.O RCP - TOWER C - UNIT O • • •

A6.2.P RCP - TOWER AB - UNIT P •
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S2.C.13.R TOWER C LEVEL 3 REINFORCING PLAN •

S2.C.14 TOWER C LEVEL 4 FRAMING PLAN • • •

S2.C.14.R TOWER C LEVEL 4 REINFORCING PLAN •

S2.C.15 TOWER C LEVEL 5 FRAMING PLAN • • •

S2.C.15.R TOWER C LEVEL 5 REINFORCING PLAN •

S2.C.16 TOWER C LEVEL 6 FRAMING PLAN • • •

S2.C.16.R TOWER C LEVEL 6 REINFORCING PLAN •

S2.C.17 TOWER C LEVEL 7 FRAMING PLAN • • •

S2.C.17.R TOWER C LEVEL 7 REINFORCING PLAN •

S2.C.18 TOWER C LEVEL 8 FRAMING PLAN • •

S2.C.18.R TOWER C LEVEL 8 REINFORCING PLAN •

S2.C.19 TOWER C ROOF LEVEL FRAMING PLAN • • •

S2.C.20 TOWER C EMBEDDED HSS ROOF FRAMING PLAN •

S2.C.50 TOWER C PARTIAL PLANS •

S3.30 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.31 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.32 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.33 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.35 TOWER A & B BASEMENT WALL SECTIONS •

S3.40 TOWER C BASEMENT WALL ELEVATIONS • •

S3.45 TOWER C BASEMENT WALL SECTIONS •

S3.A1 TOWER A WEST CORE WALL ELEVATIONS •

S3.A2 TOWER A EAST CORE WALL ELEVATIONS •

S3.A10 TOWER A WEST CORE WALL SECTIONS •

S3.A11 TOWER A WEST CORE WALL SECTIONS •

S3.A20 TOWER A EAST CORE WALL SECTIONS •

S3.A21 TOWER A EAST CORE WALL SECTIONS •

S3.B1 TOWER B NORTH CORE WALL ELEVATIONS •

S3.B2 TOWER B SOUTH CORE WALL ELEVATIONS •

S3.B10 TOWER B NORTH CORE WALL SECTIONS •

S3.B11 TOWER B NORTH CORE WALL SECTIONS •

S3.B20 TOWER B SOUTH CORE WALL SECTIONS •

S3.B21 TOWER B SOUTH CORE WALL SECTIONS •

S3.C1 TOWER C SHEAR WALL ELEVATIONS •

S3.C2 TOWER C SHEAR WALL ELEVATIONS •

S3.C10 TOWER C SHEAR WALL SECTIONS •

S3.C20 TOWER C SHEAR WALL SECTIONS •

S4.00 COLUMN SCHEDULES • •

S4.01 TYPICAL CONCRETE COLUMN DETAILS •

S4.02 TYPICAL CONCRETE DETAILS •

S4.03 TYPICAL CONCRETE BEAM DETAILS AND SCHEDULE • • •

S4.04 TYPICAL MILD SLAB DETAILS •

S4.05 TYPICAL POST-TENSIONED SLAB DETAILS •

S4.06 TYPICAL STUD RAIL DETAILS AND SCHEDULE •

S4.07 TYPICAL OPENINGS AND EMBEDMENTS IN CONCRETE •

S4.08 TYPICAL SHEAR WALL DETAILS •

S4.09 TYPICAL COUPLING BEAM DETAILS AND SCHEDULES •

S4.11 TYPICAL STEEL DETAILS • • •

S4.12 TYPICAL STEEL DETAILS • •

S4.13 TYPICAL STEEL BEAM CONNECTIONS TO CONCRETE •

S4.14 TYPICAL STEEL DECK DETAILS •

S4.15 TYPICAL STEEL DECK DETAILS •

S4.16 TYPICAL STEEL DETAILS •

S4.21 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.22 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.A.10 TYPICAL A STEEL COLUMN SCHEDULE • •

S4.B.10 TYPICAL B STEEL COLUMN SCHEDULE • •

S4.C.10 TYPICAL C STEEL COLUMN SCHEDULE •

S5.01 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.02 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.05 TOWER C CONCRETE SECTIONS AND DETAILS • •

S5.06 TOWER C CONCRETE SECTIONS AND DETAILS •

S6.00 TOWER A & B STEEL SECTIONS AND DETAILS •

S6.01 TOWER A & B STEEL SECTIONS AND DETAILS • •

S6.05 TOWER C STEEL SECTIONS AND DETAILS • •

S6.06 TOWER C STEEL SECTIONS AND DETAILS • •

ARCHITECTURAL

A1.00 SITE PLAN •

A1.01 SITE DIAGRAM •

A2.0.01 PLAN - OVERALL - LVL B •

A2.0.02 PLAN - OVERALL - LVL P2 •

A2.0.11 PLAN - OVERALL - LVL 1 •

A2.0.12 PLAN - OVERALL - LVL 2 •

A2.0.13 PLAN - OVERALL - LVL 3 •

A2.0.14 PLAN - OVERALL - LVL 4 •

A2.0.15 PLAN - OVERALL - LVL 5 •

A2.0.16 PLAN - OVERALL - LVL 6 •

A2.0.17 PLAN - OVERALL - ROOF - LVL 6 •

A2.0.18 PLAN - OVERALL - LVL 7 •

A2.0.19 PLAN - OVERALL - LVL 8 •

A2.0.20 PLAN - OVERALL - ROOF - PH •

A2.0.R PLAN - OVERALL - ROOF •

A2.1A.01 CONCRETE PLAN - TOWER A - LVL B • • •

A2.1A.02 CONCRETE PLAN - TOWER A - LVL P2 • •

A2.1A.03 CONCRETE PLAN - TOWER A - LVL P2 SPLIT SLAB • •

A2.1A.11 CONCRETE PLAN - TOWER A - LVL 1 • •

A2.1A.12 CONCRETE PLAN - TOWER A - LVL 2 •

A2.1A.13 CONCRETE PLAN - TOWER A - LVL 3 •

A2.1A.14 CONCRETE PLAN - TOWER A - LVL 4 •

A2.1A.15 CONCRETE PLAN - TOWER A - LVL 5 •

A2.1A.16 CONCRETE PLAN - TOWER A - LVL 6 •

A2.1A.17 CONCRETE PLAN - TOWER A - ROOF •

A2.1AB.0 CONCRETE PLAN - TOWER AB CONNECTOR - LVL 1 & P2 • •

A2.1AB.11 CONCRETE PLAN - TOWER AB CONNECTOR - ROOF •

A2.1B.01 CONCRETE PLAN - TOWER B - LVL B • •

A2.1B.02 CONCRETE PLAN - TOWER B - LVL P2 • •

A2.1B.03 CONCRETE PLAN - TOWER B - LVL P2 SPLIT SLAB • •

A2.1B.04 CONCRETE PLAN - TOWER B - LVL P1 • •

A2.1B.11 CONCRETE PLAN - TOWER B - LVL 1 • •

A2.1B.12 CONCRETE PLAN - TOWER B - LVL 2 •

A2.1B.13 CONCRETE PLAN - TOWER B - LVL 3 •

A2.1B.14 CONCRETE PLAN - TOWER B - LVL 4 •

A2.1B.15 CONCRETE PLAN - TOWER B - LVL 5 •

A2.1B.16 CONCRETE PLAN - TOWER B - LVL 6 •

A2.1B.17 CONCRETE PLAN - TOWER B - LVL 7 •

A2.1B.18 CONCRETE PLAN - TOWER B - ROOF •

A2.1BC.1 CONCRETE PLAN - TOWER BC CONNECTOR - LVL 1 & ROOF • •

A2.1C.01 CONCRETE PLAN - TOWER C - LVL P1 • • •

A2.1C.11 CONCRETE PLAN - TOWER C - LVL 1 • •

A2.1C.12 CONCRETE PLAN - TOWER C - LVL 2 • •

A2.1C.13 CONCRETE PLAN - TOWER C - LVL 3 •

A2.1C.14 CONCRETE PLAN - TOWER C - LVL 4 •

A2.1C.15 CONCRETE PLAN - TOWER C - LVL 5 •

A2.1C.16 CONCRETE PLAN - TOWER C - LVL 6 •

A2.1C.17 CONCRETE PLAN - TOWER C - LVL 7 •

A2.1C.18 CONCRETE PLAN - TOWER C - LVL 8 •

A2.1C.19 CONCRETE PLAN - TOWER C - ROOF •

A2.2.0 PRECAST BALCONY TYPES •

A2.2A.01 PLAN - TOWER A - LVL B • • •

A2.2A.02 PLAN - TOWER A - LVL P2 • •

A2.2A.11 PLAN - TOWER A - LVL 1 •

A2.2A.12 PLAN - TOWER A - LVL 2 •

A2.2A.13 PLAN - TOWER A - LVL 3 •

A2.2A.14 PLAN - TOWER A - LVL 4 •

A2.2A.15 PLAN - TOWER A - LVL 5 •

A2.2A.16 PLAN - TOWER A - LVL 6 •

A2.2A.R PLAN - TOWER A - ROOF •

A2.2AB.11 PLAN - LOBBY •

A2.2B.01 PLAN - TOWER B - LVL B • •

A2.2B.02 PLAN - TOWER B - LVL P2 • •

A2.2B.03 PLAN - TOWER B - LVL P1 •

A2.2B.11 PLAN - TOWER B - LVL 1 • • •

A2.2B.12 PLAN - TOWER B - LVL 2 •

A2.2B.13 PLAN - TOWER B - LVL 3 •

A2.2B.14 PLAN - TOWER B - LVL 4 •

A2.2B.15 PLAN - TOWER B - LVL 5 •

A2.2B.16 PLAN - TOWER B - LVL 6 •

A2.2B.17 PLAN - TOWER B - LVL 7 •

A2.2B.R PLAN - TOWER B - ROOF •

A2.2BC.11 PLAN - TOWER BC CONNECTOR • •

A2.2C.01 PLAN - TOWER C - LVL P1 • •

A2.2C.11 PLAN - TOWER C - LVL 1 • •

A2.2C.12 PLAN - TOWER C - LVL 2 •

A2.2C.13 PLAN - TOWER C - LVL 3 •

A2.2C.14 PLAN - TOWER C - LVL 4 •

A2.2C.15 PLAN - TOWER C - LVL 5 •

A2.2C.16 PLAN - TOWER C - LVL 6 •

A2.2C.17 PLAN - TOWER C - LVL 7 •

A2.2C.19 PLAN - TOWER C - LVL 8 •

A2.2C.R PLAN - TOWER C - ROOF •

A2.3A.01a PLAN - TOWER A - LVL B - AREA A • • •

A2.3A.01b PLAN - TOWER A - LVL B - AREA B • •

A2.3A.02a PLAN - TOWER A - LVL P2 - AREA A • •

A2.3A.02b PLAN - TOWER A - LVL P2 - AREA B •

A2.3A.11a PLAN - TOWER A - LVL 1 - AREA A •

A2.3A.11b PLAN - TOWER A - LVL 1 - AREA B •

A2.3A.21 PLAN - TOWER A - CORE 1 •

A2.3A.22 PLAN - TOWER A - CORE 2 •

A2.3AB.0c PLAN - LOBBY - LVL P2 - AREA C •

A2.3AB.1c PLAN - LOBBY - LVL 1 - AREA C •

A2.3B.01 PLAN - TOWER B - LVL B • •

A2.3B.02d PLAN - TOWER B - LVL P2- AREA D •

A2.3B.02e PLAN - TOWER B - LVL P2- AREA E •

A2.3B.03d PLAN - TOWER B - LVL P1- AREA D •

A2.3B.03e PLAN - TOWER B - LVL P1- AREA E •

A2.3B.11d PLAN - TOWER B - LVL 1- AREA D • •

A2.3B.11e PLAN - TOWER B - LVL 1- AREA E •

A2.3B.23 PLAN - TOWER B - CORE 3 •

A2.3B.24 PLAN - TOWER B - CORE 4 •

A2.3C.02 PLAN - TOWER C - LVL P1 • •

A2.3C.11 PLAN - TOWER C - LVL 1 • •

A2.3C.25 PLAN - TOWER C - CORES •

A2.4.A UNIT PLAN - TOWER AB-UNIT A •

A2.4.B UNIT PLAN - TOWER AB-UNIT B •

A2.4.C UNIT PLAN - TOWER AB-UNIT C •

A2.4.D UNIT PLAN - TOWER AB-UNIT D •

A2.4.E UNIT PLAN - TOWER AB-UNIT E •

A2.4.F UNIT PLAN - TOWER AB-UNIT F •

A2.4.G UNIT PLAN - TOWER AB-UNIT G •

A2.4.H UNIT PLAN - TOWER AB-UNIT H •

A2.4.I UNIT PLAN - TOWER AB-UNIT I •

A2.4.J UNIT PLAN - TOWER AB-UNIT J •

A2.4.K UNIT PLAN - TOWER AB-UNIT K •

A2.4.L UNIT PLAN - TOWER C - UNIT L •
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ARCHITECTURAL

A0.00 COVER PAGE • •

A0.01 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • • • •

A0.01.5 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • •

A0.02 GENERAL INFORMATION •

A0.03 ACCESSIBILITY •

A0.04 ACCESSIBILITY NOTES - MOUNTING HEIGHTS - ELEC •

A0.05 ACCESSIBILITY ROUTE AND DOORS •

A0.06 ACCESSIBILITY PUBLIC SPACES •

A0.07 ACCESSIBILITY NOTES & DIAGRAMS - TYPE A UNITS •

A0.08 ACCESSIBILITY NOTES & DIAGRAMS - TYPE B UNITS •

A0.10 ASSEMBLIES - FLOORS, CEILINGS, ROOFS •

A0.11 ASSEMBLIES - EXTERIOR WALLS, INTERIOR PARTITIONS •

A0.20 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.21 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.22 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.23 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.30 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.31 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.32 CODE ANALYSIS - LIFE SAFETY - TOWER A •

A0.33 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.34 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.35 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.36 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.37 CODE ANALYSIS - OCCUPANCY AND PLUMBING FIXTURE CALCS •

A0.60 DOOR AND FRAME TYPES •

A0.61 DOOR SCHEDULE •

A0.70 CURTAIN WALL - AB •

A0.71 CURTAIN WALL - LOBBY •

A0.72 CURTAIN WALL - C •

A0.73 WINDOW TYPES - TYP •

A0.74 WINDOW TYPES - A •

A0.75 WINDOW TYPES - B •

A0.76 WINDOW TYPES - C •

A0.77 LOUVER SCHEDULE •

CIVIL

C.02 OVERALL SITE PLAN •

C.03 OVERALL GRADING PLAN •

C.04 OVERALL UTILITY PLAN •

C.05 DRY UTILITY PLAN •

C.06 OVERALL WATER UTILITY PLAN •

C.07 OVERALL SEWER PLAN •

C.08 FOUNDATION DRAIN PLAN •

C.09 CONDO ROAD PLAN & PROFILE •

C.10 OFF ROAD SEWER PLAN & PROFILE •

C.11 CONDO RETAINING WALL PLAN & PROFILE •

C.12 RETAINING WALL PLAN & PROFILE •

C.13 ADDITIONAL DRIVEWAY GRADING •

C.14 TOWER C GRADING PLAN •

C.15 POOL/PLAZA GRADING & UTILITY PLAN •

C.16 STORM WATER CALCULATIONS •

C.17 CONSTRUCTION MITIGATION PLAN & SWPPP •

C.18 GUARDSMAN ROAD PARKING PLAN •

C.19 DETAILS 1/2 •

C.20 DETAILS 2/2 •

LANDSCAPE

L001 OVERALL MAP •

L002 OVERALL MAP -ZOOM IN •

L003 KEY MAP •

L004 GENERAL NOTES •

L101 LAYOUT & MATERIALS PLAN •

L102 LAYOUT & MATERIALS PLAN •

L103 LAYOUT & MATERIALS PLAN •

L104 LAYOUT & MATERIALS PLAN •

L105 LAYOUT & MATERIALS PLAN •

L106 LAYOUT & MATERIALS PLAN •

L401 SITE DETAILS •

L402 SITE DETAILS •

L403 SITE DETAILS •

L404 SITE DETAILS •

L405 SITE DETAILS •

L406 SITE DETAILS •

L407 SITE DETAILS •

L408 SITE DETAILS •

L409 SITE DETAILS •

L410 SITE DETAILS •

L411 SITE DETAILS •

L412 SITE DETAILS •

L501 PLANTING PLAN •

L502 PLANTING PLAN •

L503 PLANTING PLAN •

L504 BUILDING A ROOF PLANTING PLAN •

L505 BUILDING B ROOF PLANTING PLAN •

L506 LOBBY & BUILDING C ROOF PLANTING PLAN •

L600 PLANTING SPECIFICATIONS •

L601 PLANTING SPECIFICATIONS •

L602 PLANTING DETAILS •

L700 IRRIGATION GENERAL NOTES •

L701 IRRIGATION PLAN •

L702 IRRIGATION PLAN •

L703 IRRIGATION PLAN •

L704 PLANTING PLAN •

L705 BUILDING A ROOF IRRIGATION PLAN •

L706 BUILDING B ROOF IRRIGATION PLAN •

L707 LOBBY & BUILDING C ROOF IRRIGATION PLAN •

L800 IRRIGATION DETAILS •

L801 IRRIGATION DETAILS •

L802 IRRIGATION DETAILS •

STRUCTURAL

S0.00 COVER •

S0.01 ABBREVIATIONS, LEGENDS, AND DRAWING LIST • •

S0.02 REINFORCING DETAILS •

S0.03 GENERAL NOTES •

S0.04 GENERAL NOTES •

S0.05 ISOMETRIC VIEWS •

S0.06 ISOMETRIC VIEWS •

S0.07 ISOMETRIC VIEWS •

S0.08 ISOMETRIC VIEWS •

S1.00 LOAD MAPS •

S1.01 LOAD MAPS •

S1.02 LOAD MAPS •

S1.03 LOAD MAPS •

S1.04 LOAD MAPS •

S1.05 LOAD MAPS •

S1.06 LOAD MAPS •

S1.07 LOAD MAPS •

S1.08 LOAD MAPS •

S1.09 LOAD MAPS •

S2.01 TOWER A & B LEVEL B1 COMPOSITE FRAMING PLAN •

S2.02 TOWER A & B LEVEL P2 COMPOSITE FRAMING PLAN •

S2.11 TOWER A LEVEL 1 & TOWER B LEVEL P1 COMPOSITE FRAMING PLAN •

S2.12 TOWER A LEVEL 2 & TOWER B LEVEL 1 COMPOSITE FRAMING PLAN •

S2.A.01 TOWER A LEVEL B1 FRAMING PLAN • •

S2.A.01.B TOWER A LEVEL B1 LONGITUDINAL REINFORCING PLAN • •

S2.A.01.V TOWER A LEVEL B1 SHEAR REINFORCING PLAN •

S2.A.02 TOWER A LEVEL P2 FRAMING PLAN •

S2.A.02.R TOWER A LEVEL P2 REINFORCING PLAN •

S2.A.11 TOWER A LEVEL 1 FRAMING PLAN • •

S2.A.11.R TOWER A LEVEL 1 REINFORCING PLAN • •

S2.A.12 TOWER A LEVEL 2 FRAMING PLAN • • •

S2.A.12.R TOWER A LEVEL 2 REINFORCING PLAN • •

S2.A.13 TOWER A LEVEL 3 FRAMING PLAN • •

S2.A.13.R TOWER A LEVEL 3 REINFORCING PLAN •

S2.A.14 TOWER A LEVEL 4 FRAMING PLAN • •

S2.A.14.R TOWER A LEVEL 4 REINFORCING PLAN •

S2.A.15 TOWER A LEVEL 5 FRAMING PLAN • •

S2.A.15.R TOWER A LEVEL 5 REINFORCING PLAN •

S2.A.16 TOWER A LEVEL 6 FRAMING PLAN • • •

S2.A.16.R TOWER A LEVEL 6 REINFORCING PLAN •

S2.A.17 TOWER A ROOF FRAMING PLAN • • •

S2.A.18 TOWER A EMBEDDED HSS ROOF FRAMING PLAN •

S2.A.50 TOWER A PARTIAL PLANS • •

S2.AB.01 TOWER A & B PARKING LEVEL 2 FRAMING PLAN •

S2.AB.11 AB CONNECTOR LEVEL 1 FRAMING PLAN •

S2.AB.11.
R

AB CONNECTOR LEVEL 1 REINFORCING PLAN •

S2.AB.12 AB CONNECTOR ROOF LEVEL FRAMING PLAN • •

S2.AB.13 AB CONNECTOR EMBEDDED HSS ROOF FRAMING PLAN • •

S2.B.01 TOWER B LEVEL B1 FRAMING PLAN • •

S2.B.01.B TOWER B LEVEL B1 LONGITUDINAL REINFORCING PLAN • •

S2.B.01.V TOWER B LEVEL B1 SHEAR REINFORCING PLAN • •

S2.B.02 TOWER B LEVEL P2 FRAMING PLAN •

S2.B.02.B TOWER B LEVEL P2 MAT LONGITUDINAL REINFORCING PLAN •

S2.B.02.R TOWER B LEVEL P2 REINFORCING PLAN •

S2.B.02.V TOWER B LEVEL P2 MAT SHEAR REINFORCING PLAN •

S2.B.03 TOWER B LEVEL P1 FRAMING PLAN • •

S2.B.03.R TOWER B LEVEL P1 REINFORCING PLAN •

S2.B.11 TOWER B LEVEL 1 FRAMING PLAN • •

S2.B.11.R TOWER B LEVEL 1 REINFORCING PLAN •

S2.B.12 TOWER B LEVEL 2 FRAMING PLAN • •

S2.B.12.R TOWER B LEVEL 2 REINFORCING PLAN •

S2.B.13 TOWER B LEVEL 3 FRAMING PLAN • •

S2.B.13.R TOWER B LEVEL 3 REINFORCING PLAN •

S2.B.14 TOWER B LEVEL 4 FRAMING PLAN • •

S2.B.14.R TOWER B LEVEL 4 REINFORCING PLAN •

S2.B.15 TOWER B LEVEL 5 FRAMING PLAN • •

S2.B.15.R TOWER B LEVEL 5 REINFORCING PLAN •

S2.B.16 TOWER B LEVEL 6 FRAMING PLAN • •

S2.B.16.R TOWER B LEVEL 6 REINFORCING PLAN •

S2.B.17 TOWER B LEVEL 7 FRAMING PLAN • •

S2.B.17.R TOWER B LEVEL 7 REINFORCING PLAN •

S2.B.18 TOWER B ROOF FRAMING PLAN • •

S2.B.19 TOWER B ROOF EMBEDDED HSS ROOF FRAMING PLAN •

S2.B.50 TOWER B PARTIAL PLANS • •

S2.C.01 TOWER C FOUNDATION LEVEL FRAMING PLAN • •

S2.C.01.B TOWER C FOUNDATION LONGITUDINAL REINFORCING PLAN •

S2.C.01.V TOWER C FOUNDATION SHEAR REINFORCING PLAN •

S2.C.11 TOWER C LEVEL 1 FRAMING PLAN •

S2.C.11.R TOWER C LEVEL 1 REINFORCING PLAN • •

S2.C.12 TOWER C LEVEL 2 FRAMING PLAN • • •

S2.C.12.R TOWER C LEVEL 2 REINFORCING PLAN •

S2.C.13 TOWER C LEVEL 3 FRAMING PLAN • • •

B 07/19/24 ASI 001

C 07/26/24 ASI 002

D 08/23/24 ASI 003 WSP

H 10/18/24 ASI 003.1

H

H

H
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DRAWING INDEX

SHEET NUMBER SHEET NAMES

IFC Set

1

IFC Set

2

IFC Set

3

ASI 001

07/19/24

ASI 002

07/26/24

ASI 003

08/23/24

ASI 004

08/16/24

ASI-003.1

10/18/24

A6.2.Q RCP - TOWER AB - UNIT Q •

A6.2.R RCP - TOWER C - UNIT R •

A7.1A.10 VERTICAL CIRCULATION - STAIR S01A - ENLARGED PLANS •

A7.1A.11 VERTICAL CIRCULATION - STAIR S01A - ENLARGED SECTIONS •

A7.1A.12 VERTICAL CIRCULATION - STAIR S01B - ENLARGED PLANS •

A7.1A.13 VERTICAL CIRCULATION - STAIR S01B - ENLARGED SECTIONS •

A7.1A.20 VERTICAL CIRCULATION - STAIR S02A - ENLARGED PLANS •

A7.1A.21 VERTICAL CIRCULATION - STAIR S02A - ENLARGED SECTIONS •

A7.1A.22 VERTICAL CIRCULATION - STAIR S02B - ENLARGED PLANS •

A7.1A.23 VERTICAL CIRCULATION - STAIR S02B - ENLARGED SECTIONS •

A7.1B.30 VERTICAL CIRCULATION - STAIR S03A - ENLARGED PLANS •

A7.1B.31 VERTICAL CIRCULATION - STAIR S03A - ENLARGED SECTIONS •

A7.1B.32 VERTICAL CIRCULATION - STAIR S03B - ENLARGED PLANS •

A7.1B.33 VERTICAL CIRCULATION - STAIR S03B - ENLARGED SECTIONS •

A7.1B.40 VERTICAL CIRCULATION - STAIR S04A - ENLARGED PLANS •

A7.1B.41 VERTICAL CIRCULATION - STAIR S04A - ENLARGED SECTIONS •

A7.1B.42 VERTICAL CIRCULATION - STAIR S04B - ENLARGED PLANS •

A7.1B.43 VERTICAL CIRCULATION - STAIR S04B - ENLARGED SECTIONS •

A7.1B.80 VERTICAL CIRCULATION - RAMP R1 - ENLARGED PLAN & SECTION •

A7.1C.50 VERTICAL CIRCULATION - STAIR 05 - ENLARGED PLANS •

A7.1C.51 VERTICAL CIRCULATION - STAIR 05 - ENLARGED SECTIONS •

A7.1C.60 VERTICAL CIRCULATION - STAIR 06 - ENLARGED PLANS •

A7.1C.61 VERTICAL CIRCULATION - STAIR 06 - ENLARGED SECTIONS •

A7.1C.73 VERTICAL CIRCULATION - STAIR 13 - ENLARGED ELEVATIONS &
SECTIONS

•

A7.2A.1 VERTICAL TRANSPORTATION - ELEVATORS T1 & T2 - ENLARGED PLAN &
SECTIONS

•

A7.2A.5 VERTICAL TRANSPORTATION - ELEVATORS S1 & LS - ENLARGED PLANS &
SECTIONS

•

A7.2B.1 VERTICAL TRANSPORTATION - ELEVATOR T3 - ENLARGED PLANS &
SECTIONS

•

A7.2B.3 VERTICAL TRANSPORTATION - ELEVATOR T4 - ENLARGED PLANS &
SECTIONS

•

A7.2C.1 VERTICAL TRANSPORTATION - ELEVATOR T5 •

A7.30 EGRESS STAIR DETAILS •

A7.31 DECORATIVE STAIR C LOBBY - ENLARGED PLANS & SECTIONS •

A7.32 DECORATIVE STAIR S11 & S12 - ENLARGED PLANS & SECTIONS •

A7.33 DECORATIVE STAIR DETAILS •

A8.00 EXTERIOR DETAILS - FOUNDATION & AT-GRADE SLABS •

A8.01 EXTERIOR DETAILS - BELOW GRADE •

A8.02 EXTERIOR DETAILS - AT GRADE WALLS • • •

A8.10 EXTERIOR DETAILS - CONCRETE BASE •

A8.11 EXTERIOR DETAILS - WALL TRANSITIONS •

A8.20 EXTERIOR DETAILS - CURTAIN WALL DETAILS • •

A8.21 EXTERIOR DETAILS - WINDOW DETAILS •

A8.22 EXTERIOR DETAILS - WINDOW DETAILS •

A8.23 EXTERIOR DETAILS - DOOR DETAILS •

A8.30 EXTERIOR DETAILS - DECKS, METAL •

A8.40 EXTERIOR DETAILS - SUN SHADES •

A8.50 EXTERIOR DETAILS - RAILINGS •

A8.70 EXTERIOR DETAILS - PENETRATION DETAILS •

A8.80 EXTERIOR DETAILS - EXPANSION JOINTS • •

A8.90 EXTERIOR DETAILS - ROOF DETAILS • •

A8.91 EXTERIOR DETAILS - ROOF DETAILS •

A8.92 EXTERIOR DETAILS - ROOF DETAILS •

A8.93 EXTERIOR DETAILS -  ROOF & CANOPIES DETAILS •

A8.94 EXTERIOR DETAILS -  OUTDOOR FIREPLACE •

A9.00 INTERIOR DETAILS - WALL TRANSITIONS •

A9.10 INTERIOR DETAILS - FLOOR TRANSITION •

A9.11 INTERIOR DETAILS - WALL BASE •

A9.20 INTERIOR DETAILS - TYPICAL DOORS •

A9.21 INTERIOR DETAILS - UNIT DOORS •

A9.31 INTERIOR DETAILS - CEILINGS •

A9.34 INTERIOR DETAILS - CEILINGS AMENITY • •

A9.50 INTERIOR DETAILS - UNIT KITCHEN CASEWORK •

A9.51 INTERIOR DETAILS - UNIT BATHROOM CASEWORK • •

A9.53 INTERIOR DETAILS - AMENITIES • •

A9.54 INTERIOR DETAILS - BANQUETTES • •

A9.55 INTERIOR DETAILS - UNIT SHOWERS •

A9.60 INTERIOR DETAILS - UNIT FIREPLACES •

A9.61 INTERIOR DETAILS - AMENITY FIREPLACES •

A9.62 INTERIOR DETAILS - APRES SKI FIREPLACE •

A9.63 INTERIOR DETAILS - BOWLING ALLEY/ SKI LOUNGE •
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SHEET NUMBER SHEET NAMES

IFC Set

1

IFC Set

2

IFC Set

3

ASI 001

07/19/24

ASI 002

07/26/24

ASI 003

08/23/24

ASI 004

08/16/24

ASI-003.1

10/18/24

A2.4.M UNIT PLAN - TOWER C - UNIT M •

A2.4.N UNIT PLAN - TOWER C - UNIT N •

A2.4.O UNIT PLAN - TOWER C - UNIT O • •

A2.4.P UNIT PLAN - TOWER AB-UNIT P & Q •

A2.4.R UNIT PLAN - TOWER C - UNIT R •

A2.5A.01a FINISH PLAN - TOWER A - LVL B - AREA A • •

A2.5A.01b FINISH PLAN - TOWER A - LVL B - AREA B • •

A2.5A.11a FINISH PLAN - TOWER A - LVL L1 - AREA A •

A2.5A.11b FINISH PLAN - TOWER A - LVL L1 - AREA B •

A2.5A.21 FINISH PLAN - TOWER A - CORE 1 •

A2.5A.22 FINISH PLAN - TOWER A - CORE 2 •

A2.5AB.1c FINISH PLAN - TOWER AB - LVL 1 - AREA C •

A2.5B.01 FINISH PLAN - TOWER B - LVL B •

A2.5B.03d FINISH PLAN - TOWER B - LVL P1 - AREA D •

A2.5B.11d FINISH PLAN - TOWER B - LVL 1 - AREA D • •

A2.5B.11e FINISH PLAN - TOWER B - LVL 1 - AREA E • •

A2.5B.23 FINISH PLAN - TOWER B - CORE 3 •

A2.5B.24 FINISH PLAN - TOWER B - CORE 4 •

A2.5BC.1f FINISH PLAN - TOWER BC CONNECTOR - AREA F •

A2.5C.01 FINISH PLAN - TOWER C - LVL P1 •

A2.5C.11 FINISH PLAN - TOWER C - LVL L1 •

A2.5C.12 FINISH PLAN - TOWER C -  CORES •

A2.6.A FINISH PLAN - TOWER AB - UNIT A •

A2.6.B FINISH PLAN - TOWER AB - UNIT B •

A2.6.C FINISH PLAN - TOWER AB - UNIT C •

A2.6.D FINISH PLAN - TOWER AB - UNIT D •

A2.6.E FINISH PLAN - TOWER AB - UNIT E •

A2.6.F FINISH PLAN - TOWER AB - UNIT F •

A2.6.G FINISH PLAN - TOWER AB - UNIT G •

A2.6.H FINISH PLAN - TOWER AB - UNIT H •

A2.6.I FINISH PLAN - TOWER AB - UNIT I •

A2.6.J FINISH PLAN - TOWER AB - UNIT J •

A2.6.K FINISH PLAN - TOWER AB - UNIT K •

A2.6.L FINISH PLAN - TOWER C - UNIT L •

A2.6.M FINISH PLAN - TOWER C - UNIT M •

A2.6.N FINISH PLAN - TOWER C - UNIT N •

A2.6.O FINISH PLAN - TOWER C - UNIT O •

A2.6.P FINISH PLAN - TOWER AB - UNIT P •

A2.6.Q FINISH PLAN - TOWER AB - UNIT Q •

A2.6.R FINISH PLAN - TOWER C - UNIT R •

A3.A1 ELEVATION - TOWER A - NORTH •

A3.A2 ELEVATION - TOWER A - EAST - WEST •

A3.A3 ELEVATION - TOWER A - SOUTH •

A3.A4 ELEVATION - TOWER A - PARTIAL ELEVATIONS •

A3.AB1 ELEVATION - TOWER AB LOBBY •

A3.B1 ELEVATION - TOWER B - NORTH - SOUTH •

A3.B2 ELEVATION - TOWER B - EAST •

A3.B3 ELEVATION - TOWER B - WEST •

A3.B4 ELEVATION - TOWER B - PARTIAL ELEVATIONS •

A3.C1 ELEVATION - TOWER C - NORTH & SOUTH •

A3.C2 ELEVATION - TOWER C - EAST & WEST •

A3.C3 ELEVATION - TOWER C - PARTIAL ELEVATIONS •

A4.1A.1 BUILDING SECTION - TOWER A - LONGITUDINAL • •

A4.1A.2 BUILDING SECTION - TOWER A - CROSS •

A4.1B.1 BUILDING SECTION - TOWER B - LONGITUDINAL • •

A4.1B.2 BUILDING SECTION - TOWER B - CROSS •

A4.1C.1 BUILDING SECTION - TOWER C - LONGITUDINAL & CROSS •

A4.2A.1 WALL SECTIONS - TOWER A •

A4.2AB.1 WALL SECTIONS - TOWER AB - LOBBY •

A4.2B.1 WALL SECTIONS - TOWER B •

A4.2C.1 WALL SECTIONS - TOWER C •

A4.2C.2 WALL SECTIONS - TOWER C •

A4.3A.1 ENLARGED SECTIONS - TOWER A •

A4.3B.1 ENLARGED SECTIONS - TOWER B • •

A4.3BC.1 ENLARGED SECTIONS - BC CONNECTOR • •

A4.3C.1 ENLARGED SECTIONS - TOWER C •

A4.3C.2 ENLARGED SECTIONS - TOWER C ROOF •

A4.4A.1 TOWER A - ENLARGED PLAN & SECTION AT ROOF •

A4.4C.1 TOWER C - ENLARGED PLAN & SECTION - TOWER C ROOF •

A5.1A.01 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.02 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.03 INTERIOR ELEVATIONS - TOWER A - SPA • •

A5.1A.18 INTERIOR ELEVATIONS - EMPLOYEE AREAS •

A5.1A.19 INTERIOR ELEVATIONS - BOWLING BATHROOMS •

A5.1A.20 INTERIOR ELEVATIONS - TOWER A - BOWLING ALLEY & BAR • •

A5.1A.21 INTERIOR ELEVATIONS - TOWER A  - BOWLING ALLEY • •

A5.1A.22 INTERIOR ELEVATIONS - TOWER A - BOWLING GAME LOUNGE • •

A5.1A.23 INTERIOR ELEVATIONS - TOWER A - BOWLING ARCADE • •

A5.1A.24 INTERIOR ELEVATIONS - TOWER A - YOGA ROOM • •

A5.1A.25 INTERIOR ELEVATIONS - TOWER A - FITNESS CENTER • •

A5.1A.26 INTERIOR ELEVATIONS - TOWER A - WOMEN'S FITNESS LOCKER ROOM • •

A5.1A.27 INTERIOR ELEVATIONS - TOWER A - MEN'S FITNESS LOCKER ROOM • •

A5.1A.28 INTERIOR ELEVATION - TOWER A GUEST TOILETS • •

A5.1AB.1 INTERIOR ELEVATIONS - TOWER AB - ENTRY LOBBY •

A5.1AB.2 INTERIOR ELEVATIONS - TOWER AB - LOBBY CONCIERGE & RECEPTION • •

A5.1B.01 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER • •

A5.1B.02 INTERIOR ELEVATIONS - TOWER B - GUEST BUSINESS CENTER, OFFICES • •

A5.1B.25 INTERIOR ELEVATIONS - TOWER B- APRES SKI • •

A5.1B.26 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.27 INTERIOR ELEVATIONS - TOWER B - APRES SKI • •

A5.1B.28 INTERIOR ELEVATIONS - TOWER A - CHILDREN'S ROOM •

A5.1B.30 INTERIOR ELEVATIONS - TOWER B - APRES SKI BAR • •

A5.1B.33 INTERIOR ELEVATIONS - TOWER B - SKI VALET • •

A5.1B.34 INTERIOR ELEVATIONS - TOWER B - SKI VALET BOH, HOA KITCHEN •

A5.1B.35 INTERIOR ELEVATIONS - TOWER B - SKI LOCKERS •

A5.1B.36 INTERIOR ELEVATIONS - TOWER B - GUEST TOILETS •

A5.1C.01 INTERIOR ELEVATIONS - TOWER C - ENTRY LOBBY •

A5.1C.02 INTERIOR ELEVATIONS - TOWER C - VESTIBULE •

A5.1C.03 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.04 INTERIOR ELEVATIONS - TOWER C - SKIER LOUNGE •

A5.1C.05 INTERIOR ELEVATIONS - TOWER C - OWNERS LOUNGE • •

A5.1C.06 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 1 •

A5.1C.07 INTERIOR ELEVATIONS - TOWER C - GOLF SIMULATOR ROOM 2 •

A5.1C.08 INTERIOR ELEVATIONS - TOWER C - TOILET 1 •

A5.2.A INTERIOR ELEVATIONS - UNIT A - KITCHEN - LIVING •

A5.2.B INTERIOR ELEVATIONS - UNIT B - KITCHEN - LIVING •

A5.2.C INTERIOR ELEVATIONS - UNIT C - KITCHEN - LIVING •

A5.2.D INTERIOR ELEVATIONS - UNIT D - KITCHEN - LIVING •

A5.2.E INTERIOR ELEVATIONS - UNIT E - KITCHEN - LIVING •

A5.2.F INTERIOR ELEVATIONS - UNIT F - KITCHEN - LIVING •

A5.2.G INTERIOR ELEVATIONS - UNIT G - KITCHEN - LIVING •

A5.2.H1 INTERIOR ELEVATIONS - UNIT H - KITCHEN - LIVING •

A5.2.H2 INTERIOR ELEVATION - UNIT H •

A5.2.I1 INTERIOR ELEVATIONS - UNIT I - KITCHEN - LIVING •

A5.2.I2 INTERIOR ELEVATIONS - UNIT I •

A5.2.J1 INTERIOR ELEVATIONS - UNIT J - KITCHEN - LIVING •

A5.2.J2 INTERIOR ELEVATIONS - UNIT J •

A5.2.K1 INTERIOR ELEVATIONS - UNIT K - KITCHEN - LIVING •

A5.2.K2 INTERIOR ELEVATIONS - UNIT K •

A5.2.L INTERIOR ELEVATIONS - UNIT L - KITCHEN - LIVING •

A5.2.M INTERIOR ELEVATIONS - UNIT M - KITCHEN - LIVING •

A5.2.N INTERIOR ELEVATIONS - UNIT N - KITCHEN - LIVING •

A5.2.O1 INTERIOR ELEVATIONS -  UNIT O - KITCHEN - LIVING •

A5.2.O2 INTERIOR ELEVATIONS -  UNIT O • •

A5.2.O3 INTERIOR ELEVATIONS -  UNIT O - INTERIOR ELEVATIONS •

A5.2.P INTERIOR ELEVATIONS - UNIT P •

A5.2.Q INTERIOR ELEVATIONS - UNIT Q •

A5.2.R INTERIOR ELEVATIONS - UNIT R •

A5.3.10 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.11 INTERIOR ELEVATIONS - MASTER BATHROOMS • •

A5.3.12 INTERIOR ELEVATIONS - MASTER BATHROOMS •

A5.3.20 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.21 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.22 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.23 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.24 INTERIOR ELEVATIONS - BATHROOMS • •

A5.3.25 INTERIOR ELEVATIONS - BATHROOMS •

A5.3.30 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.31 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.32 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.33 INTERIOR ELEVATIONS - ANSI BATHROOMS • •

A5.3.34 INTERIOR ELEVATIONS - TYPE A ACCESSIBLE BATHROOM • •

A5.3.40 INTERIOR ELEVATIONS - POWDER ROOMS • •

A5.3.41 INTERIOR ELEVATIONS - ANSI POWDER • •

A5.5.1 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A5.5.2 INTERIOR ELEVATIONS - UNIT CASEWORK TYP •

A6.1A.01a RCP - TOWER A - LVL B - AREA A • • •

A6.1A.01b RCP - TOWER A - LVL B - AREA B • • •

A6.1A.02a RCP - TOWER A - LVL P2 - AREA A •

A6.1A.02b RCP - TOWER A - LVL P2 - AREA B •

A6.1A.11a RCP - TOWER A - LVL 1 - AREA A • •

A6.1A.11b RCP - TOWER A - LVL 1 - AREA B • •

A6.1A.21 RCP - TOWER A - CORE 1 •

A6.1A.22 RCP - TOWER A - CORE 2 •

A6.1AB.1c RCP - LOBBY - AREA C •

A6.1AB.2c RCP - LOBBY - AREA C •

A6.1B.01 RCP - TOWER B - LVL B •

A6.1B.02d RCP - TOWER B - LVL P2 - AREA D •

A6.1B.02e RCP - TOWER B - LVL P2 - AREA E •

A6.1B.03d RCP - TOWER B - LVL P1 - AREA D •

A6.1B.03e RCP - TOWER B - LVL P1 - AREA E •

A6.1B.11d RCP - TOWER B - LVL 1 - AREA D • •

A6.1B.11e RCP - TOWER B - LVL 1 - AREA E • •

A6.1B.23 RCP - TOWER B - CORE 3 •

A6.1B.24 RCP - TOWER B - CORE 4 •

A6.1BC.1f RCP - TOWER BC CONNECTOR - AREA F • •

A6.1C.01 RCP - TOWER C - LVL P1 • •

A6.1C.11 RCP - TOWER C - LVL 1 •

A6.1C.12 RCP - TOWER C - CORES •

A6.2.A RCP - TOWER AB - UNIT A •

A6.2.B RCP - TOWER AB - UNIT B •

A6.2.C RCP - TOWER AB - UNIT C •

A6.2.D RCP - TOWER AB - UNIT D •

A6.2.E RCP - TOWER AB - UNIT E •

A6.2.F RCP - TOWER AB - UNIT F •

A6.2.G RCP - TOWER AB - UNIT G •

A6.2.H RCP - TOWER AB - UNIT H •

A6.2.I RCP - TOWER AB - UNIT I •

A6.2.J RCP - TOWER AB - UNIT J •

A6.2.K RCP - TOWER AB - UNIT K •

A6.2.L RCP - TOWER C - UNIT L •

A6.2.M RCP - TOWER C - UNIT M •

A6.2.N RCP - TOWER C - UNIT N •

A6.2.O RCP - TOWER C - UNIT O • • •

A6.2.P RCP - TOWER AB - UNIT P •
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S2.C.13.R TOWER C LEVEL 3 REINFORCING PLAN •

S2.C.14 TOWER C LEVEL 4 FRAMING PLAN • • •

S2.C.14.R TOWER C LEVEL 4 REINFORCING PLAN •

S2.C.15 TOWER C LEVEL 5 FRAMING PLAN • • •

S2.C.15.R TOWER C LEVEL 5 REINFORCING PLAN •

S2.C.16 TOWER C LEVEL 6 FRAMING PLAN • • •

S2.C.16.R TOWER C LEVEL 6 REINFORCING PLAN •

S2.C.17 TOWER C LEVEL 7 FRAMING PLAN • • •

S2.C.17.R TOWER C LEVEL 7 REINFORCING PLAN •

S2.C.18 TOWER C LEVEL 8 FRAMING PLAN • •

S2.C.18.R TOWER C LEVEL 8 REINFORCING PLAN •

S2.C.19 TOWER C ROOF LEVEL FRAMING PLAN • • •

S2.C.20 TOWER C EMBEDDED HSS ROOF FRAMING PLAN •

S2.C.50 TOWER C PARTIAL PLANS •

S3.30 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.31 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.32 TOWER A & B BASEMENT WALL ELEVATIONS • •

S3.33 TOWER A & B BASEMENT WALL ELEVATIONS • • •

S3.35 TOWER A & B BASEMENT WALL SECTIONS •

S3.40 TOWER C BASEMENT WALL ELEVATIONS • •

S3.45 TOWER C BASEMENT WALL SECTIONS •

S3.A1 TOWER A WEST CORE WALL ELEVATIONS •

S3.A2 TOWER A EAST CORE WALL ELEVATIONS •

S3.A10 TOWER A WEST CORE WALL SECTIONS •

S3.A11 TOWER A WEST CORE WALL SECTIONS •

S3.A20 TOWER A EAST CORE WALL SECTIONS •

S3.A21 TOWER A EAST CORE WALL SECTIONS •

S3.B1 TOWER B NORTH CORE WALL ELEVATIONS •

S3.B2 TOWER B SOUTH CORE WALL ELEVATIONS •

S3.B10 TOWER B NORTH CORE WALL SECTIONS •

S3.B11 TOWER B NORTH CORE WALL SECTIONS •

S3.B20 TOWER B SOUTH CORE WALL SECTIONS •

S3.B21 TOWER B SOUTH CORE WALL SECTIONS •

S3.C1 TOWER C SHEAR WALL ELEVATIONS •

S3.C2 TOWER C SHEAR WALL ELEVATIONS •

S3.C10 TOWER C SHEAR WALL SECTIONS •

S3.C20 TOWER C SHEAR WALL SECTIONS •

S4.00 COLUMN SCHEDULES • •

S4.01 TYPICAL CONCRETE COLUMN DETAILS •

S4.02 TYPICAL CONCRETE DETAILS •

S4.03 TYPICAL CONCRETE BEAM DETAILS AND SCHEDULE • • •

S4.04 TYPICAL MILD SLAB DETAILS •

S4.05 TYPICAL POST-TENSIONED SLAB DETAILS •

S4.06 TYPICAL STUD RAIL DETAILS AND SCHEDULE •

S4.07 TYPICAL OPENINGS AND EMBEDMENTS IN CONCRETE •

S4.08 TYPICAL SHEAR WALL DETAILS •

S4.09 TYPICAL COUPLING BEAM DETAILS AND SCHEDULES •

S4.11 TYPICAL STEEL DETAILS • • •

S4.12 TYPICAL STEEL DETAILS • •

S4.13 TYPICAL STEEL BEAM CONNECTIONS TO CONCRETE •

S4.14 TYPICAL STEEL DECK DETAILS •

S4.15 TYPICAL STEEL DECK DETAILS •

S4.16 TYPICAL STEEL DETAILS •

S4.21 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.22 TYPICAL NON-LOAD BEARING CMU WALL DETAILS •

S4.A.10 TYPICAL A STEEL COLUMN SCHEDULE • •

S4.B.10 TYPICAL B STEEL COLUMN SCHEDULE • •

S4.C.10 TYPICAL C STEEL COLUMN SCHEDULE •

S5.01 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.02 TOWER A & B CONCRETE SECTIONS AND DETAILS •

S5.05 TOWER C CONCRETE SECTIONS AND DETAILS • •

S5.06 TOWER C CONCRETE SECTIONS AND DETAILS •

S6.00 TOWER A & B STEEL SECTIONS AND DETAILS •

S6.01 TOWER A & B STEEL SECTIONS AND DETAILS • •

S6.05 TOWER C STEEL SECTIONS AND DETAILS • •

S6.06 TOWER C STEEL SECTIONS AND DETAILS • •

ARCHITECTURAL

A1.00 SITE PLAN •

A1.01 SITE DIAGRAM •

A2.0.01 PLAN - OVERALL - LVL B •

A2.0.02 PLAN - OVERALL - LVL P2 •

A2.0.11 PLAN - OVERALL - LVL 1 •

A2.0.12 PLAN - OVERALL - LVL 2 •

A2.0.13 PLAN - OVERALL - LVL 3 •

A2.0.14 PLAN - OVERALL - LVL 4 •

A2.0.15 PLAN - OVERALL - LVL 5 •

A2.0.16 PLAN - OVERALL - LVL 6 •

A2.0.17 PLAN - OVERALL - ROOF - LVL 6 •

A2.0.18 PLAN - OVERALL - LVL 7 •

A2.0.19 PLAN - OVERALL - LVL 8 •

A2.0.20 PLAN - OVERALL - ROOF - PH •

A2.0.R PLAN - OVERALL - ROOF •

A2.1A.01 CONCRETE PLAN - TOWER A - LVL B • • •

A2.1A.02 CONCRETE PLAN - TOWER A - LVL P2 • •

A2.1A.03 CONCRETE PLAN - TOWER A - LVL P2 SPLIT SLAB • •

A2.1A.11 CONCRETE PLAN - TOWER A - LVL 1 • •

A2.1A.12 CONCRETE PLAN - TOWER A - LVL 2 •

A2.1A.13 CONCRETE PLAN - TOWER A - LVL 3 •

A2.1A.14 CONCRETE PLAN - TOWER A - LVL 4 •

A2.1A.15 CONCRETE PLAN - TOWER A - LVL 5 •

A2.1A.16 CONCRETE PLAN - TOWER A - LVL 6 •

A2.1A.17 CONCRETE PLAN - TOWER A - ROOF •

A2.1AB.0 CONCRETE PLAN - TOWER AB CONNECTOR - LVL 1 & P2 • •

A2.1AB.11 CONCRETE PLAN - TOWER AB CONNECTOR - ROOF •

A2.1B.01 CONCRETE PLAN - TOWER B - LVL B • •

A2.1B.02 CONCRETE PLAN - TOWER B - LVL P2 • •

A2.1B.03 CONCRETE PLAN - TOWER B - LVL P2 SPLIT SLAB • •

A2.1B.04 CONCRETE PLAN - TOWER B - LVL P1 • •

A2.1B.11 CONCRETE PLAN - TOWER B - LVL 1 • •

A2.1B.12 CONCRETE PLAN - TOWER B - LVL 2 •

A2.1B.13 CONCRETE PLAN - TOWER B - LVL 3 •

A2.1B.14 CONCRETE PLAN - TOWER B - LVL 4 •

A2.1B.15 CONCRETE PLAN - TOWER B - LVL 5 •

A2.1B.16 CONCRETE PLAN - TOWER B - LVL 6 •

A2.1B.17 CONCRETE PLAN - TOWER B - LVL 7 •

A2.1B.18 CONCRETE PLAN - TOWER B - ROOF •

A2.1BC.1 CONCRETE PLAN - TOWER BC CONNECTOR - LVL 1 & ROOF • •

A2.1C.01 CONCRETE PLAN - TOWER C - LVL P1 • • •

A2.1C.11 CONCRETE PLAN - TOWER C - LVL 1 • •

A2.1C.12 CONCRETE PLAN - TOWER C - LVL 2 • •

A2.1C.13 CONCRETE PLAN - TOWER C - LVL 3 •

A2.1C.14 CONCRETE PLAN - TOWER C - LVL 4 •

A2.1C.15 CONCRETE PLAN - TOWER C - LVL 5 •

A2.1C.16 CONCRETE PLAN - TOWER C - LVL 6 •

A2.1C.17 CONCRETE PLAN - TOWER C - LVL 7 •

A2.1C.18 CONCRETE PLAN - TOWER C - LVL 8 •

A2.1C.19 CONCRETE PLAN - TOWER C - ROOF •

A2.2.0 PRECAST BALCONY TYPES •

A2.2A.01 PLAN - TOWER A - LVL B • • •

A2.2A.02 PLAN - TOWER A - LVL P2 • •

A2.2A.11 PLAN - TOWER A - LVL 1 •

A2.2A.12 PLAN - TOWER A - LVL 2 •

A2.2A.13 PLAN - TOWER A - LVL 3 •

A2.2A.14 PLAN - TOWER A - LVL 4 •

A2.2A.15 PLAN - TOWER A - LVL 5 •

A2.2A.16 PLAN - TOWER A - LVL 6 •

A2.2A.R PLAN - TOWER A - ROOF •

A2.2AB.11 PLAN - LOBBY •

A2.2B.01 PLAN - TOWER B - LVL B • •

A2.2B.02 PLAN - TOWER B - LVL P2 • •

A2.2B.03 PLAN - TOWER B - LVL P1 •

A2.2B.11 PLAN - TOWER B - LVL 1 • • •

A2.2B.12 PLAN - TOWER B - LVL 2 •

A2.2B.13 PLAN - TOWER B - LVL 3 •

A2.2B.14 PLAN - TOWER B - LVL 4 •

A2.2B.15 PLAN - TOWER B - LVL 5 •

A2.2B.16 PLAN - TOWER B - LVL 6 •

A2.2B.17 PLAN - TOWER B - LVL 7 •

A2.2B.R PLAN - TOWER B - ROOF •

A2.2BC.11 PLAN - TOWER BC CONNECTOR • •

A2.2C.01 PLAN - TOWER C - LVL P1 • •

A2.2C.11 PLAN - TOWER C - LVL 1 • •

A2.2C.12 PLAN - TOWER C - LVL 2 •

A2.2C.13 PLAN - TOWER C - LVL 3 •

A2.2C.14 PLAN - TOWER C - LVL 4 •

A2.2C.15 PLAN - TOWER C - LVL 5 •

A2.2C.16 PLAN - TOWER C - LVL 6 •

A2.2C.17 PLAN - TOWER C - LVL 7 •

A2.2C.19 PLAN - TOWER C - LVL 8 •

A2.2C.R PLAN - TOWER C - ROOF •

A2.3A.01a PLAN - TOWER A - LVL B - AREA A • • •

A2.3A.01b PLAN - TOWER A - LVL B - AREA B • •

A2.3A.02a PLAN - TOWER A - LVL P2 - AREA A • •

A2.3A.02b PLAN - TOWER A - LVL P2 - AREA B •

A2.3A.11a PLAN - TOWER A - LVL 1 - AREA A •

A2.3A.11b PLAN - TOWER A - LVL 1 - AREA B •

A2.3A.21 PLAN - TOWER A - CORE 1 •

A2.3A.22 PLAN - TOWER A - CORE 2 •

A2.3AB.0c PLAN - LOBBY - LVL P2 - AREA C •

A2.3AB.1c PLAN - LOBBY - LVL 1 - AREA C •

A2.3B.01 PLAN - TOWER B - LVL B • •

A2.3B.02d PLAN - TOWER B - LVL P2- AREA D •

A2.3B.02e PLAN - TOWER B - LVL P2- AREA E •

A2.3B.03d PLAN - TOWER B - LVL P1- AREA D •

A2.3B.03e PLAN - TOWER B - LVL P1- AREA E •

A2.3B.11d PLAN - TOWER B - LVL 1- AREA D • •

A2.3B.11e PLAN - TOWER B - LVL 1- AREA E •

A2.3B.23 PLAN - TOWER B - CORE 3 •

A2.3B.24 PLAN - TOWER B - CORE 4 •

A2.3C.02 PLAN - TOWER C - LVL P1 • •

A2.3C.11 PLAN - TOWER C - LVL 1 • •

A2.3C.25 PLAN - TOWER C - CORES •

A2.4.A UNIT PLAN - TOWER AB-UNIT A •

A2.4.B UNIT PLAN - TOWER AB-UNIT B •

A2.4.C UNIT PLAN - TOWER AB-UNIT C •

A2.4.D UNIT PLAN - TOWER AB-UNIT D •

A2.4.E UNIT PLAN - TOWER AB-UNIT E •

A2.4.F UNIT PLAN - TOWER AB-UNIT F •

A2.4.G UNIT PLAN - TOWER AB-UNIT G •

A2.4.H UNIT PLAN - TOWER AB-UNIT H •

A2.4.I UNIT PLAN - TOWER AB-UNIT I •

A2.4.J UNIT PLAN - TOWER AB-UNIT J •

A2.4.K UNIT PLAN - TOWER AB-UNIT K •

A2.4.L UNIT PLAN - TOWER C - UNIT L •
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ARCHITECTURAL

A0.00 COVER PAGE • •

A0.01 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • • • •

A0.01.5 SHEET INDEX - ISSUED FOR CONSTRUCTION • • • • •

A0.02 GENERAL INFORMATION •

A0.03 ACCESSIBILITY •

A0.04 ACCESSIBILITY NOTES - MOUNTING HEIGHTS - ELEC •

A0.05 ACCESSIBILITY ROUTE AND DOORS •

A0.06 ACCESSIBILITY PUBLIC SPACES •

A0.07 ACCESSIBILITY NOTES & DIAGRAMS - TYPE A UNITS •

A0.08 ACCESSIBILITY NOTES & DIAGRAMS - TYPE B UNITS •

A0.10 ASSEMBLIES - FLOORS, CEILINGS, ROOFS •

A0.11 ASSEMBLIES - EXTERIOR WALLS, INTERIOR PARTITIONS •

A0.20 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.21 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.22 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.23 CODE SUMMARY - FIRE LIFE SAFETY REPORT •

A0.30 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.31 CODE ANALYSIS - LIFE SAFETY - TOWER AB PODIUM •

A0.32 CODE ANALYSIS - LIFE SAFETY - TOWER A •

A0.33 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.34 CODE ANALYSIS - LIFE SAFETY - TOWER B •

A0.35 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.36 CODE ANALYSIS - LIFE SAFETY - TOWER C •

A0.37 CODE ANALYSIS - OCCUPANCY AND PLUMBING FIXTURE CALCS •

A0.60 DOOR AND FRAME TYPES •

A0.61 DOOR SCHEDULE •

A0.70 CURTAIN WALL - AB •

A0.71 CURTAIN WALL - LOBBY •

A0.72 CURTAIN WALL - C •

A0.73 WINDOW TYPES - TYP •

A0.74 WINDOW TYPES - A •

A0.75 WINDOW TYPES - B •

A0.76 WINDOW TYPES - C •

A0.77 LOUVER SCHEDULE •

CIVIL

C.02 OVERALL SITE PLAN •

C.03 OVERALL GRADING PLAN •

C.04 OVERALL UTILITY PLAN •

C.05 DRY UTILITY PLAN •

C.06 OVERALL WATER UTILITY PLAN •

C.07 OVERALL SEWER PLAN •

C.08 FOUNDATION DRAIN PLAN •

C.09 CONDO ROAD PLAN & PROFILE •

C.10 OFF ROAD SEWER PLAN & PROFILE •

C.11 CONDO RETAINING WALL PLAN & PROFILE •

C.12 RETAINING WALL PLAN & PROFILE •

C.13 ADDITIONAL DRIVEWAY GRADING •

C.14 TOWER C GRADING PLAN •

C.15 POOL/PLAZA GRADING & UTILITY PLAN •

C.16 STORM WATER CALCULATIONS •

C.17 CONSTRUCTION MITIGATION PLAN & SWPPP •

C.18 GUARDSMAN ROAD PARKING PLAN •

C.19 DETAILS 1/2 •

C.20 DETAILS 2/2 •

LANDSCAPE

L001 OVERALL MAP •

L002 OVERALL MAP -ZOOM IN •

L003 KEY MAP •

L004 GENERAL NOTES •

L101 LAYOUT & MATERIALS PLAN •

L102 LAYOUT & MATERIALS PLAN •

L103 LAYOUT & MATERIALS PLAN •

L104 LAYOUT & MATERIALS PLAN •

L105 LAYOUT & MATERIALS PLAN •

L106 LAYOUT & MATERIALS PLAN •

L401 SITE DETAILS •

L402 SITE DETAILS •

L403 SITE DETAILS •

L404 SITE DETAILS •

L405 SITE DETAILS •

L406 SITE DETAILS •

L407 SITE DETAILS •

L408 SITE DETAILS •

L409 SITE DETAILS •

L410 SITE DETAILS •

L411 SITE DETAILS •

L412 SITE DETAILS •

L501 PLANTING PLAN •

L502 PLANTING PLAN •

L503 PLANTING PLAN •

L504 BUILDING A ROOF PLANTING PLAN •

L505 BUILDING B ROOF PLANTING PLAN •

L506 LOBBY & BUILDING C ROOF PLANTING PLAN •

L600 PLANTING SPECIFICATIONS •

L601 PLANTING SPECIFICATIONS •

L602 PLANTING DETAILS •

L700 IRRIGATION GENERAL NOTES •

L701 IRRIGATION PLAN •

L702 IRRIGATION PLAN •

L703 IRRIGATION PLAN •

L704 PLANTING PLAN •

L705 BUILDING A ROOF IRRIGATION PLAN •

L706 BUILDING B ROOF IRRIGATION PLAN •

L707 LOBBY & BUILDING C ROOF IRRIGATION PLAN •

L800 IRRIGATION DETAILS •

L801 IRRIGATION DETAILS •

L802 IRRIGATION DETAILS •

STRUCTURAL

S0.00 COVER •

S0.01 ABBREVIATIONS, LEGENDS, AND DRAWING LIST • •

S0.02 REINFORCING DETAILS •

S0.03 GENERAL NOTES •

S0.04 GENERAL NOTES •

S0.05 ISOMETRIC VIEWS •

S0.06 ISOMETRIC VIEWS •

S0.07 ISOMETRIC VIEWS •

S0.08 ISOMETRIC VIEWS •

S1.00 LOAD MAPS •

S1.01 LOAD MAPS •

S1.02 LOAD MAPS •

S1.03 LOAD MAPS •

S1.04 LOAD MAPS •

S1.05 LOAD MAPS •

S1.06 LOAD MAPS •

S1.07 LOAD MAPS •

S1.08 LOAD MAPS •

S1.09 LOAD MAPS •

S2.01 TOWER A & B LEVEL B1 COMPOSITE FRAMING PLAN •

S2.02 TOWER A & B LEVEL P2 COMPOSITE FRAMING PLAN •

S2.11 TOWER A LEVEL 1 & TOWER B LEVEL P1 COMPOSITE FRAMING PLAN •

S2.12 TOWER A LEVEL 2 & TOWER B LEVEL 1 COMPOSITE FRAMING PLAN •

S2.A.01 TOWER A LEVEL B1 FRAMING PLAN • •

S2.A.01.B TOWER A LEVEL B1 LONGITUDINAL REINFORCING PLAN • •

S2.A.01.V TOWER A LEVEL B1 SHEAR REINFORCING PLAN •

S2.A.02 TOWER A LEVEL P2 FRAMING PLAN •

S2.A.02.R TOWER A LEVEL P2 REINFORCING PLAN •

S2.A.11 TOWER A LEVEL 1 FRAMING PLAN • •

S2.A.11.R TOWER A LEVEL 1 REINFORCING PLAN • •

S2.A.12 TOWER A LEVEL 2 FRAMING PLAN • • •

S2.A.12.R TOWER A LEVEL 2 REINFORCING PLAN • •

S2.A.13 TOWER A LEVEL 3 FRAMING PLAN • •

S2.A.13.R TOWER A LEVEL 3 REINFORCING PLAN •

S2.A.14 TOWER A LEVEL 4 FRAMING PLAN • •

S2.A.14.R TOWER A LEVEL 4 REINFORCING PLAN •

S2.A.15 TOWER A LEVEL 5 FRAMING PLAN • •

S2.A.15.R TOWER A LEVEL 5 REINFORCING PLAN •

S2.A.16 TOWER A LEVEL 6 FRAMING PLAN • • •

S2.A.16.R TOWER A LEVEL 6 REINFORCING PLAN •

S2.A.17 TOWER A ROOF FRAMING PLAN • • •

S2.A.18 TOWER A EMBEDDED HSS ROOF FRAMING PLAN •

S2.A.50 TOWER A PARTIAL PLANS • •

S2.AB.01 TOWER A & B PARKING LEVEL 2 FRAMING PLAN •

S2.AB.11 AB CONNECTOR LEVEL 1 FRAMING PLAN •

S2.AB.11.
R

AB CONNECTOR LEVEL 1 REINFORCING PLAN •

S2.AB.12 AB CONNECTOR ROOF LEVEL FRAMING PLAN • •

S2.AB.13 AB CONNECTOR EMBEDDED HSS ROOF FRAMING PLAN • •

S2.B.01 TOWER B LEVEL B1 FRAMING PLAN • •

S2.B.01.B TOWER B LEVEL B1 LONGITUDINAL REINFORCING PLAN • •

S2.B.01.V TOWER B LEVEL B1 SHEAR REINFORCING PLAN • •

S2.B.02 TOWER B LEVEL P2 FRAMING PLAN •

S2.B.02.B TOWER B LEVEL P2 MAT LONGITUDINAL REINFORCING PLAN •

S2.B.02.R TOWER B LEVEL P2 REINFORCING PLAN •

S2.B.02.V TOWER B LEVEL P2 MAT SHEAR REINFORCING PLAN •

S2.B.03 TOWER B LEVEL P1 FRAMING PLAN • •

S2.B.03.R TOWER B LEVEL P1 REINFORCING PLAN •

S2.B.11 TOWER B LEVEL 1 FRAMING PLAN • •

S2.B.11.R TOWER B LEVEL 1 REINFORCING PLAN •

S2.B.12 TOWER B LEVEL 2 FRAMING PLAN • •

S2.B.12.R TOWER B LEVEL 2 REINFORCING PLAN •

S2.B.13 TOWER B LEVEL 3 FRAMING PLAN • •

S2.B.13.R TOWER B LEVEL 3 REINFORCING PLAN •

S2.B.14 TOWER B LEVEL 4 FRAMING PLAN • •

S2.B.14.R TOWER B LEVEL 4 REINFORCING PLAN •

S2.B.15 TOWER B LEVEL 5 FRAMING PLAN • •
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S2.B.50 TOWER B PARTIAL PLANS • •

S2.C.01 TOWER C FOUNDATION LEVEL FRAMING PLAN • •

S2.C.01.B TOWER C FOUNDATION LONGITUDINAL REINFORCING PLAN •

S2.C.01.V TOWER C FOUNDATION SHEAR REINFORCING PLAN •

S2.C.11 TOWER C LEVEL 1 FRAMING PLAN •

S2.C.11.R TOWER C LEVEL 1 REINFORCING PLAN • •

S2.C.12 TOWER C LEVEL 2 FRAMING PLAN • • •

S2.C.12.R TOWER C LEVEL 2 REINFORCING PLAN •

S2.C.13 TOWER C LEVEL 3 FRAMING PLAN • • •
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FP2.2A.11 FIRE PROTECTION PLAN - TOWER A - LVL 1 •

FP2.2A.12 FIRE PROTECTION PLAN - TOWER A - LVL 2 •

FP2.2A.13 FIRE PROTECTION PLAN - TOWER A - LVL 3 •

FP2.2A.14 FIRE PROTECTION PLAN - TOWER A - LVL 4 •

FP2.2A.15 FIRE PROTECTION PLAN - TOWER A - LVL 5 •

FP2.2A.16 FIRE PROTECTION PLAN - TOWER A - LVL 6 •

FP2.2A.R FIRE PROTECTION PLAN - TOWER A - ROOF •

FP2.2AB.1
1

FIRE PROTECTION PLAN - TOWER AB - LOBBY •

FP2.2B.01 FIRE PROTECTION PLAN - TOWER B - LVL B •

FP2.2B.02 FIRE PROTECTION PLAN - TOWER B - LVL P2 •

FP2.2B.03 FIRE PROTECTION PLAN - TOWER B - LVL P1 •

FP2.2B.11 FIRE PROTECTION PLAN - TOWER B - LVL 1 •

FP2.2B.12 FIRE PROTECTION PLAN - TOWER B - LVL 2 •

FP2.2B.13 FIRE PROTECTION PLAN - TOWER B - LVL 3 •

FP2.2B.14 FIRE PROTECTION PLAN - TOWER B - LVL 4 •

FP2.2B.15 FIRE PROTECTION PLAN - TOWER B - LVL 5 •

FP2.2B.16 FIRE PROTECTION PLAN - TOWER B - LVL 6 •

FP2.2B.17 FIRE PROTECTION PLAN - TOWER B - LVL 7 •

FP2.2B.R FIRE PROTECTION PLAN - TOWER B - ROOF •

FP2.2C.01 FIRE PROTECTION PLAN - TOWER C - PARKING LEVEL •

FP2.2C.11 FIRE PROTECTION PLAN - TOWER C - LEVEL 1 •

FP2.2C.12 FIRE PROTECTION PLAN - TOWER C - LEVEL 2 •

FP2.2C.13 FIRE PROTECTION PLAN - TOWER C - LEVEL 3 •

FP2.2C.14 FIRE PROTECTION PLAN - TOWER C - LEVEL 4 •

FP2.2C.15 FIRE PROTECTION PLAN - TOWER C - LEVEL 5 •

FP2.2C.16 FIRE PROTECTION PLAN - TOWER C - LEVEL 6 •

FP2.2C.17 FIRE PROTECTION PLAN - TOWER C - LEVEL 7 •

FP2.2C.18 FIRE PROTECTION PLAN - TOWER C - LEVEL 8 •

FP2.2C.R FIRE PROTECTION PLAN - TOWER C - ROOF LEVEL •

FP2.4.01 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.02 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.03 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.04 FIRE PROTECTION UNIT PLANS - TOWER C •

FP4.01 FIRE PUMP ROOM - ENLARGED PLAN & SECTIONS •

FP6.01 FIRE PROTECTION RISER DIAGRAM •

FP7.01 FIRE PROTECTION DETAILS •

VERTICAL TRANSPORTATION

VT.01 GENERAL ELEVATOR INFORMATION •

VT.02 PLANS AND HOISTWAY SECTION - TOWER A - ELEVATOR KITCHEN
SERVICE

•

VT.03 PLANS AND HOISTWAY SECTIONS - TOWER A - ELEVATORS TENANT 1 & 2 •

VT.04 PLANS AND HOISTWAY SECTION - TOWER B - ELEVATOR LOBBY SHUTTLE •

VT.05 PLANS AND HOISTWAY SECTIONS - TOWER B - ELEVATORS TENANT 3 & 4 •

VT.06 PLANS AND HOISTWAY SECTION - TOWER C - ELEVATOR TENANT 5 •

POOL

W0-0.00 SHEET INDEX/SYMBOLS & ABBREVIATIONS •

W0-0.01 GENERAL NOTES •

W0-1.01 OVERALL SITE PLAN •

W0-1.02 OVERALL SITE PIPING PLAN •

W1-1.01 POOL SITE PIPING PLAN •

W1-1.10 POOL SECTIONS •

W1-2.01 SPA 1 SITE LAYOUT PLAN •

W1-2.02 SPA 1 SITE PIPING PLAN •

W1-2.10 SPA 1 SECTIONS •

W1-3.01 SPA 2 SITE LAYOUT PLAN •

W1-3.02 SPA 2 SITE PIPING PLAN •

W1-3.10 SPA 2 SECTIONS •

W4-1.01 POOL FILTRATION FLOW DIAGRAM •

W4-1.02 SPA 1 FILTRATION FLOW DIAGRAM •

W4-1.03 SPA 2 FILTRATION FLOW DIAGRAM •

W4-1.20 MECH RM LAYOUT PLAN •

W4-1.21 MECH RM EQUIPMENT PAD PLAN •

W4-1.30 MECH RM SECTIONS •

W4-1.31 MECH RM SECTIONS •

W4-1.32 MECH RM SECTIONS •

W5-1.01 GENERAL DETAILS •

W5-1.02 GENERAL DETAILS •

W5-1.03 GENERAL DETAILS •

W5-1.04 GENERAL DETAILS •

W5-1.05 GENERAL DETAILS •

W5-1.06 GENERAL DETAILS •

W5-1.07 GENERAL DETAILS •

WE-0.00 ELECTRICAL GENERAL NOTES •

WE-1.00 OVERALL SITE PLAN •

WE-1.01 POOL AND SPAS ELECTRICAL PLAN •

WE-2.01 MECH RM LAYOUT PLAN •

WE-4.01 MECH RM INPUT DETAILS •

WE-4.02 MECH RM OUTPUT DETAILS •

WE-5.01 ELECTRICAL DETAILS •

WE-5.02 ELECTRICAL DETAILS •

WE-5.03 ELECTRICAL DETAILS •

WE-5.04 ELECTRICAL DETAILS •

WE-6.01 ELECTRICAL SCHEDULES •

WE-7.01 ONE-LINE DIAGRAM •
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E3.2A.11 TOWER A - LVL 1 ELECTRICAL LIGHTING PLAN •

E3.2A.12 TOWER A - LVL 2 ELECTRICAL LIGHTING PLAN •

E3.2A.13 TOWER A - LVL 3 ELECTRICAL LIGHTING PLAN •

E3.2A.14 TOWER A - LVL 4 ELECTRICAL LIGHTING PLAN •

E3.2A.15 TOWER A - LVL 5 ELECTRICAL LIGHTING PLAN •

E3.2A.16 TOWER A - LVL 6 ELECTRICAL LIGHTING PLAN •

E3.2AB.11 ELECTRICAL LIGHTING PLAN TOWER AB LOBBY •

E3.2B.01 TOWER B - LVL B ELECTRICAL LIGHTING PLAN •

E3.2B.02 TOWER B - LVL P2 ELECTRICAL LIGHTING PLAN •

E3.2B.03 TOWER B - LVL P1 ELECTRICAL LIGHTING PLAN •

E3.2B.11 TOWER B - LVL 1 ELECTRICAL LIGHTING PLAN •

E3.2B.12 TOWER B - LVL 2 ELECTRICAL LIGHTING PLAN •

E3.2B.13 TOWER B - LVL 3 ELECTRICAL LIGHTING PLAN •

E3.2B.14 TOWER B - LVL 4 ELECTRICAL LIGHTING PLAN •

E3.2B.15 TOWER B - LVL 5 ELECTRICAL LIGHTING PLAN •

E3.2B.16 TOWER B - LVL 6 ELECTRICAL LIGHTING PLAN •

E3.2B.17 TOWER B - LVL 7 ELECTRICAL LIGHTING PLAN •

E3.3C.01 TOWER C - LVL P1 ELECTRICAL LIGHTING PLAN •

E3.3C.11 TOWER C - LVL 1 ELECTRICAL LIGHTING PLAN •

E3.3C.12 TOWER C - LVL 2 ELECTRICAL LIGHTING PLAN •

E3.3C.13 TOWER C - LVL 3 ELECTRICAL LIGHTING PLAN •

E3.3C.14 TOWER C - LVL 4 ELECTRICAL LIGHTING PLAN •

E3.3C.15 TOWER C - LVL 5 ELECTRICAL LIGHTING PLAN •

E3.3C.16 TOWER C - LVL 6 ELECTRICAL LIGHTING PLAN •

E3.3C.17 TOWER C - LVL 7 ELECTRICAL LIGHTING PLAN •

E3.3C.18 TOWER C - LVL 8 ELECTRICAL LIGHTING PLAN •

E3.4.A TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT A • •

E3.4.B TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT B • •

E3.4.C TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT C • •

E3.4.D TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT D • •

E3.4.E TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT E • •

E3.4.F TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT F • •

E3.4.G TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT G • •

E3.4.H TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT H • •

E3.4.I TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT I • •

E3.4.J TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT J • •

E3.4.K TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT K • •

E3.4.L TOWER C ELECTRICAL LIGHTING PLAN - UNIT L • •

E3.4.M TOWER C ELECTRICAL LIGHTING PLAN - UNIT M • •

E3.4.N TOWER C ELECTRICAL LIGHTING PLAN - UNIT N • •

E3.4.O TOWER C ELECTRICAL LIGHTING PLAN - UNIT O • • •

E3.4.P TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT P • •

E3.4.Q TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT Q • •

E3.4.R TOWER C ELECTRICAL LIGHTING PLAN - UNIT R • •

E4.01AB ELECTRICAL ENLARGED PLANS • •

E4.01C ELECTRICAL ENLARGED PLANS •

E5.01AB ELECTRICAL ONE-LINE • •

E5.01C ELECTRICAL ONE-LINE • • •

E6.01AB ELECTRICAL DETAILS •

E6.02AB ELECTRICAL WIRING SCHEDULES •

E6.03.1AB LUMINAIRE SCHEDULE •

E6.03.2AB LUMINAIRE SCHEDULE •

E6.04AB ELECTRICAL SCHEDULES • •

E6.05AB ELECTRICAL SCHEDULES • • •

E6.06AB ELECTRICAL SCHEDULES • •

E6.07AB ELECTRICAL SCHEDULES • •

E6.08AB ELECTRICAL SCHEDULES • •

E6.09AB ELECTRICAL SCHEDULES • •

E6.10AB ELECTRICAL SCHEDULES • •

E6.11C ELECTRICAL SCHEDULES •

E6.12C ELECTRICAL SCHEDULES •

E6.13C ELECTRICAL SCHEDULES •

E7.01AB ELECTRICAL CONNECTION SCHEDULE UNITS •

E7.02AB ELECTRICAL CONNECTION SCHEDULE •

E7.03AB ELECTRICAL CONNECTION SCHEDULE • •

PLUMBING

P0.01 PLUMBING LEGEND & ABBREVIATIONS • •

P0.02 PLUMBING SCHEDULES • • •

P2.2A.01 PLAN - TOWER A - LVL B • • •

P2.2A.01U PLAN - TOWER A - LVL BU • • •

P2.2A.02 PLAN - TOWER A - LVL P2 • •

P2.2A.11 PLAN - TOWER A - LVL 1 • •

P2.2A.12 PLAN - TOWER A - LVL 2 • •

P2.2A.13 PLAN - TOWER A - LVL 3 • •

P2.2A.14 PLAN - TOWER A - LVL 4 • •

P2.2A.15 PLAN - TOWER A - LVL 5 • •

P2.2A.16 PLAN - TOWER A - LVL 6 • •

P2.2A.R PLAN - TOWER A - ROOF •

P2.2AB.11 PLAN - LOBBY •

P2.2B.01 PLAN - TOWER B - LVL B1 • •

P2.2B.01U PLAN - TOWER B - LVL B1U • •

P2.2B.02 PLAN - TOWER B - LVL P2 • •

P2.2B.03 PLAN - TOWER B - LVL P1 •

P2.2B.11 PLAN - TOWER B - LVL 1 •

P2.2B.12 PLAN - TOWER B - LVL 2 •

P2.2B.13 PLAN - TOWER B - LVL 3 •

P2.2B.14 PLAN - TOWER B - LVL 4 •

P2.2B.15 PLAN - TOWER B - LVL 5 •

P2.2B.16 PLAN - TOWER B - LVL 6 •

P2.2B.17 PLAN - TOWER B - LVL 7 •

P2.2B.R PLAN - TOWER B - ROOF •

P2.2BC.11 PLAN - TOWER BC CONNECTOR •

P2.2C.01 PLAN - TOWER C - LVL P1 • •

P2.2C.01U PLAN - TOWER C - LVL P1U •

P2.2C.11 PLAN - TOWER C - LVL 1 • •

P2.2C.12 PLAN - TOWER C - LVL 2 •

P2.2C.13 PLAN - TOWER C - LVL 3 •

P2.2C.14 PLAN - TOWER C - LVL 4 •

P2.2C.15 PLAN - TOWER C - LVL 5 •

P2.2C.16 PLAN - TOWER C - LVL 6 • •

P2.2C.17 PLAN - TOWER C - LVL 7 • • •

P2.2C.19 PLAN - TOWER C - LVL 8 • • •

P2.2C.R PLAN - TOWER C - ROOF •

P2.4A UNIT PLAN - TOWER A/B-UNIT A •

P2.4B UNIT PLAN - TOWER A/B-UNIT B •

P2.4C UNIT PLAN - TOWER A/B-UNIT C •

P2.4D UNIT PLAN - TOWER A/B-UNIT D •

P2.4E UNIT PLAN - TOWER A/B-UNIT E •

P2.4F UNIT PLAN - TOWER A/B-UNIT F •

P2.4G UNIT PLAN - TOWER A/B-UNIT G •

P2.4H UNIT PLAN - TOWER A/B-UNIT H •

P2.4I UNIT PLAN - TOWER A/B-UNIT I •

P2.4J UNIT PLAN - TOWER A/B-UNIT J •

P2.4K UNIT PLAN - TOWER A/B-UNIT K •

P2.4L UNIT PLAN - TOWER C-UNIT L •

P2.4M UNIT PLAN - TOWER C-UNIT M •

P2.4N UNIT PLAN - TOWER C-UNIT N •

P2.4O UNIT PLAN - TOWER C-UNIT O • • •

P2.4R UNIT PLAN - TOWER C-UNIT R •

P2.4X UNIT PLAN - TOWER A/B-UNIT P & Q •

P5.01 PLUMBING ENLARGED PLANS •

P5.02 PLUMBING ENLARGED PLANS • •

P6.01 DETAILS •

P6.02 DETAILS •

P6.03 DETAILS •

P7.01 DOMESTIC WATER RISER DIAGRAM •

P7.02 SANITARY RISER DIAGRAM •

P7.03 STORM RISER DIAGRAM - TOWERA/B •

P7.04 STORM RISER DIAGRAM - TOWER C •

P7.05 GAS RISER DIAGRAM •

P7.06 SANITARY RISER DIAGRAM •

P7.07 SANITARY RISER DIAGRAM •

P7.08 SANITARY RISER DIAGRAM •

FIRE PROTECTION

FA0.00 FIRE ALARM NOTES, LEGEND AND DESIGN CRITERIA •

FA2.2A.01 FIRE ALARM PLAN - TOWER A - LVL B •

FA2.2A.02 FIRE ALARM PLAN - TOWER A - LVL P2 •

FA2.2A.11 FIRE ALARM PLAN - TOWER A - LVL 1 •

FA2.2A.12 FIRE ALARM PLAN - TOWER A - LVL 2 •

FA2.2A.13 FIRE ALARM PLAN - TOWER A - LVL 3 •

FA2.2A.14 FIRE ALARM PLAN - TOWER A - LVL 4 •

FA2.2A.15 FIRE ALARM PLAN - TOWER A - LVL 5 •

FA2.2A.16 FIRE ALARM PLAN - TOWER A - LVL 6 •

FA2.2A.R FIRE ALARM PLAN - TOWER A - ROOF •

FA2.2AB.1
1

FIRE ALARM PLAN - TOWER AB - LOBBY •

FA2.2B.01 FIRE ALARM PLAN - TOWER B - LVL B1 •

FA2.2B.02 FIRE ALARM PLAN - TOWER B - LVL P2 •

FA2.2B.03 FIRE ALARM PLAN - TOWER B - LVL P1 •

FA2.2B.11 FIRE ALARM PLAN - TOWER B - LVL 1 •

FA2.2B.12 FIRE ALARM PLAN - TOWER B - LVL 2 •

FA2.2B.13 FIRE ALARM PLAN - TOWER B - LVL 3 •

FA2.2B.14 FIRE ALARM PLAN - TOWER B - LVL 4 •

FA2.2B.15 FIRE ALARM PLAN - TOWER B - LVL 5 •

FA2.2B.16 FIRE ALARM PLAN - TOWER B - LVL 6 •

FA2.2B.17 FIRE ALARM PLAN - TOWER B - LVL 7 •

FA2.2B.R FIRE ALARM PLAN - TOWER B - ROOF •

FA2.2C.01 FIRE ALARM PLAN - TOWER C - PARKING LEVEL •

FA2.2C.11 FIRE ALARM PLAN - TOWER C - LEVEL 1 •

FA2.2C.12 FIRE ALARM PLAN - TOWER C - LEVEL 2 •

FA2.2C.13 FIRE ALARM PLAN - TOWER C - LEVEL 3 •

FA2.2C.14 FIRE ALARM PLAN - TOWER C - LEVEL 4 •

FA2.2C.15 FIRE ALARM PLAN - TOWER C - LEVEL 5 •

FA2.2C.16 FIRE ALARM PLAN - TOWER C - LEVEL 6 •

FA2.2C.17 FIRE ALARM PLAN - TOWER C - LEVEL 7 •

FA2.2C.18 FIRE ALARM PLAN - TOWER C - LEVEL 8 •

FA6.01 FIRE ALARM RISER DIAGRAM •

FA7.01 FIRE ALARM DETAILS •

FA8.01 FIRE ALARM SEQUENCES OF OPERATION •

FA9.01 FIRE FIGHTER'S SMOKE CONTROL PANEL •

FA9.02 FIRE PUMP STATUS/OVERRIDE PANEL •

FP0.00 FIRE PROTECTION NOTES, LEGEND AND DESIGN CRITERIA •

FP1.01 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.02 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.03 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.04 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.05 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.06 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.07 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP1.08 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP1.09 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP2.2A.01 FIRE PROTECTION PLAN - TOWER A - LVL B •

FP2.2A.02 FIRE PROTECTION PLAN - TOWER A - LVL P2 •
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MECHANICAL

M0.01 MECHANICAL LEGENDS AND ABBREVIATIONS •

M0.02 MECHANICAL GENERAL NOTES AND VENTILATION CALCULATION •

M0.03 MECHANICAL SCHEDULES • •

M0.04 MECHANICAL SCHEDULES • • •

M0.05 MECHANICAL SCHEDULES • •

M0.06 MECHANICAL SCHEDULES •

M0.07 MECHANICAL SCHEDULES • •

M0.08 HVAC LOAD CALCULATION •

M0.09 HVAC LOAD CALCULATION •

M0.10 HVAC LOAD CALCULATION •

M0.11 HVAC LOAD CALCULATION •

M0.12 HVAC LOAD CALCULATION •

M0.13 HVAC LOAD CALCULATION •

M0.14 HVAC LOAD CALCULATION •

M0.15 ENERGY CODE COMPLIANCE REPORT •

M1.00 MECHANICAL SITE PLAN - SNOW MELT •

M2.2A.01 TOWER A - LVL B MECHANICAL DUCT PLAN • •

M2.2A.02 TOWER A - LVL P2 MECHANICAL DUCT PLAN • •

M2.2A.11 TOWER A - LVL 1 MECHANICAL DUCT PLAN • •

M2.2A.12 TOWER A - LVL 2 MECHANICAL DUCT PLAN •

M2.2A.13 TOWER A - LVL 3 MECHANICAL DUCT PLAN •

M2.2A.14 TOWER A - LVL 4 MECHANICAL DUCT PLAN •

M2.2A.15 TOWER A - LVL 5 MECHANICAL DUCT PLAN •

M2.2A.16 TOWER A - LVL 6 MECHANICAL DUCT PLAN • •

M2.2A.R TOWER A - ROOF MECHANICAL DUCT PLAN • •

M2.2AB.11 MECHANICAL PLANS TOWER AB LOBBY •

M2.2B.01 TOWER B - LVL B MECHANICAL DUCT PLAN • •

M2.2B.02 TOWER B - LVL P2 MECHANICAL DUCT PLAN • •

M2.2B.03 TOWER B - LVL P1 MECHANICAL DUCT PLAN • •

M2.2B.11 TOWER B - LVL 1 MECHANICAL DUCT PLAN • •

M2.2B.12 TOWER B - LVL 2 MECHANICAL DUCT PLAN •

M2.2B.13 TOWER B - LVL 3 MECHANICAL DUCT PLAN •

M2.2B.14 TOWER B - LVL 4 MECHANICAL DUCT PLAN •

M2.2B.15 TOWER B - LVL 5 MECHANICAL DUCT PLAN •

M2.2B.16 TOWER B - LVL 6 MECHANICAL DUCT PLAN •

M2.2B.17 TOWER B - LVL 7 MECHANICAL DUCT PLAN • •

M2.2B.R TOWER B - ROOF MECHANICAL DUCT PLAN • •

M2.2BC.1
1

TOWER BC CONNECTOR - LVL 1 MECHANICAL PLAN •

M2.2C.01 TOWER C - LVL P1 MECHANICAL DUCT PLAN • •

M2.2C.11 TOWER C - LVL 1 MECHANICAL DUCT PLAN • •

M2.2C.12 TOWER C - LVL 2 MECHANICAL DUCT PLAN •

M2.2C.13 TOWER C - LVL 3 MECHANICAL DUCT PLAN •

M2.2C.14 TOWER C - LVL 4 MECHANICAL DUCT PLAN •

M2.2C.15 TOWER C - LVL 5 MECHANICAL DUCT PLAN •

M2.2C.16 TOWER C - LVL 6 MECHANICAL DUCT PLAN •

M2.2C.17 TOWER C - LVL 7 MECHANICAL DUCT PLAN •

M2.2C.18 TOWER C - LVL 8 MECHANICAL DUCT PLAN •

M2.2C.R TOWER C - ROOF MECHANICAL DUCT PLAN • •

M2.4.A ENLARGED MECHANICAL PLAN - UNIT A • •

M2.4.B ENLARGED MECHANICAL PLAN - UNIT B • •

M2.4.C ENLARGED MECHANICAL PLAN - UNIT C • •

M2.4.D ENLARGED MECHANICAL PLAN - UNIT D • •

M2.4.E ENLARGED MECHANICAL PLAN - UNIT E • •

M2.4.F ENLARGED MECHANICAL PLAN - UNIT F • •

M2.4.G ENLARGED MECHANICALPLAN - UNIT G • •

M2.4.H ENLARGED MECHANICAL PLAN - UNIT H • •

M2.4.I ENLARGED MECHANICAL PLAN - UNIT I • •

M2.4.J ENLARGED MECHANICAL PLAN - UNIT J • •

M2.4.K ENLARGED MECHANICAL PLAN - UNIT K • •

M2.4.L ENLARGED MECHANICAL PLAN - UNIT L • •

M2.4.M ENLARGED MECHANICAL PLAN - UNIT M • •

M2.4.N ENLARGED MECHANICAL PLAN - UNIT N • •

M2.4.O ENLARGED MECHANICAL PLAN - UNIT O • • •

M2.4.P ENLARGED MECHANICAL DUCT PLAN - UNIT P • •

M2.4.Q ENLARGED MECHANICAL DUCT PLAN - UNIT Q • •

M2.4.R ENLARGED MECHANICAL PLAN - UNIT R • •

M3.2A.01 TOWER A - LVL B1 MECHANICAL PIPING PLAN •

M3.2A.02 TOWER A - LVL P2 MECHANICAL PIPING PLAN •

M3.2A.11 TOWER A - LVL 1 MECHANICAL PIPING PLAN •

M3.2A.12 TOWER A - LVL 2 MECHANICAL PIPING PLAN •

M3.2A.13 TOWER A - LVL 3 MECHANICAL PIPING PLAN •

M3.2A.14 TOWER A - LVL 4 MECHANICAL PIPING PLAN •

M3.2A.15 TOWER A - LVL 5 MECHANICAL PIPING PLAN •

M3.2A.16 TOWER A - LVL 6 MECHANICAL PIPING PLAN •

M3.2A.R TOWER A - ROOF MECHANICAL PIPING PLAN •

M3.2B.01 TOWER B - LVL B MECHANICAL PIPING PLAN •

M3.2B.02 TOWER B - LVL P2 MECHANICAL PIPING PLAN •

M3.2B.03 TOWER B - LVL P1 MECHANICAL PIPING PLAN •

M3.2B.11 TOWER B - LVL 1 MECHANICAL PIPING PLAN •

M3.2B.12 TOWER B - LVL 2 MECHANICAL PIPING PLAN •

M3.2B.13 TOWER B - LVL 3 MECHANICAL PIPING PLAN •

M3.2B.14 TOWER B - LVL 4 MECHANICAL PIPING PLAN •

M3.2B.15 TOWER B - LVL 5 MECHANICAL PIPING PLAN •

M3.2B.16 TOWER B - LVL 6 MECHANICAL PIPING PLAN •
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FA2.2B.01 FIRE ALARM PLAN - TOWER B - LVL B1 •

FA2.2B.02 FIRE ALARM PLAN - TOWER B - LVL P2 •

FA2.2B.03 FIRE ALARM PLAN - TOWER B - LVL P1 •

FA2.2B.11 FIRE ALARM PLAN - TOWER B - LVL 1 •

FA2.2B.12 FIRE ALARM PLAN - TOWER B - LVL 2 •

FA2.2B.13 FIRE ALARM PLAN - TOWER B - LVL 3 •

FA2.2B.14 FIRE ALARM PLAN - TOWER B - LVL 4 •

FA2.2B.15 FIRE ALARM PLAN - TOWER B - LVL 5 •

FA2.2B.16 FIRE ALARM PLAN - TOWER B - LVL 6 •

FA2.2B.17 FIRE ALARM PLAN - TOWER B - LVL 7 •

FA2.2B.R FIRE ALARM PLAN - TOWER B - ROOF •

FA2.2C.01 FIRE ALARM PLAN - TOWER C - PARKING LEVEL •

FA2.2C.11 FIRE ALARM PLAN - TOWER C - LEVEL 1 •

FA2.2C.12 FIRE ALARM PLAN - TOWER C - LEVEL 2 •

FA2.2C.13 FIRE ALARM PLAN - TOWER C - LEVEL 3 •

FA2.2C.14 FIRE ALARM PLAN - TOWER C - LEVEL 4 •

FA2.2C.15 FIRE ALARM PLAN - TOWER C - LEVEL 5 •

FA2.2C.16 FIRE ALARM PLAN - TOWER C - LEVEL 6 •

FA2.2C.17 FIRE ALARM PLAN - TOWER C - LEVEL 7 •

FA2.2C.18 FIRE ALARM PLAN - TOWER C - LEVEL 8 •

FA6.01 FIRE ALARM RISER DIAGRAM •

FA7.01 FIRE ALARM DETAILS •

FA8.01 FIRE ALARM SEQUENCES OF OPERATION •

FA9.01 FIRE FIGHTER'S SMOKE CONTROL PANEL •

FA9.02 FIRE PUMP STATUS/OVERRIDE PANEL •

FP0.00 FIRE PROTECTION NOTES, LEGEND AND DESIGN CRITERIA •

FP1.01 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.02 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.03 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.04 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.05 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.06 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.07 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP1.08 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP1.09 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP2.2A.01 FIRE PROTECTION PLAN - TOWER A - LVL B •

FP2.2A.02 FIRE PROTECTION PLAN - TOWER A - LVL P2 •

DRAWING INDEX

SHEET NUMBER SHEET NAMES

IFC Set

1

IFC Set

2

IFC Set

3

ASI 001

07/19/24

ASI 002

07/26/24

ASI 003

08/23/24

ASI 004

08/16/24

ASI-003.1

10/18/24

MECHANICAL

M0.01 MECHANICAL LEGENDS AND ABBREVIATIONS •

M0.02 MECHANICAL GENERAL NOTES AND VENTILATION CALCULATION •

M0.03 MECHANICAL SCHEDULES • •

M0.04 MECHANICAL SCHEDULES • • •

M0.05 MECHANICAL SCHEDULES • •

M0.06 MECHANICAL SCHEDULES •

M0.07 MECHANICAL SCHEDULES • •

M0.08 HVAC LOAD CALCULATION •

M0.09 HVAC LOAD CALCULATION •

M0.10 HVAC LOAD CALCULATION •

M0.11 HVAC LOAD CALCULATION •

M0.12 HVAC LOAD CALCULATION •

M0.13 HVAC LOAD CALCULATION •

M0.14 HVAC LOAD CALCULATION •

M0.15 ENERGY CODE COMPLIANCE REPORT •

M1.00 MECHANICAL SITE PLAN - SNOW MELT •

M2.2A.01 TOWER A - LVL B MECHANICAL DUCT PLAN • •

M2.2A.02 TOWER A - LVL P2 MECHANICAL DUCT PLAN • •

M2.2A.11 TOWER A - LVL 1 MECHANICAL DUCT PLAN • •

M2.2A.12 TOWER A - LVL 2 MECHANICAL DUCT PLAN •

M2.2A.13 TOWER A - LVL 3 MECHANICAL DUCT PLAN •

M2.2A.14 TOWER A - LVL 4 MECHANICAL DUCT PLAN •

M2.2A.15 TOWER A - LVL 5 MECHANICAL DUCT PLAN •

M2.2A.16 TOWER A - LVL 6 MECHANICAL DUCT PLAN • •

M2.2A.R TOWER A - ROOF MECHANICAL DUCT PLAN • •

M2.2AB.11 MECHANICAL PLANS TOWER AB LOBBY •

M2.2B.01 TOWER B - LVL B MECHANICAL DUCT PLAN • •

M2.2B.02 TOWER B - LVL P2 MECHANICAL DUCT PLAN • •

M2.2B.03 TOWER B - LVL P1 MECHANICAL DUCT PLAN • •

M2.2B.11 TOWER B - LVL 1 MECHANICAL DUCT PLAN • •

M2.2B.12 TOWER B - LVL 2 MECHANICAL DUCT PLAN •

M2.2B.13 TOWER B - LVL 3 MECHANICAL DUCT PLAN •

M2.2B.14 TOWER B - LVL 4 MECHANICAL DUCT PLAN •

M2.2B.15 TOWER B - LVL 5 MECHANICAL DUCT PLAN •

M2.2B.16 TOWER B - LVL 6 MECHANICAL DUCT PLAN •

M2.2B.17 TOWER B - LVL 7 MECHANICAL DUCT PLAN • •

M2.2B.R TOWER B - ROOF MECHANICAL DUCT PLAN • •

M2.2BC.1
1

TOWER BC CONNECTOR - LVL 1 MECHANICAL PLAN •

M2.2C.01 TOWER C - LVL P1 MECHANICAL DUCT PLAN • •

M2.2C.11 TOWER C - LVL 1 MECHANICAL DUCT PLAN • •

M2.2C.12 TOWER C - LVL 2 MECHANICAL DUCT PLAN •

M2.2C.13 TOWER C - LVL 3 MECHANICAL DUCT PLAN •

M2.2C.14 TOWER C - LVL 4 MECHANICAL DUCT PLAN •

M2.2C.15 TOWER C - LVL 5 MECHANICAL DUCT PLAN •

M2.2C.16 TOWER C - LVL 6 MECHANICAL DUCT PLAN •

M2.2C.17 TOWER C - LVL 7 MECHANICAL DUCT PLAN •

M2.2C.18 TOWER C - LVL 8 MECHANICAL DUCT PLAN •

M2.2C.R TOWER C - ROOF MECHANICAL DUCT PLAN • •

M2.4.A ENLARGED MECHANICAL PLAN - UNIT A • •

M2.4.B ENLARGED MECHANICAL PLAN - UNIT B • •

M2.4.C ENLARGED MECHANICAL PLAN - UNIT C • •

M2.4.D ENLARGED MECHANICAL PLAN - UNIT D • •

M2.4.E ENLARGED MECHANICAL PLAN - UNIT E • •

M2.4.F ENLARGED MECHANICAL PLAN - UNIT F • •

M2.4.G ENLARGED MECHANICALPLAN - UNIT G • •

M2.4.H ENLARGED MECHANICAL PLAN - UNIT H • •

M2.4.I ENLARGED MECHANICAL PLAN - UNIT I • •

M2.4.J ENLARGED MECHANICAL PLAN - UNIT J • •

M2.4.K ENLARGED MECHANICAL PLAN - UNIT K • •

M2.4.L ENLARGED MECHANICAL PLAN - UNIT L • •

M2.4.M ENLARGED MECHANICAL PLAN - UNIT M • •

M2.4.N ENLARGED MECHANICAL PLAN - UNIT N • •

M2.4.O ENLARGED MECHANICAL PLAN - UNIT O • • •

M2.4.P ENLARGED MECHANICAL DUCT PLAN - UNIT P • •

M2.4.Q ENLARGED MECHANICAL DUCT PLAN - UNIT Q • •

M2.4.R ENLARGED MECHANICAL PLAN - UNIT R • •

M3.2A.01 TOWER A - LVL B1 MECHANICAL PIPING PLAN •

M3.2A.02 TOWER A - LVL P2 MECHANICAL PIPING PLAN •

M3.2A.11 TOWER A - LVL 1 MECHANICAL PIPING PLAN •

M3.2A.12 TOWER A - LVL 2 MECHANICAL PIPING PLAN •

M3.2A.13 TOWER A - LVL 3 MECHANICAL PIPING PLAN •

M3.2A.14 TOWER A - LVL 4 MECHANICAL PIPING PLAN •

M3.2A.15 TOWER A - LVL 5 MECHANICAL PIPING PLAN •

M3.2A.16 TOWER A - LVL 6 MECHANICAL PIPING PLAN •

M3.2A.R TOWER A - ROOF MECHANICAL PIPING PLAN •

M3.2B.01 TOWER B - LVL B MECHANICAL PIPING PLAN •

M3.2B.02 TOWER B - LVL P2 MECHANICAL PIPING PLAN •

M3.2B.03 TOWER B - LVL P1 MECHANICAL PIPING PLAN •

M3.2B.11 TOWER B - LVL 1 MECHANICAL PIPING PLAN •

M3.2B.12 TOWER B - LVL 2 MECHANICAL PIPING PLAN •

M3.2B.13 TOWER B - LVL 3 MECHANICAL PIPING PLAN •

M3.2B.14 TOWER B - LVL 4 MECHANICAL PIPING PLAN •

M3.2B.15 TOWER B - LVL 5 MECHANICAL PIPING PLAN •

M3.2B.16 TOWER B - LVL 6 MECHANICAL PIPING PLAN •

M3.2B.17 TOWER B - LVL 7 MECHANICAL PIPING PLAN •

M3.2B.R TOWER B - ROOF MECHANICAL PIPING PLAN •

M3.2C.01 TOWER C - LVL P1 MECHANICAL PIPING PLAN •

M3.2C.11 TOWER C - LVL 1 MECHANICAL PIPING PLAN •

M3.2C.12 TOWER C - LVL 2 MECHANICAL PIPING PLAN •

M3.2C.13 TOWER C - LVL 3 MECHANICAL PIPING PLAN •

M3.2C.14 TOWER C - LVL 4 MECHANICAL PIPING PLAN •

M3.2C.15 TOWER C - LVL 5 MECHANICAL PIPING PLAN •

M3.2C.16 TOWER C - LVL 6 MECHANICAL PIPING PLAN •

M3.2C.17 TOWER C - LVL 7 MECHANICAL PIPING PLAN •

M3.2C.18 TOWER C - LVL 8 MECHANICAL PIPING PLAN • •

M3.2C.R TOWER C - ROOF MECHANICAL PIPING PLAN •

M4.01 MECHANICAL ENLARGED PLANS •

M4.02 MECHANICAL ENLARGED PLANS •

M4.03 MECHANICAL ROOFTOP VIEWS - TOWER A • •

M4.04 MECHANICAL ROOFTOP VIEWS - TOWER B • •

M4.05 MECHANICAL ROOFTOP VIEWS - TOWER C • •

M4.06 MECHANICAL SECTIONS - GAS-FIRED BOILER VENT •

M4.07 MECHANICAL SECTIONS - GAS-FIRED BOILER VENT •

M4.08 MECHANICAL BOILER ROOM ISOMETRICS •

M5.01 MECHANICAL DETAILS •

M5.02 MECHANICAL DETAILS •

M5.03 MECHANICAL DETAILS •

M5.04 MECHANICAL DETAILS •

M5.05 MECHANICAL DETAILS •

M5.06 MECHANICAL CONTROL DIAGRAM •

M5.07 MECHANICAL CONTROL DIAGRAM • •

M5.08 MECHANICAL CONTROL DIAGRAM •

M5.09 MECHANICAL CONTROL DIAGRAM •

M5.10 MECHANICAL CONTROL DIAGRAM •

M5.11 MECHANICAL CONTROL DIAGRAM •

M5.12 MECHANICAL CONTROL DIAGRAM •

M5.13 MECHANICAL CONTROL DIAGRAM •

M6.01A MECHANICAL AIR RISER DIAGRAM - TOWER A •

M6.01B MECHANICAL AIR RISER DIAGRAM - TOWER B •

M6.01C MECHANICAL AIR RISER DIAGRAM - TOWER C •

M6.02A MECHANICAL HYDRONIC RISER DIAGRAM - TOWER A •

M6.02B MECHANICAL HYDRONIC RISER DIAGRAM - TOWER B •

M6.02C MECHANICAL HYDRONIC RISER DIAGRAM - TOWER C •

M6.03A MECHANICAL SNOWMELT RISER DIAGRAM - TOWER A •

M6.03B MECHANICAL SNOWMELT RISER DIAGRAM - TOWER B •

M6.03C MECHANICAL SNOWMELT RISER DIAGRAM - BLDG C •

ELECTRICAL

E0.01 ELECTRICAL LEGENDS AND ABBREVIATIONS •

E1.01 ELECTRICAL SITE PLAN • •

E2.2A.01 TOWER A - LVL B ELECTRICAL POWER PLAN •

E2.2A.02 TOWER A - LVL P2 ELECTRICAL POWER PLAN •

E2.2A.11 TOWER A - LVL 1 ELECTRICAL POWER PLAN •

E2.2A.12 TOWER A - LVL 2 ELECTRICAL POWER PLAN •

E2.2A.13 TOWER A - LVL 3 ELECTRICAL POWER PLAN •

E2.2A.14 TOWER A - LVL 4 ELECTRICAL POWER PLAN •

E2.2A.15 TOWER A - LVL 5 ELECTRICAL POWER PLAN •

E2.2A.16 TOWER A - LVL 6 ELECTRICAL POWER PLAN • •

E2.2A.R TOWER A - ROOF ELECTRICAL POWER PLAN • •

E2.2AB.11 ELECTRICAL POWER PLANS LOBBY •

E2.2B.01 TOWER B - LVL B ELECTRICAL POWER PLAN • •

E2.2B.02 TOWER B - LVL P1 ELECTRICAL POWER PLAN •

E2.2B.03 TOWER B - LVL P2 ELECTRICAL POWER PLAN •

E2.2B.11 TOWER B - LVL 1 ELECTRICAL POWER PLAN •

E2.2B.12 TOWER B - LVL 2 ELECTRICAL POWER PLAN •

E2.2B.13 TOWER B - LVL 3 ELECTRICAL POWER PLAN •

E2.2B.14 TOWER B - LVL 4 ELECTRICAL POWER PLAN •

E2.2B.15 TOWER B - LVL 5 ELECTRICAL POWER PLAN •

E2.2B.16 TOWER B - LVL 6 ELECTRICAL POWER PLAN •

E2.2B.17 TOWER B - LVL 7 ELECTRICAL POWER PLAN •

E2.2B.R TOWER B - ROOF ELECTRICAL POWER PLAN • •

E2.2C.01 TOWER C - LVL P1 ELECTRICAL POWER PLAN • • •

E2.2C.11 TOWER C - LVL 1 ELECTRICAL POWER PLAN •

E2.2C.12 TOWER C - LVL 2 ELECTRICAL POWER PLAN •

E2.2C.13 TOWER C - LVL 3 ELECTRICAL POWER PLAN •

E2.2C.14 TOWER C - LVL 4 ELECTRICAL POWER PLAN •

E2.2C.15 TOWER C - LVL 5 ELECTRICAL POWER PLAN •

E2.2C.16 TOWER C - LVL 6 ELECTRICAL POWER PLAN •

E2.2C.17 TOWER C - LVL 7 ELECTRICAL POWER PLAN •

E2.2C.18 TOWER C - LVL 8 ELECTRICAL POWER PLAN •

E2.2C.R TOWER C - ROOF ELECTRICAL POWER PLAN • •

E2.3BC.11 TOWER BC CONNECTOR - LVL 1 ELECTRICAL POWER PLAN •

E2.4.A TOWER A/B ELECTRICAL POWER PLAN - UNIT A • •

E2.4.B TOWER A/B ELECTRICAL POWER PLAN - UNIT B • •

E2.4.C TOWER A/B ELECTRICAL POWER PLAN - UNIT C • •

E2.4.D TOWER A/B ELECTRICAL POWER PLAN - UNIT D • •

E2.4.E TOWER A/B ELECTRICAL POWER PLAN - UNIT E • •

E2.4.F TOWER A/B ELECTRICAL POWER PLAN - UNIT F • •

E2.4.G TOWER A/B ELECTRICAL POWER PLAN - UNIT G • •

E2.4.H TOWER A/B ELECTRICAL POWER PLAN - UNIT H • •

E2.4.I TOWER A/B ELECTRICAL POWER PLAN - UNIT I • •

E2.4.J TOWER A/B ELECTRICAL POWER PLAN - UNIT J • •

E2.4.K TOWER A/B ELECTRICAL POWER PLAN - UNIT K • •

E2.4.L TOWER C ELECTRICAL POWER PLAN - UNIT L • •

E2.4.M TOWER C ELECTRICAL POWER PLAN - UNIT M • •

E2.4.N TOWER C ELECTRICAL POWER PLAN - UNIT N • •

E2.4.O TOWER C ELECTRICAL POWER PLAN - UNIT O • • •

E2.4.P TOWER A/B ELECTRICAL POWER PLAN - UNIT P • •

E2.4.Q TOWER A/B ELECTRICAL POWER PLAN - UNIT Q • •

E2.4.R TOWER C ELECTRICAL POWER PLAN - UNIT R • •

E3.2A.01 TOWER A - LVL B1 ELECTRICAL LIGHTING PLAN • •

E3.2A.02 TOWER A - LVL P2 ELECTRICAL LIGHTING PLAN •
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FP2.2A.11 FIRE PROTECTION PLAN - TOWER A - LVL 1 •

FP2.2A.12 FIRE PROTECTION PLAN - TOWER A - LVL 2 •

FP2.2A.13 FIRE PROTECTION PLAN - TOWER A - LVL 3 •

FP2.2A.14 FIRE PROTECTION PLAN - TOWER A - LVL 4 •

FP2.2A.15 FIRE PROTECTION PLAN - TOWER A - LVL 5 •

FP2.2A.16 FIRE PROTECTION PLAN - TOWER A - LVL 6 •

FP2.2A.R FIRE PROTECTION PLAN - TOWER A - ROOF •

FP2.2AB.1
1

FIRE PROTECTION PLAN - TOWER AB - LOBBY •

FP2.2B.01 FIRE PROTECTION PLAN - TOWER B - LVL B •

FP2.2B.02 FIRE PROTECTION PLAN - TOWER B - LVL P2 •

FP2.2B.03 FIRE PROTECTION PLAN - TOWER B - LVL P1 •

FP2.2B.11 FIRE PROTECTION PLAN - TOWER B - LVL 1 •

FP2.2B.12 FIRE PROTECTION PLAN - TOWER B - LVL 2 •

FP2.2B.13 FIRE PROTECTION PLAN - TOWER B - LVL 3 •

FP2.2B.14 FIRE PROTECTION PLAN - TOWER B - LVL 4 •

FP2.2B.15 FIRE PROTECTION PLAN - TOWER B - LVL 5 •

FP2.2B.16 FIRE PROTECTION PLAN - TOWER B - LVL 6 •

FP2.2B.17 FIRE PROTECTION PLAN - TOWER B - LVL 7 •

FP2.2B.R FIRE PROTECTION PLAN - TOWER B - ROOF •

FP2.2C.01 FIRE PROTECTION PLAN - TOWER C - PARKING LEVEL •

FP2.2C.11 FIRE PROTECTION PLAN - TOWER C - LEVEL 1 •

FP2.2C.12 FIRE PROTECTION PLAN - TOWER C - LEVEL 2 •

FP2.2C.13 FIRE PROTECTION PLAN - TOWER C - LEVEL 3 •

FP2.2C.14 FIRE PROTECTION PLAN - TOWER C - LEVEL 4 •

FP2.2C.15 FIRE PROTECTION PLAN - TOWER C - LEVEL 5 •

FP2.2C.16 FIRE PROTECTION PLAN - TOWER C - LEVEL 6 •

FP2.2C.17 FIRE PROTECTION PLAN - TOWER C - LEVEL 7 •

FP2.2C.18 FIRE PROTECTION PLAN - TOWER C - LEVEL 8 •

FP2.2C.R FIRE PROTECTION PLAN - TOWER C - ROOF LEVEL •

FP2.4.01 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.02 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.03 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.04 FIRE PROTECTION UNIT PLANS - TOWER C •

FP4.01 FIRE PUMP ROOM - ENLARGED PLAN & SECTIONS •

FP6.01 FIRE PROTECTION RISER DIAGRAM •

FP7.01 FIRE PROTECTION DETAILS •

VERTICAL TRANSPORTATION

VT.01 GENERAL ELEVATOR INFORMATION •

VT.02 PLANS AND HOISTWAY SECTION - TOWER A - ELEVATOR KITCHEN
SERVICE

•

VT.03 PLANS AND HOISTWAY SECTIONS - TOWER A - ELEVATORS TENANT 1 & 2 •

VT.04 PLANS AND HOISTWAY SECTION - TOWER B - ELEVATOR LOBBY SHUTTLE •

VT.05 PLANS AND HOISTWAY SECTIONS - TOWER B - ELEVATORS TENANT 3 & 4 •

VT.06 PLANS AND HOISTWAY SECTION - TOWER C - ELEVATOR TENANT 5 •

POOL

W0-0.00 SHEET INDEX/SYMBOLS & ABBREVIATIONS •

W0-0.01 GENERAL NOTES •

W0-1.01 OVERALL SITE PLAN •

W0-1.02 OVERALL SITE PIPING PLAN •

W1-1.01 POOL SITE PIPING PLAN •

W1-1.10 POOL SECTIONS •

W1-2.01 SPA 1 SITE LAYOUT PLAN •

W1-2.02 SPA 1 SITE PIPING PLAN •

W1-2.10 SPA 1 SECTIONS •

W1-3.01 SPA 2 SITE LAYOUT PLAN •

W1-3.02 SPA 2 SITE PIPING PLAN •

W1-3.10 SPA 2 SECTIONS •

W4-1.01 POOL FILTRATION FLOW DIAGRAM •

W4-1.02 SPA 1 FILTRATION FLOW DIAGRAM •

W4-1.03 SPA 2 FILTRATION FLOW DIAGRAM •

W4-1.20 MECH RM LAYOUT PLAN •

W4-1.21 MECH RM EQUIPMENT PAD PLAN •

W4-1.30 MECH RM SECTIONS •

W4-1.31 MECH RM SECTIONS •

W4-1.32 MECH RM SECTIONS •

W5-1.01 GENERAL DETAILS •

W5-1.02 GENERAL DETAILS •

W5-1.03 GENERAL DETAILS •

W5-1.04 GENERAL DETAILS •

W5-1.05 GENERAL DETAILS •

W5-1.06 GENERAL DETAILS •

W5-1.07 GENERAL DETAILS •

WE-0.00 ELECTRICAL GENERAL NOTES •

WE-1.00 OVERALL SITE PLAN •

WE-1.01 POOL AND SPAS ELECTRICAL PLAN •

WE-2.01 MECH RM LAYOUT PLAN •

WE-4.01 MECH RM INPUT DETAILS •

WE-4.02 MECH RM OUTPUT DETAILS •

WE-5.01 ELECTRICAL DETAILS •

WE-5.02 ELECTRICAL DETAILS •

WE-5.03 ELECTRICAL DETAILS •

WE-5.04 ELECTRICAL DETAILS •

WE-6.01 ELECTRICAL SCHEDULES •

WE-7.01 ONE-LINE DIAGRAM •
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E3.2A.11 TOWER A - LVL 1 ELECTRICAL LIGHTING PLAN •

E3.2A.12 TOWER A - LVL 2 ELECTRICAL LIGHTING PLAN •

E3.2A.13 TOWER A - LVL 3 ELECTRICAL LIGHTING PLAN •

E3.2A.14 TOWER A - LVL 4 ELECTRICAL LIGHTING PLAN •

E3.2A.15 TOWER A - LVL 5 ELECTRICAL LIGHTING PLAN •

E3.2A.16 TOWER A - LVL 6 ELECTRICAL LIGHTING PLAN •

E3.2AB.11 ELECTRICAL LIGHTING PLAN TOWER AB LOBBY •
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E2.4.K TOWER A/B ELECTRICAL POWER PLAN - UNIT K • •

E2.4.L TOWER C ELECTRICAL POWER PLAN - UNIT L • •

E2.4.M TOWER C ELECTRICAL POWER PLAN - UNIT M • •

E2.4.N TOWER C ELECTRICAL POWER PLAN - UNIT N • •

E2.4.O TOWER C ELECTRICAL POWER PLAN - UNIT O • • •

E2.4.P TOWER A/B ELECTRICAL POWER PLAN - UNIT P • •

E2.4.Q TOWER A/B ELECTRICAL POWER PLAN - UNIT Q • •

E2.4.R TOWER C ELECTRICAL POWER PLAN - UNIT R • •

E3.2A.01 TOWER A - LVL B1 ELECTRICAL LIGHTING PLAN • •

E3.2A.02 TOWER A - LVL P2 ELECTRICAL LIGHTING PLAN •
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FP2.2A.11 FIRE PROTECTION PLAN - TOWER A - LVL 1 •

FP2.2A.12 FIRE PROTECTION PLAN - TOWER A - LVL 2 •

FP2.2A.13 FIRE PROTECTION PLAN - TOWER A - LVL 3 •

FP2.2A.14 FIRE PROTECTION PLAN - TOWER A - LVL 4 •

FP2.2A.15 FIRE PROTECTION PLAN - TOWER A - LVL 5 •

FP2.2A.16 FIRE PROTECTION PLAN - TOWER A - LVL 6 •

FP2.2A.R FIRE PROTECTION PLAN - TOWER A - ROOF •

FP2.2AB.1
1

FIRE PROTECTION PLAN - TOWER AB - LOBBY •

FP2.2B.01 FIRE PROTECTION PLAN - TOWER B - LVL B •

FP2.2B.02 FIRE PROTECTION PLAN - TOWER B - LVL P2 •

FP2.2B.03 FIRE PROTECTION PLAN - TOWER B - LVL P1 •

FP2.2B.11 FIRE PROTECTION PLAN - TOWER B - LVL 1 •

FP2.2B.12 FIRE PROTECTION PLAN - TOWER B - LVL 2 •

FP2.2B.13 FIRE PROTECTION PLAN - TOWER B - LVL 3 •

FP2.2B.14 FIRE PROTECTION PLAN - TOWER B - LVL 4 •

FP2.2B.15 FIRE PROTECTION PLAN - TOWER B - LVL 5 •

FP2.2B.16 FIRE PROTECTION PLAN - TOWER B - LVL 6 •

FP2.2B.17 FIRE PROTECTION PLAN - TOWER B - LVL 7 •

FP2.2B.R FIRE PROTECTION PLAN - TOWER B - ROOF •

FP2.2C.01 FIRE PROTECTION PLAN - TOWER C - PARKING LEVEL •

FP2.2C.11 FIRE PROTECTION PLAN - TOWER C - LEVEL 1 •

FP2.2C.12 FIRE PROTECTION PLAN - TOWER C - LEVEL 2 •

FP2.2C.13 FIRE PROTECTION PLAN - TOWER C - LEVEL 3 •

FP2.2C.14 FIRE PROTECTION PLAN - TOWER C - LEVEL 4 •

FP2.2C.15 FIRE PROTECTION PLAN - TOWER C - LEVEL 5 •

FP2.2C.16 FIRE PROTECTION PLAN - TOWER C - LEVEL 6 •

FP2.2C.17 FIRE PROTECTION PLAN - TOWER C - LEVEL 7 •

FP2.2C.18 FIRE PROTECTION PLAN - TOWER C - LEVEL 8 •

FP2.2C.R FIRE PROTECTION PLAN - TOWER C - ROOF LEVEL •

FP2.4.01 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.02 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.03 FIRE PROTECTION UNIT PLANS - TOWER A/B •

FP2.4.04 FIRE PROTECTION UNIT PLANS - TOWER C •

FP4.01 FIRE PUMP ROOM - ENLARGED PLAN & SECTIONS •

FP6.01 FIRE PROTECTION RISER DIAGRAM •

FP7.01 FIRE PROTECTION DETAILS •

VERTICAL TRANSPORTATION

VT.01 GENERAL ELEVATOR INFORMATION •

VT.02 PLANS AND HOISTWAY SECTION - TOWER A - ELEVATOR KITCHEN
SERVICE

•

VT.03 PLANS AND HOISTWAY SECTIONS - TOWER A - ELEVATORS TENANT 1 & 2 •

VT.04 PLANS AND HOISTWAY SECTION - TOWER B - ELEVATOR LOBBY SHUTTLE •

VT.05 PLANS AND HOISTWAY SECTIONS - TOWER B - ELEVATORS TENANT 3 & 4 •

VT.06 PLANS AND HOISTWAY SECTION - TOWER C - ELEVATOR TENANT 5 •

POOL

W0-0.00 SHEET INDEX/SYMBOLS & ABBREVIATIONS •

W0-0.01 GENERAL NOTES •

W0-1.01 OVERALL SITE PLAN •

W0-1.02 OVERALL SITE PIPING PLAN •

W1-1.01 POOL SITE PIPING PLAN •

W1-1.10 POOL SECTIONS •

W1-2.01 SPA 1 SITE LAYOUT PLAN •

W1-2.02 SPA 1 SITE PIPING PLAN •

W1-2.10 SPA 1 SECTIONS •

W1-3.01 SPA 2 SITE LAYOUT PLAN •

W1-3.02 SPA 2 SITE PIPING PLAN •

W1-3.10 SPA 2 SECTIONS •

W4-1.01 POOL FILTRATION FLOW DIAGRAM •

W4-1.02 SPA 1 FILTRATION FLOW DIAGRAM •

W4-1.03 SPA 2 FILTRATION FLOW DIAGRAM •

W4-1.20 MECH RM LAYOUT PLAN •

W4-1.21 MECH RM EQUIPMENT PAD PLAN •

W4-1.30 MECH RM SECTIONS •

W4-1.31 MECH RM SECTIONS •

W4-1.32 MECH RM SECTIONS •

W5-1.01 GENERAL DETAILS •

W5-1.02 GENERAL DETAILS •

W5-1.03 GENERAL DETAILS •

W5-1.04 GENERAL DETAILS •

W5-1.05 GENERAL DETAILS •

W5-1.06 GENERAL DETAILS •

W5-1.07 GENERAL DETAILS •

WE-0.00 ELECTRICAL GENERAL NOTES •

WE-1.00 OVERALL SITE PLAN •

WE-1.01 POOL AND SPAS ELECTRICAL PLAN •

WE-2.01 MECH RM LAYOUT PLAN •

WE-4.01 MECH RM INPUT DETAILS •

WE-4.02 MECH RM OUTPUT DETAILS •

WE-5.01 ELECTRICAL DETAILS •

WE-5.02 ELECTRICAL DETAILS •

WE-5.03 ELECTRICAL DETAILS •

WE-5.04 ELECTRICAL DETAILS •

WE-6.01 ELECTRICAL SCHEDULES •

WE-7.01 ONE-LINE DIAGRAM •
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E3.2A.11 TOWER A - LVL 1 ELECTRICAL LIGHTING PLAN •

E3.2A.12 TOWER A - LVL 2 ELECTRICAL LIGHTING PLAN •

E3.2A.13 TOWER A - LVL 3 ELECTRICAL LIGHTING PLAN •

E3.2A.14 TOWER A - LVL 4 ELECTRICAL LIGHTING PLAN •

E3.2A.15 TOWER A - LVL 5 ELECTRICAL LIGHTING PLAN •

E3.2A.16 TOWER A - LVL 6 ELECTRICAL LIGHTING PLAN •

E3.2AB.11 ELECTRICAL LIGHTING PLAN TOWER AB LOBBY •

E3.2B.01 TOWER B - LVL B ELECTRICAL LIGHTING PLAN •

E3.2B.02 TOWER B - LVL P2 ELECTRICAL LIGHTING PLAN •

E3.2B.03 TOWER B - LVL P1 ELECTRICAL LIGHTING PLAN •

E3.2B.11 TOWER B - LVL 1 ELECTRICAL LIGHTING PLAN •

E3.2B.12 TOWER B - LVL 2 ELECTRICAL LIGHTING PLAN •

E3.2B.13 TOWER B - LVL 3 ELECTRICAL LIGHTING PLAN •

E3.2B.14 TOWER B - LVL 4 ELECTRICAL LIGHTING PLAN •

E3.2B.15 TOWER B - LVL 5 ELECTRICAL LIGHTING PLAN •

E3.2B.16 TOWER B - LVL 6 ELECTRICAL LIGHTING PLAN •

E3.2B.17 TOWER B - LVL 7 ELECTRICAL LIGHTING PLAN •

E3.3C.01 TOWER C - LVL P1 ELECTRICAL LIGHTING PLAN •

E3.3C.11 TOWER C - LVL 1 ELECTRICAL LIGHTING PLAN •

E3.3C.12 TOWER C - LVL 2 ELECTRICAL LIGHTING PLAN •

E3.3C.13 TOWER C - LVL 3 ELECTRICAL LIGHTING PLAN •

E3.3C.14 TOWER C - LVL 4 ELECTRICAL LIGHTING PLAN •

E3.3C.15 TOWER C - LVL 5 ELECTRICAL LIGHTING PLAN •

E3.3C.16 TOWER C - LVL 6 ELECTRICAL LIGHTING PLAN •

E3.3C.17 TOWER C - LVL 7 ELECTRICAL LIGHTING PLAN •

E3.3C.18 TOWER C - LVL 8 ELECTRICAL LIGHTING PLAN •

E3.4.A TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT A • •

E3.4.B TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT B • •

E3.4.C TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT C • •

E3.4.D TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT D • •

E3.4.E TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT E • •

E3.4.F TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT F • •

E3.4.G TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT G • •

E3.4.H TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT H • •

E3.4.I TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT I • •

E3.4.J TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT J • •

E3.4.K TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT K • •

E3.4.L TOWER C ELECTRICAL LIGHTING PLAN - UNIT L • •

E3.4.M TOWER C ELECTRICAL LIGHTING PLAN - UNIT M • •

E3.4.N TOWER C ELECTRICAL LIGHTING PLAN - UNIT N • •

E3.4.O TOWER C ELECTRICAL LIGHTING PLAN - UNIT O • • •

E3.4.P TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT P • •

E3.4.Q TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT Q • •

E3.4.R TOWER C ELECTRICAL LIGHTING PLAN - UNIT R • •

E4.01AB ELECTRICAL ENLARGED PLANS • •

E4.01C ELECTRICAL ENLARGED PLANS •

E5.01AB ELECTRICAL ONE-LINE • •

E5.01C ELECTRICAL ONE-LINE • • •

E6.01AB ELECTRICAL DETAILS •

E6.02AB ELECTRICAL WIRING SCHEDULES •

E6.03.1AB LUMINAIRE SCHEDULE •

E6.03.2AB LUMINAIRE SCHEDULE •

E6.04AB ELECTRICAL SCHEDULES • •

E6.05AB ELECTRICAL SCHEDULES • • •

E6.06AB ELECTRICAL SCHEDULES • •

E6.07AB ELECTRICAL SCHEDULES • •

E6.08AB ELECTRICAL SCHEDULES • •

E6.09AB ELECTRICAL SCHEDULES • •

E6.10AB ELECTRICAL SCHEDULES • •

E6.11C ELECTRICAL SCHEDULES •

E6.12C ELECTRICAL SCHEDULES •

E6.13C ELECTRICAL SCHEDULES •

E7.01AB ELECTRICAL CONNECTION SCHEDULE UNITS •

E7.02AB ELECTRICAL CONNECTION SCHEDULE •

E7.03AB ELECTRICAL CONNECTION SCHEDULE • •

PLUMBING

P0.01 PLUMBING LEGEND & ABBREVIATIONS • •

P0.02 PLUMBING SCHEDULES • • •

P2.2A.01 PLAN - TOWER A - LVL B • • •

P2.2A.01U PLAN - TOWER A - LVL BU • • •

P2.2A.02 PLAN - TOWER A - LVL P2 • •

P2.2A.11 PLAN - TOWER A - LVL 1 • •

P2.2A.12 PLAN - TOWER A - LVL 2 • •

P2.2A.13 PLAN - TOWER A - LVL 3 • •

P2.2A.14 PLAN - TOWER A - LVL 4 • •

P2.2A.15 PLAN - TOWER A - LVL 5 • •

P2.2A.16 PLAN - TOWER A - LVL 6 • •

P2.2A.R PLAN - TOWER A - ROOF •

P2.2AB.11 PLAN - LOBBY •

P2.2B.01 PLAN - TOWER B - LVL B1 • •

P2.2B.01U PLAN - TOWER B - LVL B1U • •

P2.2B.02 PLAN - TOWER B - LVL P2 • •

P2.2B.03 PLAN - TOWER B - LVL P1 •

P2.2B.11 PLAN - TOWER B - LVL 1 •

P2.2B.12 PLAN - TOWER B - LVL 2 •

P2.2B.13 PLAN - TOWER B - LVL 3 •

P2.2B.14 PLAN - TOWER B - LVL 4 •

P2.2B.15 PLAN - TOWER B - LVL 5 •

P2.2B.16 PLAN - TOWER B - LVL 6 •

P2.2B.17 PLAN - TOWER B - LVL 7 •

P2.2B.R PLAN - TOWER B - ROOF •

P2.2BC.11 PLAN - TOWER BC CONNECTOR •

P2.2C.01 PLAN - TOWER C - LVL P1 • •

P2.2C.01U PLAN - TOWER C - LVL P1U •

P2.2C.11 PLAN - TOWER C - LVL 1 • •

P2.2C.12 PLAN - TOWER C - LVL 2 •

P2.2C.13 PLAN - TOWER C - LVL 3 •

P2.2C.14 PLAN - TOWER C - LVL 4 •

P2.2C.15 PLAN - TOWER C - LVL 5 •

P2.2C.16 PLAN - TOWER C - LVL 6 • •

P2.2C.17 PLAN - TOWER C - LVL 7 • • •

P2.2C.19 PLAN - TOWER C - LVL 8 • • •

P2.2C.R PLAN - TOWER C - ROOF •

P2.4A UNIT PLAN - TOWER A/B-UNIT A •

P2.4B UNIT PLAN - TOWER A/B-UNIT B •

P2.4C UNIT PLAN - TOWER A/B-UNIT C •

P2.4D UNIT PLAN - TOWER A/B-UNIT D •

P2.4E UNIT PLAN - TOWER A/B-UNIT E •

P2.4F UNIT PLAN - TOWER A/B-UNIT F •

P2.4G UNIT PLAN - TOWER A/B-UNIT G •

P2.4H UNIT PLAN - TOWER A/B-UNIT H •

P2.4I UNIT PLAN - TOWER A/B-UNIT I •

P2.4J UNIT PLAN - TOWER A/B-UNIT J •

P2.4K UNIT PLAN - TOWER A/B-UNIT K •

P2.4L UNIT PLAN - TOWER C-UNIT L •

P2.4M UNIT PLAN - TOWER C-UNIT M •

P2.4N UNIT PLAN - TOWER C-UNIT N •

P2.4O UNIT PLAN - TOWER C-UNIT O • • •

P2.4R UNIT PLAN - TOWER C-UNIT R •

P2.4X UNIT PLAN - TOWER A/B-UNIT P & Q •

P5.01 PLUMBING ENLARGED PLANS •

P5.02 PLUMBING ENLARGED PLANS • •

P6.01 DETAILS •

P6.02 DETAILS •

P6.03 DETAILS •

P7.01 DOMESTIC WATER RISER DIAGRAM •

P7.02 SANITARY RISER DIAGRAM •

P7.03 STORM RISER DIAGRAM - TOWERA/B •

P7.04 STORM RISER DIAGRAM - TOWER C •

P7.05 GAS RISER DIAGRAM •

P7.06 SANITARY RISER DIAGRAM •

P7.07 SANITARY RISER DIAGRAM •

P7.08 SANITARY RISER DIAGRAM •

FIRE PROTECTION

FA0.00 FIRE ALARM NOTES, LEGEND AND DESIGN CRITERIA •

FA2.2A.01 FIRE ALARM PLAN - TOWER A - LVL B •

FA2.2A.02 FIRE ALARM PLAN - TOWER A - LVL P2 •

FA2.2A.11 FIRE ALARM PLAN - TOWER A - LVL 1 •

FA2.2A.12 FIRE ALARM PLAN - TOWER A - LVL 2 •

FA2.2A.13 FIRE ALARM PLAN - TOWER A - LVL 3 •

FA2.2A.14 FIRE ALARM PLAN - TOWER A - LVL 4 •

FA2.2A.15 FIRE ALARM PLAN - TOWER A - LVL 5 •

FA2.2A.16 FIRE ALARM PLAN - TOWER A - LVL 6 •

FA2.2A.R FIRE ALARM PLAN - TOWER A - ROOF •

FA2.2AB.1
1

FIRE ALARM PLAN - TOWER AB - LOBBY •

FA2.2B.01 FIRE ALARM PLAN - TOWER B - LVL B1 •

FA2.2B.02 FIRE ALARM PLAN - TOWER B - LVL P2 •

FA2.2B.03 FIRE ALARM PLAN - TOWER B - LVL P1 •

FA2.2B.11 FIRE ALARM PLAN - TOWER B - LVL 1 •

FA2.2B.12 FIRE ALARM PLAN - TOWER B - LVL 2 •

FA2.2B.13 FIRE ALARM PLAN - TOWER B - LVL 3 •

FA2.2B.14 FIRE ALARM PLAN - TOWER B - LVL 4 •

FA2.2B.15 FIRE ALARM PLAN - TOWER B - LVL 5 •

FA2.2B.16 FIRE ALARM PLAN - TOWER B - LVL 6 •

FA2.2B.17 FIRE ALARM PLAN - TOWER B - LVL 7 •

FA2.2B.R FIRE ALARM PLAN - TOWER B - ROOF •

FA2.2C.01 FIRE ALARM PLAN - TOWER C - PARKING LEVEL •

FA2.2C.11 FIRE ALARM PLAN - TOWER C - LEVEL 1 •

FA2.2C.12 FIRE ALARM PLAN - TOWER C - LEVEL 2 •

FA2.2C.13 FIRE ALARM PLAN - TOWER C - LEVEL 3 •

FA2.2C.14 FIRE ALARM PLAN - TOWER C - LEVEL 4 •

FA2.2C.15 FIRE ALARM PLAN - TOWER C - LEVEL 5 •

FA2.2C.16 FIRE ALARM PLAN - TOWER C - LEVEL 6 •

FA2.2C.17 FIRE ALARM PLAN - TOWER C - LEVEL 7 •

FA2.2C.18 FIRE ALARM PLAN - TOWER C - LEVEL 8 •

FA6.01 FIRE ALARM RISER DIAGRAM •

FA7.01 FIRE ALARM DETAILS •

FA8.01 FIRE ALARM SEQUENCES OF OPERATION •

FA9.01 FIRE FIGHTER'S SMOKE CONTROL PANEL •

FA9.02 FIRE PUMP STATUS/OVERRIDE PANEL •

FP0.00 FIRE PROTECTION NOTES, LEGEND AND DESIGN CRITERIA •

FP1.01 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.02 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.03 FIRE PROTECTION - TOWER A - ZONING PLANS •

FP1.04 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.05 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.06 FIRE PROTECTION - TOWER B - ZONING PLANS •

FP1.07 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP1.08 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP1.09 FIRE PROTECTION - TOWER C - ZONING PLANS •

FP2.2A.01 FIRE PROTECTION PLAN - TOWER A - LVL B •

FP2.2A.02 FIRE PROTECTION PLAN - TOWER A - LVL P2 •
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MECHANICAL

M0.01 MECHANICAL LEGENDS AND ABBREVIATIONS •

M0.02 MECHANICAL GENERAL NOTES AND VENTILATION CALCULATION •

M0.03 MECHANICAL SCHEDULES • •

M0.04 MECHANICAL SCHEDULES • • •

M0.05 MECHANICAL SCHEDULES • •

M0.06 MECHANICAL SCHEDULES •

M0.07 MECHANICAL SCHEDULES • •

M0.08 HVAC LOAD CALCULATION •

M0.09 HVAC LOAD CALCULATION •

M0.10 HVAC LOAD CALCULATION •

M0.11 HVAC LOAD CALCULATION •

M0.12 HVAC LOAD CALCULATION •

M0.13 HVAC LOAD CALCULATION •

M0.14 HVAC LOAD CALCULATION •

M0.15 ENERGY CODE COMPLIANCE REPORT •

M1.00 MECHANICAL SITE PLAN - SNOW MELT •

M2.2A.01 TOWER A - LVL B MECHANICAL DUCT PLAN • •

M2.2A.02 TOWER A - LVL P2 MECHANICAL DUCT PLAN • •

M2.2A.11 TOWER A - LVL 1 MECHANICAL DUCT PLAN • •

M2.2A.12 TOWER A - LVL 2 MECHANICAL DUCT PLAN •

M2.2A.13 TOWER A - LVL 3 MECHANICAL DUCT PLAN •

M2.2A.14 TOWER A - LVL 4 MECHANICAL DUCT PLAN •

M2.2A.15 TOWER A - LVL 5 MECHANICAL DUCT PLAN •

M2.2A.16 TOWER A - LVL 6 MECHANICAL DUCT PLAN • •

M2.2A.R TOWER A - ROOF MECHANICAL DUCT PLAN • •

M2.2AB.11 MECHANICAL PLANS TOWER AB LOBBY •

M2.2B.01 TOWER B - LVL B MECHANICAL DUCT PLAN • •

M2.2B.02 TOWER B - LVL P2 MECHANICAL DUCT PLAN • •

M2.2B.03 TOWER B - LVL P1 MECHANICAL DUCT PLAN • •

M2.2B.11 TOWER B - LVL 1 MECHANICAL DUCT PLAN • •

M2.2B.12 TOWER B - LVL 2 MECHANICAL DUCT PLAN •

M2.2B.13 TOWER B - LVL 3 MECHANICAL DUCT PLAN •

M2.2B.14 TOWER B - LVL 4 MECHANICAL DUCT PLAN •

M2.2B.15 TOWER B - LVL 5 MECHANICAL DUCT PLAN •

M2.2B.16 TOWER B - LVL 6 MECHANICAL DUCT PLAN •

M2.2B.17 TOWER B - LVL 7 MECHANICAL DUCT PLAN • •

M2.2B.R TOWER B - ROOF MECHANICAL DUCT PLAN • •

M2.2BC.1
1

TOWER BC CONNECTOR - LVL 1 MECHANICAL PLAN •

M2.2C.01 TOWER C - LVL P1 MECHANICAL DUCT PLAN • •

M2.2C.11 TOWER C - LVL 1 MECHANICAL DUCT PLAN • •

M2.2C.12 TOWER C - LVL 2 MECHANICAL DUCT PLAN •

M2.2C.13 TOWER C - LVL 3 MECHANICAL DUCT PLAN •

M2.2C.14 TOWER C - LVL 4 MECHANICAL DUCT PLAN •

M2.2C.15 TOWER C - LVL 5 MECHANICAL DUCT PLAN •

M2.2C.16 TOWER C - LVL 6 MECHANICAL DUCT PLAN •

M2.2C.17 TOWER C - LVL 7 MECHANICAL DUCT PLAN •

M2.2C.18 TOWER C - LVL 8 MECHANICAL DUCT PLAN •
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E6.12C ELECTRICAL SCHEDULES •

E6.13C ELECTRICAL SCHEDULES •
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E7.03AB ELECTRICAL CONNECTION SCHEDULE • •
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P0.02 PLUMBING SCHEDULES • • •

P2.2A.01 PLAN - TOWER A - LVL B • • •

P2.2A.01U PLAN - TOWER A - LVL BU • • •

P2.2A.02 PLAN - TOWER A - LVL P2 • •

P2.2A.11 PLAN - TOWER A - LVL 1 • •

P2.2A.12 PLAN - TOWER A - LVL 2 • •

P2.2A.13 PLAN - TOWER A - LVL 3 • •

P2.2A.14 PLAN - TOWER A - LVL 4 • •

P2.2A.15 PLAN - TOWER A - LVL 5 • •

P2.2A.16 PLAN - TOWER A - LVL 6 • •

P2.2A.R PLAN - TOWER A - ROOF •

P2.2AB.11 PLAN - LOBBY •

P2.2B.01 PLAN - TOWER B - LVL B1 • •

P2.2B.01U PLAN - TOWER B - LVL B1U • •

P2.2B.02 PLAN - TOWER B - LVL P2 • •

P2.2B.03 PLAN - TOWER B - LVL P1 •

P2.2B.11 PLAN - TOWER B - LVL 1 •

P2.2B.12 PLAN - TOWER B - LVL 2 •

P2.2B.13 PLAN - TOWER B - LVL 3 •

P2.2B.14 PLAN - TOWER B - LVL 4 •

P2.2B.15 PLAN - TOWER B - LVL 5 •

P2.2B.16 PLAN - TOWER B - LVL 6 •

P2.2B.17 PLAN - TOWER B - LVL 7 •
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1. ALL REQUIRED FIRE-RATED DOORS SHALL BEAR A FIRE 
LABEL FROM A RECOGNIZED RATING AGENCY AND BE 
EQUIPPED WITH APPROVED LATCHES, GASKETS AND 
SELF-CLOSING DEVICES

2. EXIT DOORS, EXCEPT DWELLING UNIT DOORS, SHALL BE 
OPENABLE FROM THE INSIDE WITHOUT THE USE OF A KEY 
OR SPECIAL KNOWLEDGE, OR EFFORT IN COMPLIANCE 
WITH IBC 1010.2

3. MAXIMUM OPENING FORCE FOR INTERIOR SWINGING 
EGRESS DOORS (OTHER THAN FIRE DOORS) SHALL NOT 
EXCEED 5 POUNDS PER IBC SECTION 1010.1.3.

4. UNIT ENTRANCE DOORS SHALL BE WITHOUT GLASS, 
SOLID CORE, AND SHALL HAVE KEYED, SINGLE-CYLINDER, 
ONE-INCH DEADBOLT LOCK.  EACH DOOR  SHALL HAVE AN 
OBSERVATION PORT 54" ABOVE THE FLOOR. AN 
ADDITIONAL PORT SHALL BE INSTALLED AT TYPE-A 
RESIDENTIAL UNIT ENTRANCE DOORS

5. MAXIMUM THRESHOLD HEIGHT SHALL NOT EXCEED 1/2" 
ALONG ACCESSIBLE ROUTE OF TRAVEL PER ANSI 117.1, 
SECTION 303

6. ALL PAINTED DOORS TO BE FINISH PT-02, UNO
7. GLAZED DOORS AND GLAZED SIDELIGHTS TO HAVE 

SAFETY GLASS AND/OR FIRE RATED GLAZING.
8. GLAZED DOORS TO HAVE MATCHING FRAMES PROVIDED 

BY WINDOW MANUFACTURER
9. HEAD/JAMB/SILL DETAILS ARE TYPICAL PER DOOR TYPE:

I.E.: INDICATED HEAD/JAMB/SILL DETAILS FOR 
DOOR TYPE U-05A ARE TYPICAL FOR DOOR TYPES 
U-05B, U-05C, U-05E, AND U-05F

DOOR AND HARDWARE NOTES

AL ALUMINUM
AF ALUMINUM FRAME (PER WINDOW MFR)
FF FACTORY FINISH
FGL FIRE GLAZING
GL GLAZING
HM HOLLOW METAL DOOR/FRAME
OHD OVERHEAD DOOR (FRAME PER MFR)
PT PAINTED
STL STEEL
STN STAINED
TG TEMPERED SAFETY GLASS
WD SOLID CORE WOOD DOOR/FRAME
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Door Schedule - Common

MARK
TYPE
MARK

DOOR FRAME
TYPE

FINISH FIRE
RATING HARDWARE REMARKSWIDTH HEIGHT THICKNESS PANEL FRAME

C103 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0

C104 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0

C105 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

C106 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

C107 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 31.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C107A 01 3'-0" 8'-0" 1 3/4" 01 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C108 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 31.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C108A 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C108B 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

C109 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

C109A 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 48.0

C110 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

C110A 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 48.0

C111 01 4'-0" 9'-0" 1 3/4" 02 - - NR 24.0 CUSTOM PANELING TO MATCH ADJ LOUNGE WALL PANELING

C111A 01 3'-0" 9'-0" 1 3/4" 02 - - NR 31.0 CUSTOM PANELING TO MATCH ADJ LOUNGE WALL PANELING

C112 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C140 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C150 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 30.0

TOWER C - LEVEL 2

C240 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

C251 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 54.0

C252 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 54.0

TOWER C - LEVEL 3

C340 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

C350 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

TOWER C - LEVEL 4

C440 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

C450 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

TOWER C - LEVEL 5

C540 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

C550 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

TOWER C - LEVEL 6

C640 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

C650 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

TOWER C - LEVEL 7

C740 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

C750 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 54.0

TOWER C - LEVEL 8

C705 05 3'-0" 9'-0" 1 3/4" 90 MIN

C801 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 39.0

C802 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 27.0

C803 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 41.0

C840 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

C841 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0

C842 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

C850 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 66.0

C852 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

TOWER C - PARKING

C001A 01 4'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 14.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C001B 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 22.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C004 05 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 13.0

C007 01 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0

C010 02 6'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 8.0

C018 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0

C019A 01 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0

C020 01 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0

C021 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

C022 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0

C024 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0

C026 01 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT NR 50.0

C031A 01 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT NR 20.0

C040 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

C042 01 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT NR 18.0

C050 05 3'-0" 7'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 30.0

Door Schedule - Common

MARK
TYPE
MARK

DOOR FRAME
TYPE

FINISH FIRE
RATING HARDWARE REMARKSWIDTH HEIGHT THICKNESS PANEL FRAME

PARKING LEVEL 2

P201A 01 3'-6" 7'-0" 1 3/4" 02 HM / PT HM / PT NR - LOUVERED GAS METER ACCESS DOOR

P222A 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P223A 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P236 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 19.0

P239 02 6'-0" 8'-0" 1 3/4" 04 HM / PT HM / PT NR 16.0

P244 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P252 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P253 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P254 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 11.0

P255 02 6'-0" 8'-0" 1 3/4" 04 HM / PT HM / PT NR 37.0

P256 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 49.0

P257 02 6'-0" 9'-0" 1 3/4" 04 HM / PT HM / PT NR 37.0

P258 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P258A 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 49.0

P259 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P260 02 6'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 16.0

P268A 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 49.0

P271A 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0

P271B 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 7.0

P272 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0

P273 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0

PARKING LEVEL 2A

P213 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P214 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P215 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P250 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P257 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 10.0

P270 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER A - LEVEL 1

A104 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 42.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A106 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A107.1 03 2'-10" 9'-0" 1 3/4" 05 WD / PT WD / PT NR 58.0

A113 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 31.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A114 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A115 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 42.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A116 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A117 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A122a 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 51.0

A122b 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A122c 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 46.0

A122d 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 46.0

A122e 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A122f 03 2'-10" 9'-0" 1 3/4" 05 HM / PT HM / PT NR 58.0

A122g 05 2'-10" 9'-0" 1 3/4" 01 HM / PT HM / PT NR 45.0

A122h 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 51.0

A123a 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 51.0

A123b 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 45.0

A123c 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 45.0

A123d 05 2'-10" 9'-0" 1 3/4" 01 - - NR 45.0 FROSTED GLASS SAUNA DOOR: TO BE COORDINATED

A123e 01 3'-0" 9'-0" 1 3/4" 01 - - NR 46.0 FROSTED GLASS SAUNA DOOR: TO BE COORDINATED

A123f 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 46.0

A123g 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 51.0

A124 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 39.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A126 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 38.0

A132 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A133 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A135 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

A141 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 25.0

A142 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 25.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A143 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 26.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A152 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 9.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A153 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 17.0

TOWER A - LEVEL 1A

A101 03 7'-11" 9'-0" 1 3/4" 05 WD / PT WD / PT NR 60.0

A108 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 51.0

A108a 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A108b 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A108c 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A109 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 51.0

A109a 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A109b 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A109c 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 45.0

A110 01 3'-0" 9'-0" 1 3/4" 01 HM / PT HM / PT NR 37.0

A111 04 9'-0" 9'-0" 1 3/4" 07 WD / PT WD / PT NR 59.0

A125 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A138 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 65.0

A139 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 65.0

A140 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

TOWER A - LEVEL 2

A201 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A202 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A204 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A205 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER A - LEVEL 3

A301 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A302 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A304 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A305 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER A - LEVEL 4

A401 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A402 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A404 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A405 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER A - LEVEL 5

A501 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A502 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A504 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A505 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER A - LEVEL 6

A601 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

A602 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

A604 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

A605 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER A - LEVEL B

A001 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

A009 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 46.0

A010 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 45.0

A011 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 45.0

A012 01 3'-0" 6'-8" 1 3/4" 02 HM / PT HM / PT NR 36.0

A014 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 48.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A015 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A016 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 45.0

A017 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A018 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 48.0

A019 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

A021 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A021A 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 29.0

A021B 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 29.0

A021C 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 46.0

A022 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A023 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 37.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A023A 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 29.0

A023B 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 46.0

A030 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A031 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

A033 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 32.0

A034 01 2'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 35.0

A035 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

A036 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

TOWER B - LEVEL 1

B101A 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B101B 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0

B102 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B105 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B106 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 42.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B107 01 3'-0" 9'-0" 1 3/4" 01 WD-19 WD-20 NR 28.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B109 01 3'-0" 9'-0" 1 3/4" 01 WD-19 WD-20 NR 48.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B111 01 3'-0" 9'-0" 1 3/4" 01 WD-19 WD-20 NR 42.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B123 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

B130 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 7.0

B131 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 12.0

B132 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 2.0

B134 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 66.0

TOWER B - LEVEL 1A

B103 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

B104 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 30.0

B116 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0

B117 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0

B118 01 3'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0

B121 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 33.0

B122 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 38.0

B133 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 2.0

TOWER B - LEVEL 2

B201 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B202 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B204 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B205 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER B - LEVEL 3

B301 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B302 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B304 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B305 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER B - LEVEL 4

B401 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B402 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B404 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B405 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER B - LEVEL 5

B501 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B502 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B504 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B505 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER B - LEVEL 6

B601 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B602 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B604 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B605 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

TOWER B - LEVEL 7

B701 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0

B702 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 54.0

B703 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 40.0

B704 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B705 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B706 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 40.0

B707 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 41.0

TOWER B - LEVEL P1

P102 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 36.0

P103 01 3'-0" 6'-8" 1 3/4" 02 HM / PT HM / PT NR 15.0

P104 01 3'-0" 6'-8" 1 3/4" 02 HM / PT HM / PT NR 29.0 DUAL FINISH DOOR: REFER TO INTERIOR ELEVATIONS

P105 02 6'-0" 8'-0" 1 3/4" 04 HM / PT HM / PT NR 16.0

P106 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P107 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 11.0

P110 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P111 01 3'-0" 8'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

P112 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

P113 05 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

P115 01 3'-0" 6'-8" 1 3/4" 02 HM / PT HM / PT NR 36.0

P116 01 3'-0" 6'-8" 1 3/4" 02 HM / PT HM / PT NR 36.0

P120 02 6'-0" 6'-9" 1 3/4" 04 HM / PT HM / PT NR - LOUVERED GAS METER ACCESS DOOR

TOWER B LEVEL B

B001A 02 5'-0" 9'-0" 1 3/4" 04 HM / PT HM / PT NR 34.0

B001B 02 5'-0" 9'-0" 1 3/4" 04 HM / PT HM / PT NR 34.0

B002 01 4'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 29.0

B003 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 29.0

B004A 01 4'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 44.0

B004B 01 4'-0" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 44.0

B005 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

B006 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

B007 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

B008 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

B010 01 4'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 37.0

B011 01 4'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT 90 MIN 49.0

B012 05 2'-10" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 47.0

B013 01 3'-0" 9'-0" 1 3/4" 02 HM / PT HM / PT NR 37.0

B014 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 51.0

B015 05 2'-10" 9'-0" 1 3/4" 01 WD / PT WD / PT NR 47.0

B016 01 3'-0" 8'-0" 1 3/4" 01 WD / PT WD / PT NR 38.0

TOWER C - LEVEL 1

Door Schedule - Units

MARK

DOOR FRAME
TYPE

FINISH FIRE
RATING

HARDWARE
SET

STC
Rating REMARKSWIDTH HEIGHT THICKNESS PANEL FRAME

U-01A 4'-0" 9'-0" 1 3/4" 02 WD-13 WD-13a 20 MIN 54.0 32 MIN

U-01B 3'-0" 9'-0" 1 3/4" 02 WD-13 WD-13a 20 MIN 54.0 32 MIN

U-02A 3'-0" 9'-0" 1 3/4" 01 WD-17 WD-18 NR 53.0

U-02B 2'-10" 9'-0" 1 3/4" 01 WD-17 WD-18 NR 52.0

U-04A 1'-10" 9'-0" 1 3/4" 01 WD-17 WD-18 NR 52.0

U-05A 3'-0" 9'-0" 1 3/4" 05 WD-17 WD-18 NR 55.0

U-05B 4'-0" 9'-0" 1 3/4" 05 WD-17 WD-18 NR 55.0

U-05C 3'-6" 9'-0" 1 3/4" 05 WD-17 WD-18 NR 55.0

U-05E 4'-4" 9'-0" 1 3/4" 01 WD-17 WD-18 NR 55.0

U-05F 2'-10" 9'-0" 1 3/4" 05 WD-17 WD-18 NR 57.0

U-07A 6'-0" 9'-0" 1 3/4" 07 WD-17 WD-18 NR 56.0

U-07C 5'-0" 9'-0" 1 3/4" 07 WD-17 WD-18 NR 56.0

U-08A 3'-4" 9'-0" 1 3/4" 08 WD-17 WD-18 NR 61.0

U-08B 4'-6" 9'-0" 1 3/4" 08 WD-17 WD-18 NR 61.0

U-08C 5'-0" 9'-0" 1 3/4" 08 WD-17 WD-18 NR 61.0

U-08D 6'-0" 9'-0" 1 3/4" 08 WD-17 WD-18 NR 61.0

U-09A 6'-0" 9'-0" 1 3/4" 09 WD-17 WD-18 NR 64.0

U-09B 3'-0" 9'-0" 1 3/4" 09 WD-17 WD-18 NR 63.0

U-10A 4'-10" 9'-0" 1 3/4" 10 WD-17 WD-18 NR 53.0

Door Schedule - Glazed

MARK
DOOR
TYPE

DOOR FRAME
TYPE

FINISH FIRE
RATING HARDWARE REMARKSWIDTH HEIGHT THICKNESS PANEL FRAME

PARKING LEVEL 2

P220 G05 3'-0" 7'-10" 1 3/4" AF AF / FF AF / FF NR PER MFR

P255 G01 4'-0" 8'-10" 1 3/4" AF AF / FF AF / FF NR PER MFR

P262 G01 4'-0" 8'-10" 1 3/4" AF AF / FF AF / FF NR PER MFR

PARKING LEVEL 2A

P263 G05 3'-0" 8'-8" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 1

A107 G02 0" AF AF / FF AF / FF NR PER MFR

A119 G02 0" AF AF / FF AF / FF NR PER MFR

A120 G02 0" AF AF / FF AF / FF NR PER MFR

A130A G04 0" AF WD / WD WD / WD NR PER MFR CUSTOM CARVED SOLID WOOD DOORS

A130B G04 0" AF WD / WD WD / WD NR PER MFR CUSTOM CARVED SOLID WOOD DOORS

A136 G02 0" AF AF / FF AF / FF NR PER MFR

A154 G01 3'-8" 9'-8" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 1A

A137 G10 9'-0 1/2" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A138 G10 8'-4 1/2" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 2

A250 G11 11'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A251 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A252 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A253 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A254 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 3

A350 G11 11'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A351 G10 6'-5 1/8" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A352 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A353 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A354 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

A355 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A356 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A357 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 4

B450 G11 11'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B451 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B452 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B453 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B454 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

B455 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B456 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B457 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B458 G10 7'-7" 9'-7 1/2" 1 3/4" AF. AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 5

A554 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A555 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

A556 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A557 G10 7'-7" 9'-7 1/2" 1 3/4" AF. AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 5A

A550 G11 11'-7" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A551 G11 11'-8" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A552 G01 3'-9" 9'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

A553 G11 11'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A558 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A559 G01 3'-9" 9'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER A - LEVEL 6

A650 G01 3'-8" 9'-10" 1 3/4" AF AF / FF AF / FF NR PER MFR

A651 G10 7'-7" 9'-7 1/2" 1 3/4" AF. AF / FF AF / FF NR PER MFR

A652 G10 7'-8" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A653 G01 3'-8" 9'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

A654 G11 11'-7" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A655 G10 7'-7" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A656 G10 7'-7" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

A657 G01 2'-10 1/2" 8'-11" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 1

B113 G01 3'-4 1/8" 8'-10" 1 3/4" AF AF / FF AF / FF NR PER MFR

B136 G02 0" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 1A

B120 G13 9'-1 3/4" 9'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B134 G13 11'-7" 8'-10 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B135 G01 3'-9" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 2

B250 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B251 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

B252 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B253 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B254 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B255 G12 15'-7" 8'-9 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 3

B350 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B351 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

B352 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B353 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B354 G10 6'-5 1/8" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B355 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

U-06C G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 4

B450 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B452 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B453 G11 11'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B454 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B455 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B456 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B457 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

U-06D G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 5

B550 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B552 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B553 G11 11'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B554 G10 6'-5 1/8" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B555 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B556 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B557 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

B558 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

U-06E G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 6

B650 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B651 G11 11'-0 1/2" 9'-7 3/4" 1 3/4" AF AF / FF AF / FF NR PER MFR

B652 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B653 G10 8'-10 1/2" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B654 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B655 G11 11'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B666 G10 7'-7" 9'-7 1/2" 1 3/4" AF. AF / FF AF / FF NR PER MFR

B667 G10 7'-7" 9'-7 1/2" 1 3/4" AF. AF / FF AF / FF NR PER MFR

TOWER B - LEVEL 7

B750 G01 3'-7 1/8" 9'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

B751 G11 19'-7" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B752 G01 3'-9" 9'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

B753 G11 11'-7" 9'-9 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B754 G01 4'-3 1/4" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

B755 G10 16'-1 1/4" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B756 G11 23'-10 3/4" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B757 G01 3'-11" 9'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

B758 G10 7'-7" 9'-7 1/2" 1 3/4" AF. AF / FF AF / FF NR PER MFR

B759 G10 6'-4" 9'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

B760 G01 3'-9" 9'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER B - LEVEL P1

P108 G01 4'-0" 8'-0" 1 3/4" AF AF / FF AF / FF NR PER MFR

P109 G01 4'-0" 8'-4" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 1

C100 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 2

C200 G10 7'-7" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C201 G10 7'-7" 9'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C202 G10 7'-7" 9'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C203 G10 7'-7" 9'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C204 G01 3'-4" 9'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C205 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 3

C300 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C301 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C302 G01 3'-6" 8'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C303 G01 3'-4" 9'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C304 G01 3'-6" 8'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C305 G12 15'-10" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 4

C400 G12 15'-10" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C401 G01 3'-6" 8'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C402 G01 3'-4" 9'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C403 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C404 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 5

C500 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C501 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C502 G01 3'-4" 9'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C503 G01 3'-6" 8'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C504 G12 15'-10" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 6

C600 G12 15'-10" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C601 G01 3'-6" 8'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C602 G01 3'-4" 9'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C603 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C604 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 7

C700 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C701 G01 3'-6" 8'-9" 1 3/4" AF AF / FF AF / FF NR PER MFR

C702 G01 3'-4" 9'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C703 G01 3'-6" 8'-7" 1 3/4" AF AF / FF AF / FF NR PER MFR

C704 G12 15'-10" 8'-7 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

TOWER C - LEVEL 8

C850 G13 14'-9" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C851 G12 15'-7" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C852 G11 9'-6" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C853 G11 12'-6" 9'-8 1/2" 1 3/4" AF AF / FF AF / FF NR PER MFR

C854 G01 3'-4" 9'-7" 1 3/4" AF NR PER MFR

TOWER C - PARKING

C002A G03 4'-2" 9'-10" 3" AF AF / FF AF / FF NR PER MFR

C002B G03 4'-2" 9'-10" 3" AF AF / FF AF / FF NR PER MFR

C030 G01 2'-10" 8'-8" 1 3/4" AF AF / FF AF / FF NR PER MFR

C031 G01 2'-10" 8'-8" 1 3/4" AF AF / FF AF / FF NR PER MFR

SCALE:   12" = 1'-0"

Door Schedule Notes

Door Schedule - Overhead

MARK
TYPE
MARK

DOOR FRAME
TYPE

FINISH FIRE
RATING HARDWARE REMARKSWIDTH HEIGHT PANEL FRAME

PARKING LEVEL 2

P201 10 22'-0" 8'-6" OHD AF / FF AF / FF NR PER MFR

P202 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P204 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P205 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P217 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P218 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P219 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P222 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P223 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P224 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P225 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P226 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P227 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P230 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P231 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P232 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P233 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P234 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P235 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P237 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P238 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P241 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P242 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P243 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P244 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P245 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P246 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P247 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P248 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P249 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P250 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P251 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P258B 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P268B 10 6'-0" 8'-0" OHD AF / FF AF / FF NR PER MFR

PARKING LEVEL 2A

P203 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P204 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P205 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P206 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P207 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P208 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P209 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P210 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P211 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

P216 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

TOWER B - LEVEL P1

P114 10 22'-0" 8'-6" OHD AF / FF AF / FF NR PER MFR

TOWER C - PARKING

C004 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C005 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C006 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C008 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C009 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C011 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C012 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C013 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C014 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C015 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C016 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C017 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C019B 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C021B 10 9'-0" 7'-0" OHD AF / FF AF / FF NR PER MFR

C023 10 22'-0" 8'-6" OHD AF / FF AF / FF NR PER MFR

C026A 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C026B 11 4'-0" 7'-6" OHD AF / FF AF / FF NR PER MFR

C031B 10 15'-0" 8'-6" OHD AF / FF AF / FF NR PER MFR
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