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SCALE:   1/2" = 1'-0"
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ELEVATION - FIREPLACE VENT CAP AT WALL

SCALE:   1/2" = 1'-0"
2

ELEVATION - FIREPLACE VENT CAP BELOW SOFFIT
SCALE:   1 1/2" = 1'-0"
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WALL SECTION - VENT CAP BELOW SOFFIT

SCALE:   1 1/2" = 1'-0"
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WALL SECTION - VENT CAP AT WALL
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AXO - VENT CAP UNDER SOFFIT
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AXO - VENT CAP AT WALL
SCALE:   1 1/2" = 1'-0"
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FIREPLACE VENT CAP SIDING MATCH ROUND
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FIREPLACE VENT CAP SIDING MATCH ROUND DOUBLE
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SCALE:   1 1/2" = 1'-0"
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PLAN DETAIL - DOUBLE VENT CAP AT WALL
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SCALE:   1 1/2" = 1'-0"
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COMBO EXHAUST - CAP SECTION
SCALE:   1 1/2" = 1'-0"
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SINGLE CHIMNEY - CAP SECTION


