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1/8" = 1'-0"

TOWER B - PARKING LEVEL 2 - FA
1

KEYNOTES:

FIRE ALARM TERMINAL CABINET WITHIN 2-HR RATED 
SHAFT ACCESSIBLE VIA 2-HR RATED ACCESS PANEL. 
COORDINATE INSTALLATION AND ACCESS WITH 
DIVISION 26. TRANSITION FROM 2-HR CIC TO FPL CABLE 
IN EMT AT THIS POINT.

2-HR CIC SLC AND NAC FROM FCC TO 2-HR RATED 
SHAFT. ROUTING SHOWN FOR CONCEPTUAL PURPOSES 
ONLY.

DEDICATED SPEAKER CIRCUIT (2-HR CIC) TO STAIR 
SPEAKERS; TRANSITION TO FPL IN EMT AT FIRST 
DEVICE.
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