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E2.4.P TOWER A/B ELECTRICAL POWER PLAN - UNIT P o | . FP1.07 FIRE PROTECTION - TOWER C - ZONING PLANS . .
E2.4.Q TOWER A/B ELECTRICAL POWER PLAN - UNIT Q o | . FP1.08 FIRE PROTECTION - TOWER C - ZONING PLANS .
E2.4.R TOWER C ELECTRICAL POWER PLAN - UNIT R o | . FP1.09 FIRE PROTECTION - TOWER C - ZONING PLANS . .
E3.2A.01 |TOWERA - LVL B1 ELECTRICAL LIGHTING PLAN . . . FP2.2A.01 |FIRE PROTECTION PLAN - TOWER A -LVL B . .
E3.2A.02 |TOWERA - LVL P2 ELECTRICAL LIGHTING PLAN . FP2.2A.02 |FIRE PROTECTION PLAN - TOWER A - LVL P2 .
E3.2A.11 |TOWERA - LVL 1 ELECTRICAL LIGHTING PLAN . . FP2.2A.11 |FIRE PROTECTION PLAN - TOWER A - LVL 1 .
E3.2A.12 |TOWERA - LVL 2 ELECTRICAL LIGHTING PLAN . FP2.2A.12 |FIRE PROTECTION PLAN - TOWER A - LVL 2 .
E3.2A.13 |TOWERA - LVL 3 ELECTRICAL LIGHTING PLAN . FP2.2A.13 |FIRE PROTECTION PLAN - TOWER A - LVL 3 .
E3.2A.14 |TOWERA - LVL 4 ELECTRICAL LIGHTING PLAN . FP2.2A.14 |FIRE PROTECTION PLAN - TOWER A - LVL 4 .
E3.2A.15 |TOWERA - LVL 5 ELECTRICAL LIGHTING PLAN . FP2.2A.15 |FIRE PROTECTION PLAN - TOWER A -LVL 5 .
E3.2A.16 |TOWER A - LVL 6 ELECTRICAL LIGHTING PLAN . FP2.2A.16 |FIRE PROTECTION PLAN - TOWER A -LVL 6 .
E3.2AB.11 |ELECTRICAL LIGHTING PLAN TOWER AB LOBBY . . FP2.2A.R |FIRE PROTECTION PLAN - TOWER A - ROOF .
E3.2B.01 |TOWERB - LVL B ELECTRICAL LIGHTING PLAN . . FP2.2AB.1 |FIRE PROTECTION PLAN - TOWER AB - LOBBY .
E3.2B.02 |TOWERB - LVL P2 ELECTRICAL LIGHTING PLAN . 1
E3.2B.03 |TOWERB - LVL P1 ELECTRICAL LIGHTING PLAN . FP2.2B.01 |FIRE PROTECTION PLAN - TOWER B - LVL B .
E3.2B.11 TOWERB - LVL 1 ELECTRICAL LIGHTING PLAN . . FP2.2B.02 |FIRE PROTECTION PLAN - TOWER B -LVL P2 .
E3.2B.12 |TOWERB - LVL 2 ELECTRICAL LIGHTING PLAN . FP2.2B.03 FIRE PROTECTION PLAN - TOWER B - LVL P1 .
E3.2B.13 |TOWERB - LVL 3 ELECTRICAL LIGHTING PLAN . FP2.2B.11 |FIRE PROTECTION PLAN - TOWER B - LVL 1 .
E3.2B.14 |TOWERB - LVL 4 ELECTRICAL LIGHTING PLAN . FP2.2B.12 FIRE PROTECTION PLAN - TOWER B - LVL 2 .
E3.2B.15 |TOWERB - LVL 5 ELECTRICAL LIGHTING PLAN . FP2.2B.13 FIRE PROTECTION PLAN - TOWER B - LVL 3 .
E3.2B.16 |TOWERB - LVL 6 ELECTRICAL LIGHTING PLAN . FP2.2B.14 |FIRE PROTECTION PLAN - TOWER B - LVL 4 .
E3.2B.17 |TOWERB - LVL 7 ELECTRICAL LIGHTING PLAN . FP2.2B.15 FIRE PROTECTION PLAN - TOWER B -LVL 5 .
E3.3C.01 |TOWER C-LVL P1ELECTRICAL LIGHTING PLAN . FP2.2B.16 FIRE PROTECTION PLAN - TOWER B - LVL 6 .
E3.3C.11 |TOWER C-LVL 1 ELECTRICAL LIGHTING PLAN . . FP2.2B.17 |FIRE PROTECTION PLAN - TOWER B - LVL 7 .
E3.3C.12 |TOWER C-LVL 2 ELECTRICAL LIGHTING PLAN . FP2.2B.R |FIRE PROTECTION PLAN - TOWER B - ROOF .
E3.3C.13 |TOWERC - LVL 3 ELECTRICAL LIGHTING PLAN . FP2.2C.01 |FIRE PROTECTION PLAN - TOWER C - PARKING LEVEL . .
E3.3C.14 |TOWERC -LVL 4 ELECTRICAL LIGHTING PLAN . FP2.2C.11 |FIRE PROTECTION PLAN - TOWER C - LEVEL 1 . .
E3.3C.15 |TOWER C -LVL 5 ELECTRICAL LIGHTING PLAN R FP2.2C.12 |FIRE PROTECTION PLAN - TOWER C - LEVEL 2 .
E3.3C.16 |TOWER C -LVL 6 ELECTRICAL LIGHTING PLAN . FP2.2C.13 |FIRE PROTECTION PLAN - TOWER C - LEVEL 3 .
E3.3C.17 |TOWERC -LVL 7 ELECTRICAL LIGHTING PLAN . FP2.2C.14 |FIRE PROTECTION PLAN - TOWER C - LEVEL 4 .
E3.3C.18 |TOWER C -LVL 8 ELECTRICAL LIGHTING PLAN . FP2.2C.15 |FIRE PROTECTION PLAN - TOWER C - LEVEL 5 .
E3.4.A TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT A . . . FP2.2C.16 |FIRE PROTECTION PLAN - TOWER C - LEVEL 6 .
E3.4.B TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT B . . . FP2.2C.17 |FIRE PROTECTION PLAN - TOWER C - LEVEL 7 .
E3.4.C TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT C . . . FP2.2C.18 |FIRE PROTECTION PLAN - TOWER C - LEVEL 8 .
E3.4.D TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT D . . . FP2.2C.R |FIRE PROTECTION PLAN - TOWER C - ROOF LEVEL .
E34.E TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT E . . . FP2.4.01 FIRE PROTECTION UNIT PLANS - TOWER A/B .
E34F TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT F . . . FP2.4.02 FIRE PROTECTION UNIT PLANS - TOWER A/B .
E3.4.G TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT G . . . FP2.4.03 FIRE PROTECTION UNIT PLANS - TOWER A/B . .
E3.4H TOWER A/B ELECTRICAL LIGHTING PLAN - UNITH . . . FP2.4.04 FIRE PROTECTION UNIT PLANS - TOWER C .
E3.4. TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT | . . . FP4.01 FIRE PUMP ROOM - ENLARGED PLAN & SECTIONS .
E3.4.J TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT J o | e . FP6.01 FIRE PROTECTION RISER DIAGRAM .
E3.4.K TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT K o | . . FP7.01 FIRE PROTECTION DETAILS .
E3.4.L TOWER C ELECTRICAL LIGHTING PLAN - UNIT L o | . .
E3.4.M TOWER C ELECTRICAL LIGHTING PLAN - UNIT M o | e . VERTICAL TRANSPORTATION
E3.4.N TOWER C ELECTRICAL LIGHTING PLAN - UNIT N o | e . VT.01 GENERAL ELEVATOR INFORMATION .
E3.4.0 TOWER C ELECTRICAL LIGHTING PLAN - UNIT O . . . VT.02 PLANS AND HOISTWAY SECTION - TOWER A - ELEVATOR .
E3.4.P TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT P . | . . KITCHEN SERVICE
E3.4Q  |TOWER A/B ELECTRICAL LIGHTING PLAN - UNIT Q . | . VT.03 %ﬁ'}ﬁﬁ'}‘% ';O'STWAY SECTIONS - TOWER A - ELEVATORS :
E3.4.R TOWER C ELECTRICAL LIGHTING PLAN - UNIT R o | .
VT.04 PLANS AND HOISTWAY SECTION - TOWER B - ELEVATOR .
E4.01AB  |ELECTRICAL ENLARGED PLANS o | LOBBY SHUTTLE
E4.01C_ |ELECTRICAL ENLARGED PLANS : VT.05 PLANS AND HOISTWAY SECTIONS - TOWER B - ELEVATORS .
E5.01AB ELECTRICAL ONE-LINE . . TENANT 3 & 4
E5.01C  |ELECTRICAL ONE-LINE M . VT.06 PLANS AND HOISTWAY SECTION - TOWER C - ELEVATOR .
E6.01AB  |ELECTRICAL DETAILS . TENANT 5
E6.02AB  |ELECTRICAL WIRING SCHEDULES .
E6.03.1AB |LUMINAIRE SCHEDULE . POOL
E6.03.2AB |LUMINAIRE SCHEDULE . W0-0.00 |SHEET INDEX/SYMBOLS & ABBREVIATIONS .
E6.04AB |ELECTRICAL SCHEDULES o | . W0-0.01 |GENERAL NOTES .
E6.05AB  |ELECTRICAL SCHEDULES o | . . W0-1.01 |OVERALL SITE PLAN .
E6.06AB |ELECTRICAL SCHEDULES o | . W0-1.02 |OVERALL SITE PIPING PLAN .
E6.07AB  |ELECTRICAL SCHEDULES o | . W1-1.01  |POOL SITE PIPING PLAN .
E6.08AB  |ELECTRICAL SCHEDULES o | e W1-1.10 |POOL SECTIONS .
E6.09AB |ELECTRICAL SCHEDULES o | . W1-2.01  |SPA 1 SITE LAYOUT PLAN .
E6.10AB  |ELECTRICAL SCHEDULES o | . W1-2.02 |SPA 1 SITE PIPING PLAN .
E6.11C ELECTRICAL SCHEDULES . W1-2.10  |SPA 1 SECTIONS .
E6.12C ELECTRICAL SCHEDULES . W1-3.01  |SPA 2 SITE LAYOUT PLAN .
E6.13C ELECTRICAL SCHEDULES . W1-3.02 |SPA 2 SITE PIPING PLAN .
E7.01AB  |ELECTRICAL CONNECTION SCHEDULE UNITS . W1-3.10 |SPA 2 SECTIONS .
E7.02AB  |ELECTRICAL CONNECTION SCHEDULE . W4-1.01  |POOL FILTRATION FLOW DIAGRAM .
E7.03AB |ELECTRICAL CONNECTION SCHEDULE . . W4-1.02 | SPA 1 FILTRATION FLOW DIAGRAM .
W4-1.03 | SPA 2 FILTRATION FLOW DIAGRAM .
PLUMBING W4-1.20 |MECH RM LAYOUT PLAN .
P0.01 PLUMBING LEGEND & ABBREVIATIONS o | e W4-121  |MECH RM EQUIPMENT PAD PLAN .
P0.02 PLUMBING SCHEDULES o | e . W4-1.30 |MECH RM SECTIONS .
P2.2A.01 |PLAN-TOWERA-LVLB o | e . W4-1.31  |MECH RM SECTIONS .
P2.2A.01U |PLAN - TOWER A - LVL BU o | . . W4-1.32 |MECH RM SECTIONS .
P2.2A.02 |PLAN-TOWERA -LVL P2 o | . W5-1.01 | GENERAL DETAILS .
P2.2A.11 |PLAN-TOWERA-LVL 1 o | . W5-1.02 | GENERAL DETAILS .
P2.2A.12 |PLAN-TOWERA-LVL 2 o | . W5-1.03 |GENERAL DETAILS .
P2.2A.13 |PLAN-TOWERA-LVL 3 o | . W5-1.04 |GENERAL DETAILS .
P2.2A.14 |PLAN-TOWERA-LVL 4 o | . W5-1.05 |GENERAL DETAILS .
P2.2A.15 |PLAN-TOWERA-LVL5 o | . W5-1.06 |GENERAL DETAILS .
P2.2A.16 |PLAN-TOWERA-LVL 6 o | . W5-1.07 | GENERAL DETAILS .
P2.2A.R  |PLAN - TOWER A - ROOF . WE-0.00 |ELECTRICAL GENERAL NOTES .
P2.2AB.11 |PLAN - LOBBY . WE-1.00 |OVERALL SITE PLAN .
P2.2B.01 |PLAN-TOWERB -LVL B1 . . WE-1.01  |POOL AND SPAS ELECTRICAL PLAN .
P2.2B.01U |PLAN - TOWERB - LVL B1U . . WE-2.01 |MECH RM LAYOUT PLAN .
P2.2B.02 |PLAN-TOWERB -LVL P2 . . WE-4.01 |MECH RM INPUT DETAILS .
P2.2B.03 |PLAN-TOWERB - LVL P1 . WE-4.02 |MECH RM OUTPUT DETAILS .
P2.2B.11 |PLAN-TOWERB - LVL 1 . WE-5.01 |ELECTRICAL DETAILS .
P2.2B.12 |PLAN-TOWERB-LVL 2 . WE-5.02 |ELECTRICAL DETAILS .
P2.2B.13 |PLAN-TOWERB-LVL 3 . WE-5.03 |ELECTRICAL DETAILS .
P2.2B.14 |PLAN-TOWERB-LVL 4 . WE-5.04 |ELECTRICAL DETAILS .
P2.2B.15 |PLAN-TOWERB-LVL5 . WE-6.01 |ELECTRICAL SCHEDULES .
P2.2B.16 |PLAN-TOWERB-LVL 6 . WE-7.01 |ONE-LINE DIAGRAM .
P2.2B.17 |PLAN-TOWERB-LVL7 .
P2.2B.R  |PLAN - TOWER B - ROOF .
P2.2BC.11 |PLAN - TOWER BC CONNECTOR .
P2.2C.01 |PLAN-TOWER C - LVL P1 o |
P2.2C.01U |PLAN - TOWER C - LVL P1U .
P2.2C.11 |PLAN-TOWER C-LVL 1 o | .
P2.2C.12 |PLAN-TOWERC-LVL?2 .
P2.2C.13 |PLAN-TOWERC-LVL3 .
P2.2C.14 |PLAN-TOWERC-LVL 4 .
P2.2C.15 |PLAN-TOWERC-LVL5 .
P2.2C.16 |PLAN-TOWERC-LVL6 . .
P2.2C.17 |PLAN-TOWERC-LVL7 o | . .
P2.2C.19 |PLAN-TOWERC-LVLS8 o | .
P2.2C.R  |PLAN - TOWER C - ROOF .
P2.4A UNIT PLAN - TOWER A/B-UNIT A .
P2.4B UNIT PLAN - TOWER A/B-UNIT B .
P2.4C UNIT PLAN - TOWER A/B-UNIT C .
P2.4D UNIT PLAN - TOWER A/B-UNIT D .
P2.4E UNIT PLAN - TOWER A/B-UNIT E .
P2.4F UNIT PLAN - TOWER A/B-UNIT F .
P2.4G UNIT PLAN - TOWER A/B-UNIT G .
P2.4H UNIT PLAN - TOWER A/B-UNIT H .
P2.4l UNIT PLAN - TOWER A/B-UNIT | .
P2.4J UNIT PLAN - TOWER A/B-UNIT J .
P2.4K UNIT PLAN - TOWER A/B-UNIT K .
P2.4L UNIT PLAN - TOWER C-UNIT L .
P2.4M UNIT PLAN - TOWER C-UNIT M .
P2.4N UNIT PLAN - TOWER C-UNIT N .
P2.40 UNIT PLAN - TOWER C-UNIT O o | .
P2.4R UNIT PLAN - TOWER C-UNIT R .
P2.4X UNIT PLAN - TOWER A/B-UNIT P & Q .
P5.01 PLUMBING ENLARGED PLANS .
P5.02 PLUMBING ENLARGED PLANS o |
P6.01 DETAILS .
P6.02 DETAILS .
P6.03 DETAILS .
P7.01 DOMESTIC WATER RISER DIAGRAM .
P7.02 SANITARY RISER DIAGRAM .
P7.03 STORM RISER DIAGRAM - TOWERA/B .
P7.04 STORM RISER DIAGRAM - TOWER C .
P7.05 GAS RISER DIAGRAM .
P7.06 SANITARY RISER DIAGRAM .
P7.07 SANITARY RISER DIAGRAM .
P7.08 SANITARY RISER DIAGRAM .

FIRE PROTECTION

FAO0.00

FIRE ALARM NOTES, LEGEND AND DESIGN CRITERIA

FA2.2A.01

FIRE ALARM PLAN - TOWER A -LVL B

FA2.2A.02

FIRE ALARM PLAN - TOWER A - LVL P2

FA2.2A.11

FIRE ALARM PLAN - TOWER A - LVL 1

FA2.2A.12

FIRE ALARM PLAN - TOWER A - LVL 2

FA2.2A13

FIRE ALARM PLAN - TOWER A-LVL 3

FA2.2A14

FIRE ALARM PLAN - TOWER A - LVL 4

FA2.2A.15

FIRE ALARM PLAN - TOWER A-LVL 5

FA2.2A.16

FIRE ALARM PLAN - TOWER A -LVL 6

FA2.2A.R

FIRE ALARM PLAN - TOWER A - ROOF

FA2.2AB.1
1

FIRE ALARM PLAN - TOWER AB - LOBBY

FA2.2B.01

FIRE ALARM PLAN - TOWER B - LVL B1

FA2.2B.02

FIRE ALARM PLAN - TOWER B - LVL P2

FA2.2B.03

FIRE ALARM PLAN - TOWER B - LVL P1

FA2.2B.11

FIRE ALARM PLAN - TOWER B - LVL 1

FA2.2B.12

FIRE ALARM PLAN - TOWER B - LVL 2

FA2.2B.13

FIRE ALARM PLAN - TOWER B - LVL 3

FA2.2B.14

FIRE ALARM PLAN - TOWER B - LVL 4

FA2.2B.15

FIRE ALARM PLAN - TOWER B - LVL 5

FA2.2B.16

FIRE ALARM PLAN - TOWER B - LVL 6

FA2.2B.17

FIRE ALARM PLAN - TOWERB - LVL 7

FA2.2B.R

FIRE ALARM PLAN - TOWER B - ROOF

FA2.2C.01

FIRE ALARM PLAN - TOWER C - PARKING LEVEL

FA2.2C.11

FIRE ALARM PLAN - TOWER C - LEVEL 1

FA2.2C.12

FIRE ALARM PLAN - TOWER C - LEVEL 2

FA2.2C.13

FIRE ALARM PLAN - TOWER C - LEVEL 3

FA2.2C.14

FIRE ALARM PLAN - TOWER C - LEVEL 4

FA2.2C.15

FIRE ALARM PLAN - TOWER C - LEVEL 5

FA2.2C.16

FIRE ALARM PLAN - TOWER C - LEVEL 6

FA2.2C.17

FIRE ALARM PLAN - TOWER C - LEVEL 7

FA2.2C.18

FIRE ALARM PLAN - TOWER C - LEVEL 8

FAG6.01

FIRE ALARM RISER DIAGRAM

FA7.01

FIRE ALARM DETAILS

FA8.01

FIRE ALARM SEQUENCES OF OPERATION

FA9.01

FIRE FIGHTER'S SMOKE CONTROL PANEL

FA9.02

FIRE PUMP STATUS/OVERRIDE PANEL

FPO0.00

FIRE PROTECTION NOTES, LEGEND AND DESIGN CRITERIA

FP1.01

FIRE PROTECTION - TOWER A - ZONING PLANS

FP1.02

FIRE PROTECTION - TOWER A - ZONING PLANS

FP1.03

FIRE PROTECTION - TOWER A - ZONING PLANS

FP1.04

FIRE PROTECTION - TOWER B - ZONING PLANS
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PRESENTATION
ID.04 CG-03 - TOWER A/B ENTRY LOBBY - DESK @ RECPETION .
ID.05 CG-04 - TOWER A/B ENTRY LOBBY - DISPLAY TABLE @ ENTRY .
LOBBY
MECHANICAL
MO0.01 MECHANICAL LEGENDS AND ABBREVIATIONS .
M0.02 MECHANICAL GENERAL NOTES AND VENTILATION .
CALCULATION
MO0.03 MECHANICAL SCHEDULES . . .
MO0.04 MECHANICAL SCHEDULES . . .
MO0.05 MECHANICAL SCHEDULES . .
MO0.06 MECHANICAL SCHEDULES .
MO0.07 MECHANICAL SCHEDULES . .
MO0.08 HVAC LOAD CALCULATION .
MO0.09 HVAC LOAD CALCULATION .
MO0.10 HVAC LOAD CALCULATION .
MO0.11 HVAC LOAD CALCULATION .
MO0.12 HVAC LOAD CALCULATION .
MO0.13 HVAC LOAD CALCULATION .
MO0.14 HVAC LOAD CALCULATION .
MO0.15 ENERGY CODE COMPLIANCE REPORT .
M1.00 MECHANICAL SITE PLAN - SNOW MELT .
M2.2A.01 |TOWER A - LVL B MECHANICAL DUCT PLAN . .
M2.2A.02 |TOWER A - LVL P2 MECHANICAL DUCT PLAN . .
M2.2A.11  |TOWER A - LVL 1 MECHANICAL DUCT PLAN . . .
M2.2A.12 |TOWER A - LVL 2 MECHANICAL DUCT PLAN . .
M2.2A.13 |TOWER A - LVL 3 MECHANICAL DUCT PLAN . .
M2.2A.14 |TOWER A - LVL 4 MECHANICAL DUCT PLAN . .
M2.2A.15 |TOWER A - LVL 5§ MECHANICAL DUCT PLAN . .
M2.2A.16 |TOWER A - LVL 6 MECHANICAL DUCT PLAN . . .
M2.2A.R |TOWER A - ROOF MECHANICAL DUCT PLAN . . .
M2.2AB.11 |MECHANICAL PLANS TOWER AB LOBBY .
M2.2B.01 |TOWERB - LVL B MECHANICAL DUCT PLAN . . .
M2.2B.02 |TOWERB - LVL P2 MECHANICAL DUCT PLAN . .
M2.2B.03 |TOWERB - LVL P1 MECHANICAL DUCT PLAN . . .
M2.2B.11 |TOWER B - LVL 1 MECHANICAL DUCT PLAN . . .
M2.2B.12 |TOWER B - LVL 2 MECHANICAL DUCT PLAN . .
M2.2B.13 |TOWER B - LVL 3 MECHANICAL DUCT PLAN . .
M2.2B.14 |TOWER B - LVL 4 MECHANICAL DUCT PLAN . .
M2.2B.15 |TOWER B - LVL 5§ MECHANICAL DUCT PLAN . .
M2.2B.16 |TOWER B - LVL 6 MECHANICAL DUCT PLAN . .
M2.2B.17 |TOWER B - LVL 7 MECHANICAL DUCT PLAN . . .
M2.2B.R |TOWER B - ROOF MECHANICAL DUCT PLAN . . .
M2.2BC.11 |TOWER BC CONNECTOR - LVL 1 MECHANICAL PLAN .
M2.2C.01 |TOWER C-LVL P1 MECHANICAL DUCT PLAN . .
M2.2C.11 |TOWER C - LVL 1 MECHANICAL DUCT PLAN . .
M2.2C.12 |TOWER C - LVL 2 MECHANICAL DUCT PLAN . .
M2.2C.13 |TOWER C - LVL 3 MECHANICAL DUCT PLAN . .
M2.2C.14 |TOWER C - LVL 4 MECHANICAL DUCT PLAN . .
M2.2C.15 |TOWER C - LVL 5 MECHANICAL DUCT PLAN . .
M2.2C.16 |TOWER C - LVL 6 MECHANICAL DUCT PLAN . .
M2.2C.17 |TOWER C - LVL 7 MECHANICAL DUCT PLAN . .
M2.2C.18 |TOWER C - LVL 8 MECHANICAL DUCT PLAN . .
M2.2C.R |TOWER C - ROOF MECHANICAL DUCT PLAN . . .
M2.4.A ENLARGED MECHANICAL PLAN - UNIT A . .
M2.4.B ENLARGED MECHANICAL PLAN - UNIT B . .
M2.4.C ENLARGED MECHANICAL PLAN - UNIT C . .
M2.4.D ENLARGED MECHANICAL PLAN - UNIT D . .
M2.4.E ENLARGED MECHANICAL PLAN - UNIT E . .
M2.4.F ENLARGED MECHANICAL PLAN - UNIT F . .
M2.4.G ENLARGED MECHANICALPLAN - UNIT G . .
M2.4.H ENLARGED MECHANICAL PLAN - UNIT H . .
M2.4.1 ENLARGED MECHANICAL PLAN - UNIT | . .
M2.4.J ENLARGED MECHANICAL PLAN - UNIT J . .
M2.4.K ENLARGED MECHANICAL PLAN - UNIT K . .
M2.4.L ENLARGED MECHANICAL PLAN - UNIT L . .
M2.4.M ENLARGED MECHANICAL PLAN - UNIT M . .
M2.4.N ENLARGED MECHANICAL PLAN - UNIT N . .
M2.4.0 ENLARGED MECHANICAL PLAN - UNIT O . . .
M2.4.P ENLARGED MECHANICAL DUCT PLAN - UNIT P . .
M2.4.Q ENLARGED MECHANICAL DUCT PLAN - UNIT Q . .
M2.4.R ENLARGED MECHANICAL PLAN - UNIT R . .
M3.2A.01 |TOWER A - LVL B1 MECHANICAL PIPING PLAN .
M3.2A.02 |TOWER A - LVL P2 MECHANICAL PIPING PLAN .
M3.2A.11 | TOWER A - LVL 1 MECHANICAL PIPING PLAN .
M3.2A.12 |TOWER A - LVL 2 MECHANICAL PIPING PLAN .
M3.2A.13 |TOWER A - LVL 3 MECHANICAL PIPING PLAN .
M3.2A.14 |TOWER A - LVL 4 MECHANICAL PIPING PLAN .
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