
C.1

C.G

C.A

C.6C.2 C.7

C.D

C.F

C.B

C.8C.4C.3

C.H

C.5

C.C

C.9

SC1

SC1.5

SC2

C-P1-2

FCU

STORAGE

C017

STORAGE

C016

STORAGE

C015

STORAGE

C014

STORAGE

C013

STORAGE

C012

STORAGE

C011

TOWER C

ELECTRICAL

SWITCHGEAR

C010

STORAGE

C009

STORAGE

C008

TOWER C

EMERGENCY

ELECTRICAL

ROOM

C007

STORAGE

C004

STORAGE

C005

STORAGE

C006

TOWER C TRASH

ENCLOSURE

C031

VESTIBULE

C002

STORAGE

C024

PARKING

C023

STAIR 05

C040

T5 ELEVATOR

REMOTE

CONTROL ROOM

C022

ELEV T5

STORAGE

C021

ADA STORAGE

C019
STORAGE

C020

STORAGE

C018

C-P1-1

FCU

C-P1-1

CU

C-P1-3

FCU

PARKING

C023

1" CHWS 1" CHWR

1" HWR1" HWS

1"CHWR UP

1"CHWS UP

1"HWR UP1"HWS UP

RL

RS

A. ALL BRANCH PIPING SIZE OF CHILLED WATER AND HOT 

WATER TO FAN COIL UNIT IS 1" UNLESS OTHERWISE NOTED. 

B. ALL BRANCH PIPING SIZE OF HOT WATER TO FAN POWERED 

TERMINAL UNIT IS 1" UNLESS OTHERWISE NOTED.
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SCALE:   1/8" = 1'-0"
1

TOWER C - PARKING LEVEL MECHANICAL PIPING PLAN

NUMBERED NOTES:

SHEET NOTES:



C.1

C.G

C.A

C.6C.2 C.7

C.D

C.F

C.B

C.8C.4C.3

C.H

C.5

C.C

C.9

SC1

SC1.5

SC2

6" CHW GLYCOL LOOP

6" HW GLYCOL LOOP
1 1/2" HWS &R

1 1/2" HWS &R

1 1/2" HWS &R

R-1

FCU

1" HWS &R

1" HWS &R

1 1/4" CHWS &R

1" CHWS &R

1 1/4" CHWS &R

M4.02

1

2" HWS &R

4" CHWS &R

4" HWS &R

6" CHWS &R

6" HWS &R
SMC-2

SMH

SMC-1

SMH

2 1/2" SM HWS /R

6" HWS/R UP FOR 

SNOWMELT

GOLF SIMULATOR

C108

GOLF SIMULATOR

C107

OXYGEN

C109A

STORAGE

C110

STAIR 06

C150

STORAGE

C110ATOILET

C103

TOILET

C104

CORRIDOR

C102

STAIR 05

C140

FA CLOSET

C112

ELEV T5

TELECOM

C106

HOUSEKEEPING

C105

SKIER LOUNGE

C101

SKIER LOUNGE

C101

LOUNGE

C111

BOH STORAGE

C108B

CLUB STORAGE

C108A

CLUB STORAGE

C107A

MEP

C109

1" HWS &R

1" HWS &R

1" CHWS &R

1" HWS &R

1" HWS &R

1" HWS &R

1" HWS &R

1 1/2" CHWS &R

A. ALL BRANCH PIPING SIZE OF CHILLED WATER AND HOT 

WATER TO FAN COIL UNIT IS 1" UNLESS OTHERWISE NOTED. 

B. ALL BRANCH PIPING SIZE OF HOT WATER TO FAN POWERED 

TERMINAL UNIT IS 1" UNLESS OTHERWISE NOTED.
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SCALE:   1/8" = 1'-0"
1

TOWER C - LEVEL 1 MECHANICAL PIPING PLAN

NUMBERED NOTES:

SHEET NOTES:



STAIR 05

C240

C
O

R
R

ID
O

R

C
2
4

1

STAIR 06

C250

C
O

R
R

ID
O

R

C
2
5

1

ELEV T5

STORAGE

C252

C.1

C.G

C.A

C.6C.2 C.7

C.D

C.F

C.B

C.8C.4C.3

C.H

C.5

C.C

C.9

SC1

SC1.5

SC2

1" HWS &R

1" HWS &R

1" CHWS &R

4" CHWR &R

4" HWR &R

6" CHWR &R

6" HWR &R

1" HWS &R

1" HWS &R

M-1

FCU

M-6

FCU

M-3

FCU

M-4

FCU

M-5

FCU

M-2

FCU

L-5

FCU

L-2

FCU

L-3

FCU

L-4

FCU

L-1

FCU

1" HWS &R

1" CHWS &R

1" HWS &R

1" CHWS &R

1 1/4" CHWR &R

1 1/4" HWR &R

4" CHWS/R & 4" 

HWS/R UP TO ASHP 

ON ROOF

M-1

SMH
2.3 GPM

3/4" SM HWS &R

6" HWS/R UP/DN FOR 

SNOWMELT

1" CHWS &R

SNOWMELT ZONE M-1

1" HWS &R

1 1/4" CHWS &R

1" CHWS &R

1" HWS &R

M-2

SMH

L-1

SMH
3/4" SM HWS &R

6" HWS/R UP/DN 

FOR SNOWMELT

3/4" SM HWS &R

1" CHWS &R

1" HWS &R

1" CHWS &R

A. ALL BRANCH PIPING SIZE OF CHILLED WATER AND HOT 

WATER TO FAN COIL UNIT IS 1" UNLESS OTHERWISE NOTED. 

B. ALL BRANCH PIPING SIZE OF HOT WATER TO FAN POWERED 

TERMINAL UNIT IS 1" UNLESS OTHERWISE NOTED.
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SCALE:   1/8" = 1'-0"
1

TOWER C - LEVEL 2 MECHANICAL PIPING PLAN

NUMBERED NOTES:

SHEET NOTES:



C.1

C.G

C.A

C.6C.2 C.7

C.D

C.F

C.B

C.8C.4C.3

C.H

C.5

C.C

C.9

SC1

SC1.5

SC2

1" CHWS &R

1" HWS &R

1 1/4" CHWS &R

1" HWS &R

1" CHWS &R
1" HWS &R

1" CHWS &R

4" CHWS/R

4" HWS/R

6" CHW GLYCOL LOOP

6" HW GLYCOL LOOP

N-1

FCU

N-3

FCU

N-4

FCU

N-6

FCU

N-2

FCU

N-5

FCU

M-6

FCU

M-1

FCU

M-3

FCU

M-4

FCU

M-2

FCU

M-5

FCU

1" HWS &R

1 1/4" CHWS &R

N-1

SMH
4 GPM

N-2

SMH

M-1

SMH
2.3 GPM

3/4" SM HWS &R

1" SM HWS &R
1" SM HWS &R

3/4" SM HWS &R

1" SM HWS &R

6" HWS/R UP/DN FOR 

SNOWMELT

SNOWMELT ZONE M-1

SNOWMELT ZONE N-1

SNOWMELT 

ZONE N-2

3.9 GPM

1" HWS &R

M-2

SMH

1" CHWS &R

1" HWS &R

1" CHWS &R

1" HWS &R

A. ALL BRANCH PIPING SIZE OF CHILLED WATER AND HOT 

WATER TO FAN COIL UNIT IS 1" UNLESS OTHERWISE NOTED. 

B. ALL BRANCH PIPING SIZE OF HOT WATER TO FAN POWERED 

TERMINAL UNIT IS 1" UNLESS OTHERWISE NOTED.
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SCALE:   1/8" = 1'-0"
1

TOWER C - LEVEL 3 MECHANICAL PIPING PLAN

NUMBERED NOTES:

SHEET NOTES:



STAIR 05

C440

CORRIDOR

C441

STAIR 06

C450

CORRIDOR

C451

ELEV T5

C.1

C.G

C.A

C.6C.2 C.7

C.D

C.F

C.B

C.8C.4C.3

C.H

C.5

C.C

C.9

SC1

SC1.5

SC2

1" HWS &R

1" CHWS &R
1" CHWS &R

1" HWS &R

1 1/4" CHWS &R

1" HWS &R

4" HWR &R

6" CHW GLYCOL LOOP

6" HW GLYCOL LOOP

1" CHWS &R

1" HWS &R

1" HWS &R1" HWS &R

N-6

FCU

N-1

FCU

N-3

FCU

N-4

FCU

N-5

FCU

N-2

FCU

M-1

SMH
2.3 GPM

N-1

SMH
4 GPM

N-2

SMH

3.9 GPM

M-2

SMH
3.1 GPM

3/4" SM HWS &R

6" HWS/R UP/DN FOR 

SNOWMELT

3/4" SM HWS &R

1 1/4" SM HWS &R

3/4" SM HWS &R 1" SM HWS &R

1" CHWR &R
M-1

FCU

M-6

FCU

M-4

FCU

M-3

FCU

M-5

FCU

M-2

FCU

SNOWMELT ZONE M-1

SNOWMELT 

ZONE M-2

SNOWMELT 

ZONE N-2

SNOWMELT ZONE N-1

1 1/4" CHWS &R

3/4" SM HWS &R

1" SM HWS &R

1" CHWS &R

1" HWS &R

A. ALL BRANCH PIPING SIZE OF CHILLED WATER AND HOT 

WATER TO FAN COIL UNIT IS 1" UNLESS OTHERWISE NOTED. 

B. ALL BRANCH PIPING SIZE OF HOT WATER TO FAN POWERED 

TERMINAL UNIT IS 1" UNLESS OTHERWISE NOTED.
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SCALE:   1/8" = 1'-0"
1

TOWER C - LEVEL 4 MECHANICAL PIPING PLAN

NUMBERED NOTES:

SHEET NOTES:



CORRIDOR

C541

STAIR 05

C540

STAIR 06

C550

CORRIDOR

C551

ELEV T5

C.1

C.G

C.A

C.6C.2 C.7

C.D

C.F

C.B

C.8C.4C.3

C.H

C.5

C.C

C.9

SC1

SC1.5

SC2

1" HWS &R

1" CHWS &R

1" HWS &R

1 1/4" CHWS &R

1" HWS &R

4" CHWR &R

6" CHWR &R

6" HWR &R

1" HWS &R

1" CHWS &R

1 1/4" CHWS &R

1" HWS &R

1" HWS &R

1" CHWS &R

1" HWS &R

1" CHWS &R

N-4

FCU

1" CHWS &R

1" HWS &R

3" HWS/R UP

4" HWS/R DOWN

N-1

SMH
4 GPM

N-2

SMH
3.9 GPM

M-1

SMH
2.3 GPM

3/4" SM HWS &R

3/4" SM HWS &R

6" HWS/R UP/DN FOR 

SNOWMELT

1" SM HWS &R

1" SM HWS &R

M-1

FCU

N-1

FCU

M-6

FCU

M-3

FCU

M-4

FCU

M-5

FCU

M-2

FCU

N-2

FCU

N-5

FCU

N-3

FCU

N-6

FCU

SNOWMELT 

ZONE N-2

SNOWMELT ZONE N-1

SNOWMELT 

ZONE M-2

SNOWMELT ZONE M-1

M-2

SMH

1" CHWS &R

1" HWS &R

1" CHWS &R

A. ALL BRANCH PIPING SIZE OF CHILLED WATER AND HOT 

WATER TO FAN COIL UNIT IS 1" UNLESS OTHERWISE NOTED. 

B. ALL BRANCH PIPING SIZE OF HOT WATER TO FAN POWERED 

TERMINAL UNIT IS 1" UNLESS OTHERWISE NOTED.
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SCALE:   1/8" = 1'-0"
1

TOWER C - LEVEL 5 MECHANICAL PIPING PLAN

NUMBERED NOTES:

SHEET NOTES:



CORRIDOR

C641

STAIR 05

C640

STAIR 06

C650

CORRIDOR

C651

ELEV T5

C.1

C.G

C.A

C.6C.2 C.7

C.D

C.F

C.B

C.8C.4C.3

C.H

C.5

C.C

C.9

SC1

SC1.5

SC2

1" CHWS &R

1" CHWS &R

1" CHWS &R

1" HWS &R

1 1/4" CHWS &R
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TOWER C - LEVEL 6 MECHANICAL PIPING PLAN
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NUMBERED NOTES:

1 PROVIDE HEAT TRACE ON ALL EXPOSED PIPING. REFER TO ELECTRICAL DRAWINGS FOR 120/1

CONNECTION

SHEET NOTES:
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NUMBERED NOTES:

SHEET NOTES:


	M3.2C.01 - TOWER C - LVL P1 MECHANICAL PIPING PLAN
	M3.2C.11 - TOWER C - LVL 1 MECHANICAL PIPING PLAN
	M3.2C.12 - TOWER C - LVL 2 MECHANICAL PIPING PLAN
	M3.2C.13 - TOWER C - LVL 3 MECHANICAL PIPING PLAN
	M3.2C.14 - TOWER C - LVL 4 MECHANICAL PIPING PLAN
	M3.2C.15 - TOWER C - LVL 5 MECHANICAL PIPING PLAN
	M3.2C.16 - TOWER C - LVL 6 MECHANICAL PIPING PLAN
	M3.2C.17 - TOWER C - LVL 7 MECHANICAL PIPING PLAN
	M3.2C.18 - TOWER C - LVL 8 MECHANICAL PIPING PLAN
	M3.2C.R - TOWER C - ROOF MECHANICAL PIPING PLAN

